
 
 

 
 ART DYE PARK 

PAVILION 
 

 
 
 BID DOCUMENTS 

 
 
 
 

 
 
 
 

PREPARED BY: 
 
 

 
 

 
FOR: 

 
           AMERICAN FORK 

 Aaron Wilson, PE 
 51 East Main Street 
 American Fork, Utah 84003 
 (801) 763-3010 
 



 
 

CONTRACT DOCUMENTS 
TABLE OF CONTENTS 

 
Title Page No. 
 

BIDDING REQUIREMENTS 

 

INVITATION TO BID ........................................................................................................................... 1 

INSTRUCTIONS TO BIDDERS ....................................................................................................... 2-9 

BID FORM ..................................................................................................................................... 10-14 

BID BOND ..................................................................................................................................... 15-16 

CONTRACTOR’S QUALIFICATIONS AND EXPERIENCE ..................................................... 17-19 

LIST OF SUB CONTRACTORS ......................................................................................................... 20 

NOTICE OF AWARD .......................................................................................................................... 21 

AGREEMENT ................................................................................................................................ 22-28 

CHANGE ORDER ............................................................................................................................... 29 

NOTICE TO PROCEED ...................................................................................................................... 30 

PERFORMANCE BOND ............................................................................................................... 31-32 

LABOR AND MATERIAL PAYMENT BOND ........................................................................... 33-34 

CERTIFICATE OF SUBSTANTIAL COMPLETION .................................................................. 35-36 

BID SPECIFIC SPECIAL PROVISIONS ............................................................................................ 37 

Part 1 - GENERAL PAYMENT CONSIDERATION ................................................................. 38 

Part 2 - RIGHT OF REJECTION ................................................................................................. 38 

Part 3 - LIMITATION OF OPERATIONS .................................................................................. 38 

Part 4 - INTENT ..................................................................................................................... 38-39 

Part 5 - ORDER OF PRECEDENCE ........................................................................................... 39 

Part 6 - MATERIAL TESTING ................................................................................................... 39 

Part 7 - SURVEYING................................................................................................................... 39 

Part 8 - CONSTRUCTION WATER ............................................................................................ 39 

Part 9 - EMPLOYMENT STATUS VERIFICATION ........................................................... 39-40 



CONDITIONS OF THE CONTRACT 

STANDARD GENERAL CONDITIONS (EJCDC; C-700, 2013) ............................................. 1-65 

Article 1 – DEFINITIONS AND TERMINOLOGY .................................................................. 1-5 

Article 2 – PRELIMINARY MATTERS ................................................................................... 6-7 

Article 3 – DOCUMENTS: INTENT, REQUIREMENTS, REUSE ........................................ 8-10 

Article 4 – COMMENCEMENT AND PROGRESS THE WORK ....................................... 10-11 

Article 5 – AVAILABILITY OF LANDS; SUBSURFACE AND PHYSICAL CONDITIONS; 

HAZARDOUS ENVIRONMENTAL CONDITIONS  .......................................................... 12-17 

Article 6 – BONDS AND INSURANCE ............................................................................... 19-25 

Article 7 – CONTRACTOR’S RESPONSIBILITIES ............................................................ 26-37 

Article 8 – OTHER WORK AT THE SITE ........................................................................... 38-39 

Article 9 – OWNER’S RESPONSIBILITY ........................................................................... 40-41 

Article 10 – ENGINEER’S STATUS DURING CONSTRUCTION .................................... 41-43 

Article 11 – AMENDING CONTRACT DOCUMENTS; CHANGES IN WORK ............... 43-47 

Article 12 – CLAIMS ................................................................................................................... 47 

Article 13 – COST OF WORK; ALLOWANCES; UNIT PRICE WORK ............................ 48-51 

Article 14 – TESTS AND INSPECTIONS; CORRECTION, REMOVAL OR ACCEPTANCE OF 

DEFECTIVE WORK ............................................................................................................. 52-54 

Article 15 – PAYMENTS TO CONTRACTOR; SET-OFFS; COMPLETION; CORRECTION 

PERIOD .................................................................................................................................. 55-61 

Article 16 – SUSPENSION OF WORK AND TERMINATION ........................................... 62-63 

Article 17 – FINAL RESOLUTION OF DISPUTES ................................................................... 64 

Article 18 – MISCELLANEOUS ........................................................................................... 64-65 

SUPPLEMENTARY CONDITIONS .............................................................................................. 1-9 



AMERICAN FORK STANDARDS 
STANDARDS, DRAWINGS & SPECIFICATIONS 

SECTION 1.0 - DESIGN STANDARDS  

1.1 – GENERAL DESCRIPTION ......................................................................................... 1 OF 1 

1.2 – STREETS ..................................................................................................................... 1 OF 7 

1.3 – EASEMENTS ............................................................................................................... 1 OF 1 

1.4 – WATER SYSTEM ....................................................................................................... 1 OF 2 

1.5 – FIRE HYDRANTS ....................................................................................................... 1 OF 1 

1.6 – SEWAGE SYSTEM ..................................................................................................... 1 OF 2 

1.7 – DRAINAGE SYSTEM PLAN ..................................................................................... 1 OF 3 

1.8 – SIGNS ........................................................................................................................... 1 OF 1 

1.9 – LOT CORNERS AND SUBDIVISION MONUMENTS ............................................ 1 OF 1 

1.10 – DEDICATIONS .......................................................................................................... 1 OF 1 

SECTION 2.0 - GENERAL CONSTRUCTION REQUIREMENTS 

2.1 – GENERAL DESCRIPTION ......................................................................................... 1 OF 1 

2.2 – REQUESTS FOR INSPECTION ................................................................................. 1 OF 2 

2.3 – CONSTRUCTION COMPLETION INSPECTION ..................................................... 1 OF 1 

2.4 – GUARANTEE OF WORK ........................................................................................... 1 OF 1 

2.5 – BUILDING PERMITS ................................................................................................. 1 OF 1 

2.6 – BARRICADES ............................................................................................................. 1 OF 1 

2.7 – OCCUPANCY PERMITS ............................................................................................ 1 OF 2 

SECTION 3.0 – EARTHWORK 

3.1 – GENERAL DESCRIPTION ......................................................................................... 1 OF 1 

3.2 – EXCAVATION PERMIT REQUIREMENTS ............................................................. 1 OF 1 

3.3 – CLEARING AND GRUBBING ................................................................................... 1 OF 1 

3.4 – EXCAVATION FOR STRUCTURES ......................................................................... 1 OF 1 

3.5 – BACKFILL AROUND STRUCTURES ...................................................................... 1 OF 1 

3.6 – CONSTRUCTION OF EMBANKMENTS AND FILLS ............................................ 1 OF 1 

3.7 – COMPACTING EARTH MATERIALS ...................................................................... 1 OF 2 

3.8 – SLOPES ........................................................................................................................ 1 OF 1 

3.9 – ROAD SUBGRADE PREPARATION ........................................................................ 1 OF 1 



SECTION 4.0 – EXCAVATION AND BACKFILL FOR PIPELINES 

4.1 – GENERAL DESCRIPTION ......................................................................................... 1 OF 1 

4.2 – UTILITY COORDINATION ....................................................................................... 1 OF 1 

4.3 – CONTROL OF GROUNDWATER ............................................................................. 1 OF 1 

4.4 – EXCAVATION FOR PIPELINE ................................................................................. 1 OF 2 

4.5 – FOUNDATION STABILIZATION ............................................................................. 1 OF 2 

4.6 – SHEETING, BRACING, AND SHORING OF EXCAVATIONS .............................. 1 OF 1 

4.7 – ACCESS TO TRENCHES ........................................................................................... 1 OF 1 

4.8 – BACKFILLING ............................................................................................................ 1 OF 2 

4.9 – CONSOLIDATION OF BACKFILL ........................................................................... 1 OF 1 

4.10 – COMPACTION OF BACKFILL ............................................................................... 1 OF 2 

4.11 – IMPORTED SELECT BACKFILL MATERIAL ...................................................... 1 OF 1 

4.12 – RESTORATION OF CONSTRUCTION SITE ......................................................... 1 OF 1 

SECTION 5.0 – RESTORATION OF SURFACE IMPROVEMENTS 

5.1 – GENERAL DESCRIPTION ......................................................................................... 1 OF 1 

5.2 – GRAVEL SURFACE REPAIR .................................................................................... 1 OF 1 

5.3 – ASPHALT SURFACE REPAIR .................................................................................. 1 OF 1 

5.4 – CONCRETE SURFACES ............................................................................................ 1 OF 1 

5.5 – IRRIGATION DITCHES ............................................................................................. 1 OF 1 

SECTION 6.0 – SEWER/DRAINAGE LINES 

6.1 – GENERAL DESCRIPTION ......................................................................................... 1 OF 1 

6.2 – PIPE LAYING .............................................................................................................. 1 OF 1 

6.3 – INSTALLATION REQUIREMENTS FOR LINE AND GRADE .............................. 1 OF 1 

6.4 – SEWER GRADES ........................................................................................................ 1 OF 1 

6.5 – REINFORCED CONCRETE PIPE .............................................................................. 1 OF 3 

6.6 – PVC PLASTIC PIPE .................................................................................................... 1 OF 4 

6.7 – CORRUGATED HIGH DESITY POLYETHYLENE PIPE (HDPE) ......................... 1 OF 4 

6.8 – CORRUGATED METAL (CMP) STORM SEWER PIPE .......................................... 1 OF 4 

6.9 – SUBSURFACE DRAIN PIPE ...................................................................................... 1 OF 2 

6.10 – MANHOLES .............................................................................................................. 1 OF 4 

6.11 – CLEANING AND TESTING SANITARY SEWER LINES ..................................... 1 OF 3 

6.12 – DEFLECTION TESTING FLEXIBLE SEWER AND STORM DRAIN LINES ...... 1 OF 2 



 
 

SECTION 7.0 – SEWER AND WATER LATERAL AND SERVICE LINE INSTALLATION 

7.1 – GENERAL DESCRIPTION ......................................................................................... 1 OF 1 

7.2 – EXCAVATION ............................................................................................................ 1 OF 1 

7.3 – SEWER LATERAL CONNECTIONS ......................................................................... 1 OF 3 

7.4 – CULINARY SERVICE LATERAL CONNECTIONS ................................................ 1 OF 2 

7.5 – SEPARATION.............................................................................................................. 1 OF 2 

7.6 – SECONDARY WATER WERVICE LATERAL CONNECTION .............................. 1 OF 4 

SECTION 8.0 – STORM WATER PRE-TREATMENT SUMPS 

8.1 – GENERAL DESCRIPTION ......................................................................................... 1 OF 1 

8.2 – STORM WATER PRE-TREATMENT SUMP ............................................................ 1 OF 1 

SECTION 9.0 – WATER LINES 

9.1 – GENERAL DESCRIPTION ......................................................................................... 1 OF 1 

9.2 – CONCRETE THRUST BLOCKING ........................................................................... 1 OF 1 

9.3 – PIPE LAYING .............................................................................................................. 1 OF 1 

9.4 – DUCTILE IRON PIPE ................................................................................................. 1 OF 5 

9.5 – PVC PIPE AND TUBING ............................................................................................ 1 OF 5 

9.6 – VALVES ....................................................................................................................... 1 OF 1 

9.7 – FIRE HYDRANTS ....................................................................................................... 1 OF 2 

9.8 – BACKFLOW PREVENTION DEVICES .................................................................... 1 OF 1 

9.9 – CULINARY WATER LINE CONSTRUCTION NEAR SEWER OR WASTEWATER LINES 

  ............................................................................................................................................... 1 OF 2 

9.10 – TESTING WATER LINES ........................................................................................ 1 OF 2 

9.11 – DISINFECTION OF CULINARY WATER LINES .................................................. 1 OF 2 

SECTION 10.0 – IRRIGATION SYSTEMS AND LANDSCAPING 

10.1 – IRRIGATION SYSTEMS GENERAL DESCRIPTION ............................................ 1 OF 1 

10.2 – GENERAL REQUIREMENTS .................................................................................. 1 OF 2 

10.3 – EXCAVATION AND BACKFILL ............................................................................ 1 OF 1 

10.4 – PIPE AND TUBE ....................................................................................................... 1 OF 2 

10.5 – IRRIGATION HEADS, GATE VALVES AND QUICK COUPLERS ..................... 1 OF 2 

10.6 – IRRIGATION CONTROLLER .................................................................................. 1 OF 2 

10.7 – ELECTRIC REMOTE-CONTROL VALVES ........................................................... 1 OF 1 

10.8 – CONNECTION .......................................................................................................... 1 OF 2 

10.9 – PLANTING SPECIFICATIONS ................................................................................ 1 OF 1 

10.10 – LANDSCAPING – SCOPE OF WORK ................................................................... 1 OF 1 



 
 

10.11 – DRAWINGS AND SPECIFICATIONS ................................................................... 1 OF 1 

10.12 – OBSTRUCTIONS BELOW GROUND ................................................................... 1 OF 1 

10.13 – SPACING ................................................................................................................. 1 OF 1 

10.14 – PLANTS TO BE FURNISHED ................................................................................ 1 OF 1 

10.15 – SUBSTITUTIONS .................................................................................................... 1 OF 1 

10.16 – FINISH GRADING AND SOIL PREPARATION .................................................. 1 OF 2 

10.17 – PLANTING .............................................................................................................. 1 OF 1 

10.18 – GROUND COVER ................................................................................................... 1 OF 1 

10.19 – TREES AND SHRUBS ............................................................................................ 1 OF 1 

10.20 – STAKING ................................................................................................................. 1 OF 1 

10.21 – MAINTENANCE ..................................................................................................... 1 OF 2 

10.22 – INSPECTIONS AND PROCEDURES .................................................................... 1 OF 1 

SECTION 11.0 – INSTALLATION OF UTILITY CONDUITS 

11.1 – GENERAL DESCRIPTION ....................................................................................... 1 OF 1 

11.2 – EXCAVATION .......................................................................................................... 1 OF 1 

11.3 – CONDUIT PIPE ......................................................................................................... 1 OF 1 

SECTION 12.0 – PORTLAND CEMENT CONCRETE 

12.1 – GENERAL DESCRIPTION ....................................................................................... 1 OF 1 

12.2 – MATERIALS ............................................................................................................. 1 OF 4 

12.3 – STRENGTH REQUIREMENTS ................................................................................ 1 OF 2 

12.4 – AIR CONTENT AND CONSISTENCY .................................................................... 1 OF 2 

12.5 – DESIGN OF CONCRETE MIX ................................................................................. 1 OF 1 

12.6 – INSPECTION AND TESTING .................................................................................. 1 OF 1 

12.7 – HANDLING AND MEASUREMENT OF MATERIALS ........................................ 1 OF 1 

12.8 – MIXERS AND MIXING ............................................................................................ 1 OF 2 

12.9 – FORMS ....................................................................................................................... 1 OF 1 

12.10 – CONVEYING CONCRETE ..................................................................................... 1 OF 1 

12.11 – PLACING ................................................................................................................. 1 OF 2 

12.12 – JOINTS ..................................................................................................................... 1 OF 2 

12.13 – WATER STOPS ....................................................................................................... 1 OF 1 

12.14 – FINISHING FORMED SURFACES ........................................................................ 1 OF 1 

12.15 – FINISHING UNIFORMED SURFACES ................................................................. 1 OF 1 

12.16 – CURING ................................................................................................................... 1 OF 1 

12.17 – REMOVAL OR REPAIR ......................................................................................... 1 OF 1 



 
 

12.18 – CONCRETE IN COLD WEATHER ........................................................................ 1 OF 2 

12.19 – CONCRETE IN HOT WEATHER .......................................................................... 1 OF 2 

SECTION 13.0 – ASPHALT PAVING 

13.1 – GENERAL DESCRIPTION ....................................................................................... 1 OF 1 

13.2 – ROAD SUBGRADE PREPARATION ...................................................................... 1 OF 1 

13.3 – BASE COURSE ......................................................................................................... 1 OF 2 

13.4 – BITUMINOUS SURFACE COURSE ........................................................................ 1 OF 2 

13.5 – CONSTRUCTION METHODS AND EQUIPMENT ................................................ 1 OF 1 

13.6 – SPREADING AND COMPACTION ......................................................................... 1 OF 2 

13.7 – BITUMINOUS PLANT MIX SEAL COAT .............................................................. 1 OF 2 

13.8 – WEATHER LIMITATIONS ...................................................................................... 1 OF 1 

13.9 – FLAGGING ................................................................................................................ 1 OF 1 

SECTION 14.0 – FENCING SPECIFICATIONS 

14.1 – GENERAL DESCRIPTION ....................................................................................... 1 OF 1 

14.2 – CHAIN LINK FENCE SPECIFICATIONS ............................................................... 1 OF 2 

SECTION 15.0 – DETAILED DRAWINGS 

SECTION 16.0 – RECOMMENDED ACCESS MANAGEMENT REQUIREMENTS 

 

 

 

 

NOTE: Standards, Drawings & Specifications for the City of American Fork, Utah are Located at; 

https://afcity.org/DocumentCenter/View/74/Standards-and-Specifications-Full-Document-PDF 
  

 

  



 
 

ADDITIONAL TECHNICAL SPECIFICATIONS 

 

26 05 00.00 – COMMON WORKS RESULTS FOR ELECTRICAL  ............................. 1-9 OF 9 

26 05 19.00 – LOW-VOLTAGE ELECTRICAL POWER CONDUCTORS  

                       & CABLES ................................................................................................. 1-7 OF 7 

26 05 26.00 – GROUNDING & BONDING FOR ELECTRICAL SYSTEMS ................ 1-6 OF 6 

26 05 29.00 – HANGERS & SUPPORTS FOR ELECTRICAL SYSTEMS .................... 1-5 OF 5 

26 05 33.00 – RACEWAYS & BOXES FOR ELECTRICAL SYSTEMS ................... 1-10 OF 10 

26 05 48.00 – VIBRATION & SEISMIC CONTROLS FOR ELECTRICAL  

                       SYSTEMS .................................................................................................. 1-7 OF 7 

26 05 53.00 – IDENTIFICATION FOR ELECTRICAL SYSTEMS ............................... 1-8 OF 8 

26 22 00.00 – LOW-VOLTAGE TRANSFORMERS ...................................................... 1-6 OF 6 

26 24 16.00 – PANELBOARDS ....................................................................................... 1-9 OF 9 

26 27 26.00 – WIRING DEVICES .................................................................................... 1-6 OF 6 

26 28 13.00 – FUSES ........................................................................................................ 1-3 OF 3 

26 28 16.00 – ENCLOSED SWITCHES AND CIRCUIT BREAKERS .......................... 1-9 OF 9 

 

APPENDIX 

  

 GEOTECHNICAL REPORT  ..........................................................................................................  

  



 
 

 
 
 
 
 
 
 

BIDDING REQUIREMENTS 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 



1 
 

                      INVITATION TO BID 
 

  
Notice is hereby given that AMERICAN FORK CITY (OWNER) will accept bids for the construction of 
the ART DYE PARK PAVILLION according to Drawings prepared by the ARCHITECT – CURTIS 
MINER ARCHITECTURE (CMA)., and described in general as; 
 
The project will consist of the construction of approximately 1,867 SF of structure, will include (1) 
Women’s Restroom, (1) Family Restroom, (1) Men’s Restroom, (1) Large Storage Room, (1) Snack Bar 
and (1) Preparation Area. The bidding contractor must have previous experience installing a minimum of 
three (3) similar cmu projects in Utah in the past five (5) years. 

All bids will be submitted in printed, sealed form to Aaron Wilson through American Fork City Engineering 
Department to the OWNER until 2:00 p.m. on May 2, 2019.     
 
CONTRACT DOCUMENTS may be obtained on or after April 18th, 2019 on-line at 
http://bids.sciquest.com/apps/Router/PublicEvent?CustomerOrg=StateOfUtah and/or from American Fork 
City website at https://afcity.org/957/BidsRFPRFQ. 
 
Bid security in the amount of 5% of the base bid will be required to accompany bids. 
 
Prospective BIDDERS are required to attend a Mandatory Pre-Bid Conference which will be held at the 
American Fork City Public Works office located at 275 East 200 North American Fork, Utah at 10:30 
a.m. on April 23rd, 2019.  The object of the conference is to acquaint BIDDERs with the site conditions, 
specifications, and to answer any questions which BIDDERs may have concerning the project. 
 
All questions relative to the project shall be submitted via email to awilson@afcity.net. The question period 
will close at 12:00 pm (Noon) on April 26th, 2019. All answers to questions will be sent out to those who 
sign the pre-bid conference attendance list. 
 
The OWNER reserves the right to reject any or all bids; or to accept or reject the whole or any part of any 
bid; or to waive any informality or technicality in any bid in the best interest of the District. Only bids 
giving a firm quotation properly signed will be accepted. 
 
 
 
 

-  END OF DOCUMENT - 
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  INSTRUCTIONS TO BIDDERS 
 
TABLE OF ARTICLES 
 
ARTICLE 1 - DEFINED TERMS 
 
1.01 Terms used in these Instructions to Bidders will have the meanings indicated in the General Conditions and 

Supplementary Conditions.  Additional terms used in these Instructions to Bidders have the meanings 
indicated below: 

 
A. Issuing Office--The office from which the Bidding Documents are to be issued and where the bidding 

procedures are to be administered. 
 

ARTICLE 2 - COPIES OF BIDDING DOCUMENTS 
 
2.01 Complete sets of the Bidding Documents can be obtained from www.SciQuest.com and/or from American 

Fork City website at https://afcity.org/957/BidsRFPRFQ. 
 
2.02  Complete sets of Bidding Documents must be used in preparing Bids; neither Owner nor  
         Engineer assumes any responsibility for errors or misinterpretations resulting from the use of incomplete sets 

of Bidding Documents. 
 
2.03  Owner and Engineer in making copies of Bidding Documents available on the above terms do so only for the 

purpose of obtaining Bids for the Work and do not confer a license or grant for any other use. 
 
ARTICLE 3 - QUALIFICATIONS OF BIDDERS 
 
3.01  To demonstrate Bidder’s qualifications to perform the Work, within five days of Owner’s request, Bidder 

shall submit written evidence such as financial data, present commitments, and such other data. 
 

A. Contractor’s Qualifications and Experience Affidavit shall be completed and submitted with the Bid. 
 
B. In order to be considered qualified for this project Contractor shall have completed at least 3 

similar projects within the past 5 years.  Similar projects refer to a commercial cmu building with 
commercial restrooms per the drawings. 

 
ARTICLE 4 - EXAMINATION OF BIDDING DOCUMENTS, OTHER RELATED DATA, AND SITE 
 
4.01  Subsurface and Physical Conditions 
 

A.  The Supplementary Conditions identify: 
 

1.  Those reports of explorations and tests of subsurface conditions at or contiguous to the Site that 
Engineer has used in preparing the Bidding Documents. 

 
2.  Those drawings of physical conditions in or relating to existing surface and subsurface structures at 

or contiguous to the Site (except Underground Facilities) that Engineer has used in preparing the 
Bidding Documents. 

 
B.   Copies of reports and drawings referenced in paragraph 4.01.A above, will be made available by Owner 

to any Bidder on request.  Those reports and drawings are not part of the Contract Documents, but the 
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“technical data” contained therein upon which Bidder is entitled to rely, as provided under Article 5 of 
the General Conditions.  Bidder is responsible for any interpretation or conclusion Bidder draws from 
any “technical data” or any other data, interpretations, opinions, or information contained in such reports 
or shown or indicated in such drawings. 

 
4.02  Underground Facilities 
 

A.  Information and data shown or indicated in the Bidding Documents with respect to existing Underground 
Facilities at or contiguous to the Site is based upon information and data furnished to Owner and Engineer 
by owners of such Underground Facilities, including Owner, or others. 

 
4.03  Hazardous Environmental Conditions 
 

A. The Supplementary Conditions identify those reports and drawings relating to a Hazardous 
Environmental Condition identified at the Site, if any, that ARCHITECT has used in preparing the 
Bidding Documents. 

 
B. Copies of reports and drawings referenced in paragraph 4.03.A above will be made available by Owner 

to any Bidder on request.  Those reports and drawings are not part of the Contract Documents, but the 
“technical data” contained therein upon which Bidder is entitled to rely as provided in Article 5 of the 
General Conditions has been identified and established in paragraph SC-5.06 of the Supplementary 
Conditions.  Bidder is responsible for any interpretation or conclusion Bidder draws from any “technical 
data” or any other data, interpretations, opinions, or information contained in such reports or shown or 
indicated in such drawings. 

 
4.04  Provisions concerning responsibilities for the adequacy of data furnished to prospective Bidders with respect 

to subsurface conditions, other physical conditions and Underground Facilities, and possible changes in the 
Bidding Documents due to differing or unanticipated conditions appear in paragraphs 5.03, 5.04, and 5.05of 
the General Conditions.  Provisions concerning responsibilities for the adequacy of data furnished to 
prospective Bidders with respect to a Hazardous Environmental Condition at the Site, if any, and possible 
changes in the Contract Documents due to any Hazardous Environmental Condition uncovered or revealed 
at the Site which was not shown or indicated in the Drawings or Specifications or identified in the Contract 
Documents to be within the scope of the Work appear in paragraph 5.06 of the General Conditions. 

 
4.05  On request, Owner will provide Bidder access to the Site to conduct such examinations, investigations, 

explorations, tests, and studies as Bidder deems necessary for submission of a Bid. Bidder shall fill all holes 
and clean up and restore the Site to its former condition upon completion of such explorations, investigations, 
tests, and studies.  Bidder shall comply with all applicable Laws and Regulations relative to locating of 
excavation and utility. 

 
4.06  Additional Owner Provided Information: 
 

A. Reference is made to Article 8 of the Supplementary Conditions for the identification of the general nature 
of other work that is to be performed at the Site by Owner or others (such as utilities and other prime 
contractors) that relates to the Work contemplated by these Bidding Documents. On request, Owner will 
provide to each Bidder for examination access to or copies of Contract Documents (other than portions 
thereof related to price) for such other work. 

 
 B.  Paragraph 7.12.C of the General Conditions states that if an Owner safety program   

 exists it will be noted in the Supplementary Conditions.   
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4.07  It is the responsibility of each Bidder before submitting a Bid to: 
 

A.   Examine and carefully study the Bidding Documents, the other related data identified in the Bidding 
Documents, and any Addenda; 

 
B.   Visit the Site and become familiar with and satisfy Bidder as to the general, local, and Site conditions 

that may affect cost, progress, and performance of the Work; 
 
C.   Become familiar with and satisfy Bidder as to all Federal, State, and local Laws and Regulations that may 

affect cost, progress, or performance of the Work; 
 
D.   Carefully study all: (1) reports of explorations and tests of subsurface conditions at or contiguous to the 

Site and all drawings of physical conditions in or relating to existing surface or subsurface structures at 
or contiguous to the Site (except Underground Facilities) which have been identified in the 
Supplementary Conditions as provided in paragraphs 5.03, 5.04, and 5.05 of the General Conditions, and 
(2) reports and drawings of Hazardous Environmental Conditions at the Site which have been identified 
in the Supplementary Conditions as provided in paragraph 5.06 of the General Conditions; 

 
E.  Obtain and carefully study (or accept consequences for not doing so) all additional or supplementary 

examinations, investigations, explorations, tests, studies, and data concerning conditions (surface, 
subsurface, and Underground Facilities) at or contiguous to the Site which may affect cost, progress, or 
performance of the Work or which relate to any aspect of the means, methods, techniques, sequences, 
and procedures of construction to be employed by Bidder, including applying any specific means, 
methods, techniques, sequences, and procedures of construction expressly required by the Bidding 
Documents, and safety precautions and programs incident thereto; 

 
F.   Agree at the time of submitting its Bid that no further examinations, investigations, explorations, tests, 

studies, or data are necessary for the determination of its Bid for performance of the Work at the price(s) 
bid and within the times and in accordance with the other terms and conditions of the Bidding Documents; 

G.   Become aware of the general nature of the work to be performed by Owner and others at the Site that 
relates to the Work as indicated in the Bidding Documents; 

H. Correlate the information known to Bidder, information and observations obtained from visits to the Site, 
reports and drawings identified in the Bidding Documents, and all additional examinations, 
investigations, explorations, tests, studies, and data with the Bidding Documents; 

I. Promptly give Engineer written notice of all conflicts, errors, ambiguities, or discrepancies that Bidder 
discovers in the Bidding Documents and confirm that the written resolution thereof by Engineer is 
acceptable to Bidder; and 

J. Determine that the Bidding Documents are generally sufficient to indicate and convey understanding of 
all terms and conditions for the performance of the Work. 

 
4.08  The submission of a Bid will constitute an incontrovertible representation by Bidder that Bidder has complied 

with every requirement of this Article 4, that without exception the Bid is premised upon performing and 
furnishing the Work required by the Bidding Documents and applying any specific means, methods, 
techniques, sequences, and procedures of construction that may be shown or indicated or expressly required 
by the Bidding Documents, that Bidder has given Engineer written notice of all conflicts, errors, ambiguities, 
and discrepancies that Bidder has discovered in Bidding Documents and the written resolutions thereof by 
Engineer are acceptable to Bidder, and that the Bidding Documents are generally sufficient to indicate and 
convey understanding of all terms and conditions for performing and furnishing the Work. 
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ARTICLE 5 - PRE-BID CONFERENCE 
 
5.01 A Mandatory Pre-Bid Conference will be held at 10:30 a.m. on April 23rd, 2019 at the City of American 

Fork Public Works Office located at 275 East 200 North in American Fork, Utah. Representatives of 
Owner and Engineer will be present to discuss the Project.  Bidders are required to attend and participate in 
the conference. Engineer will transmit to all prospective Bidders of record such Addenda as Engineer 
considers necessary in response to questions arising at the conference.  Oral statements may not be relied 
upon and will not be binding or legally effective. 

 
ARTICLE 6 - SITE AND OTHER AREAS 
 
6.01 The Site is identified in the Bidding Documents. Easements for permanent structures or permanent changes 

in existing facilities are to be obtained and paid for by Owner unless otherwise provided in the Bidding 
Documents. All additional lands and access thereto required for temporary construction facilities, 
construction equipment, or storage of materials and equipment to be incorporated in the Work are to be 
obtained and paid for by Contractor. 

 
ARTICLE 7 - INTERPRETATIONS AND ADDENDA 
 
7.01   All questions about the meaning or intent of the Bidding Documents are to be submitted to Engineer in 

writing. Interpretations or clarifications considered necessary by Engineer in response to such questions will 
be issued by Addenda mailed or delivered to all parties recorded by Engineer as having received the Bidding 
Documents. Questions received less than five days prior to the date for opening of Bids may not be answered. 
Only questions answered by Addenda will be binding. Oral and other interpretations or clarifications will be 
without legal effect. 

 
7.02 Addenda may be issued to clarify, correct, or change the Bidding Documents as deemed advisable by Owner 

or Engineer. 
 
ARTICLE 8 - BID SECURITY 
 
8.01  A Bid must be accompanied by Bid security made payable to Owner in an amount of 5% of Bidder’s 

maximum Bid price and in the form of a certified check or a Bid bond issued by a surety, meeting the 
requirements of paragraphs 6.01 and 6.02 of the General Conditions. 

 
8.02  The Bid security of the Successful Bidder will be retained until such Bidder has executed the Contract 

Documents, furnished the required contract security and met the other conditions of the Notice of Award, 
whereupon the Bid security will be returned. If the Successful Bidder fails to execute and deliver the Contract 
Documents and furnish the required contract security within 15 days after the Notice of Award, Owner may 
annul the Notice of Award and the Bid security of that Bidder will be forfeited.  The Bid security of other 
Bidders, whom Owner believes to have a reasonable chance of receiving the award may be retained by Owner 
until the earlier of seven days after the Effective Date of the Agreement or 61 days after the Bid opening, 
whereupon Bid security furnished by such Bidders will be returned. 

 
8.03  Bid security of other Bidders whom OWNER believes do not have a reasonable chance of receiving the award 

will be returned within seven days after the Bid opening. 
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ARTICLE 9 - CONTRACT TIMES 
 
9.01   The number of days within which, or the dates by which, the Work is to be substantially completed and ready 

for final payment are set forth in the Agreement. 
 
ARTICLE 10 - LIQUIDATED DAMAGES AND INCENTIVES 
 
10.01 Provisions for liquidated damages and incentives are set forth in the Agreement. 
 
ARTICLE 11 - SUBSTITUTE AND “OR-EQUAL” ITEMS 
 
11.01 The Contract, if awarded, will be on the basis of materials and equipment specified or described in the 

Bidding Documents without consideration of possible substitute or “or-equal” items.  Whenever it is 
specified or described in the Bidding Documents that a substitute or “or-equal” item of material or equipment 
may be furnished or used by CONTRACTOR if acceptable to ARCHITECT, application for such acceptance 
will not be considered by ARCHITECT until after the Effective Date of the Agreement.  The procedure for 
submission of any such application by CONTRACTOR and consideration by ENGINEER is set forth in the 
General Conditions and may be supplemented in the General Requirements. 

 
ARTICLE 12 - SUBCONTRACTORS, SUPPLIERS, AND OTHERS 
 
12.01  If the Supplementary Conditions require the identity of certain Subcontractors, Suppliers, individuals, or 

entities to be submitted to Owner in advance of a specified date prior to the Effective Date of the Agreement, 
the apparent Successful Bidder, and any other Bidder so requested, shall within five days after Bid opening, 
submit to Owner a list of all such Subcontractors, Suppliers, individuals, or entities proposed for those 
portions of the Work for which such identification is required.  Such list shall be accompanied by an 
experience statement with pertinent information regarding similar projects and other evidence of 
qualification for each such Subcontractor, Supplier, individual, or entity if requested by Owner.  If Owner 
or Engineer, after due investigation, has reasonable objection to any proposed Subcontractor, Supplier, 
individual, or entity, Owner may, before the Notice of Award is given, request apparent Successful Bidder 
to submit a substitute, without an increase in the Bid. 

 
12.02  If apparent Successful Bidder declines to make any such substitution, Owner may award the Contract to the 

next lowest responsible Bidder that proposes to use acceptable Subcontractors, Suppliers, individuals, or 
entities.  Declining to make requested substitutions will not constitute grounds for forfeiture of the Bid 
security of any Bidder.  Any Subcontractor, Supplier, individual, or entity so listed and against which Owner 
and Engineer makes no written objection prior to the giving of the Notice of Award will be deemed 
acceptable to Owner and Engineer subject to revocation of such acceptance after the Effective Date of the 
Agreement as provided in paragraph 7.06 of the General Conditions. 

 
12.03 Contractor shall not be required to employ any Subcontractor, Supplier, individual, or entity against whom    

Contractor has reasonable objection. 
 
ARTICLE 13 - PREPARATION OF BID 
 
13.01   The Bid form is included with the Bidding Documents.  Additional copies may be obtained from Engineer.  
 
13.02  All blanks on the Bid form shall be completed in ink and the Bid signed in ink. Erasures or alterations shall 

be initialed in ink by the person signing the Bid From.  A Bid price shall be indicated for each Bid item 
listed therein, or the words “No Bid,” “No Change,” or “Not Applicable” entered. 
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13.03   A Bid by a corporation shall be executed in the corporate name by the president or a vice-president or other 
corporate officer accompanied by evidence of authority to sign.  The corporate seal shall be affixed and 
attested by the secretary or an assistant secretary.  The corporate address and state of incorporation shall be 
provided on the Bid Form. 

 
13.04   A Bid by a partnership shall be executed in the partnership name and signed by a partner (whose title must 

appear under the signature), accompanied by evidence of authority to sign.  The official address of the 
partnership shall be provided on the Bid Form. 

 
13.05  A Bid by a limited liability company shall be executed in the name of the firm by a member and 

accompanied by evidence of authority to sign.  The state of formation of the firm and the official address 
of the firm shall be shown. 

 
13.06   A Bid by an individual shall show the Bidder’s name and business address. 
 
13.07  A Bid by a joint venture shall be executed by each joint venturer in the manner indicated on the Bid form.  

The official address of the joint venture must be provided on the Bid Form. 
 
13.08   All names shall be printed in ink below the signatures. 
 
13.09  The Bid shall contain an acknowledgment of receipt of all Addenda, the numbers and dates of which shall 

be filled in on the Bid form. 
 
13.10   The postal and email addresses and telephone number for communication regarding the Bid shall be shown. 
 
13.11 The Bid shall contain evidence of Bidder’s authority and qualification to do business in the state or locality 

where the Project is located, or Bidder shall covenant in writing to obtain such qualification prior to award 
of the Contract and attach such covenant to the Bid.  Bidder’s state contractor license number, if any, shall 
also be shown on the Bid Form.   

 
ARTICLE 14 - BASIS OF BID; COMPARSION OF BIDS 
 
14.01 Lump Sum 
 

A. Bidders shall submit a Bid on a lump sum price basis for the complete project. 
 

B. The total of all bid prices will be the sum of the products of the estimated quantity of each item and the 
corresponding unit price. The final quantities and Contract Price will be determined in accordance with 
paragraph 13.03 of the General Conditions.  

 
14.02 Allowances 
 

A. For cash allowances, the Bid price shall include such amounts as the Bidder deems proper for Contractor's 
overhead, costs, profit, and other expenses on account of cash allowances, if any, named in the Contract 
Documents, in accordance with Paragraph 13.02.B of the General Conditions. 

ARTICLE 15 - SUBMITTAL OF BID 
 
15.01  Bid Form is to be completed and submitted with all the attachments outlined in Article 7 of the Bid Form. 
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15.02  A Bid shall be submitted no later than the date and time prescribed and at the place indicated in the 
Advertisement for Bids and shall be enclosed in an opaque sealed envelope plainly marked with the Project 
title (and, if applicable, the designated portion of the Project for which the Bid is submitted), the name and 
address of Bidder, and shall be accompanied by the Bid security and other required documents.  If a Bid is 
sent by mail or other delivery system, the sealed envelope containing the Bid shall be enclosed in a separate 
envelope plainly marked on the outside with the notation “BID ENCLOSED.”  When using the mail or 
other delivery system, the Bidder is responsible for the mail or other delivery system delivering the Bid at 
the place and prior to the time indicated in the Advertisement for Bid.  A mailed Bid shall be addressed to 
Owner at address in Article 1.01 of Bid Form. 

 
ARTICLE 16 - MODIFICATION AND WITHDRAWAL OF BID 
 
16.01   A Bid may be modified or withdrawn by an appropriate document duly executed in the manner that a Bid 

must be executed and delivered to the place where Bids are to be submitted prior to the date and time for 
the opening of Bids. 

 
16.02   If within 24 hours after Bids are opened any Bidder files a duly signed written notice with Owner and 

promptly thereafter demonstrates to the reasonable satisfaction of Owner that there was a material and 
substantial mistake in the preparation of its Bid, that Bidder may withdraw its Bid, and the Bid security will 
be returned. Thereafter, if the Work is rebid or negotiated, that Bidder will be disqualified from further 
bidding on the Work. This provision to withdraw a Bid without forfeiting the Bid security does not apply 
to Bidder’s errors in judgment in preparing the Bid. 

 
ARTICLE 17 - OPENING OF BIDS 
 
17.01   Bids will be submitted in printed, physical, sealed form to Aaron Wilson of American Fork Engineering 

Department. An abstract of the amounts of the Bids and major alternates, if any, will be made available to 
Bidders after the opening of Bids via the City website. 

 
ARTICLE 18 - BIDS TO REMAIN SUBJECT TO ACCEPTANCE  
 
18.01   All Bids will remain subject to acceptance for the period of time stated in the Bid Form, but Owner may, at 

its sole discretion, release any Bid and return the Bid security prior to the end of this period.   
 
ARTICLE 19 - EVALUATION OF BIDS AND AWARD OF CONTRACT 
 
19.01  Owner reserves the right to reject any or all Bids, including without limitation, nonconforming, 

nonresponsive, unbalanced, or conditional Bids. Owner further reserves the right to reject the Bid of any 
Bidder whom it finds, after reasonable inquiry and evaluation, to be non-responsible. Owner also reserves 
the right to waive all informalities not involving price, time, or changes in the Work and to negotiate 
contract terms with the Successful Bidder. 

19.02   More than one Bid for the same Work from an individual or entity under the same or different names will 
not be considered. Reasonable grounds for believing that any Bidder has an interest in more than one Bid 
for the Work may be cause for disqualification of that Bidder and the rejection of all Bids in which that 
Bidder has an interest. 

 
 
19.03  In evaluating Bids, Owner will consider whether or not the Bids comply with the prescribed requirements, 

and such alternates, unit prices and other data, as may be requested in the Bid Form or prior to the Notice 
of Award. 
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19.04   In evaluating Bidders, Owner will consider the qualifications of Bidders and may consider the qualifications 
and experience of Subcontractors, Suppliers, and other individuals or entities proposed for those portions 
of the Work for which the identity of Subcontractors, Suppliers, and other individuals or entities must be 
submitted as provided in the Supplementary Conditions. 

 
19.05  Owner may conduct such investigations as Owner deems necessary to establish the responsibility, 

qualifications, and financial ability of Bidders, proposed Subcontractors, Suppliers, individuals, or entities 
to perform the Work in accordance with the contract Documents. 

 
19.06   If the Contract is to be awarded, Owner will award the Contract to the responsible Bidder whose Bid, 

conforming with all the material terms and conditions of the Instructions to Bidders, is lowest, price and 
other factors considered.  If detailed in the bid form, factors such as discounts, transportation costs, and life 
cycle costs may be used to determine which bidder, if any, is offered the award. 

 
ARTICLE 20 - BONDS AND INSURANCE 
 
20.01  Article 6 of the General Conditions, as may be modified by the Supplementary Conditions, sets forth 

Owner’s requirements as to performance and payment bonds and insurance.  When the Successful Bidder 
delivers the executed Agreement to Owner, it shall be accompanied by such bonds. 

 
ARTICLE 21 - SIGNING OF AGREEMENT 
 
21.01   When Owner gives a Notice of Award to the Successful Bidder, it shall be accompanied by the required 

number of unsigned counterparts of the Agreement with the other Contract Documents which are identified 
in the Agreement as attached thereto.  Within 15 days thereafter, Successful Bidder shall sign and deliver 
the required number of counterparts of the Agreement and attached documents to Owner.  Within ten days 
thereafter, Owner shall deliver one fully signed counterpart to Successful Bidder with a complete set of the 
Drawings with appropriate identification. 

 
 
 
  -- END OF INSTRUCTIONS TO BIDDERS --  
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BID FORM 

Project Identification:   
ART DYE Park PAVILION  
Contract Identification and Number:  
 
ARTICLE 1 - BID RECIPIENT 
 
1.01  This Bid Is Submitted To:  Art Dye Park Pavilon –  51 East Main Street, American Fork, Utah 84045 to Aaron 

Wilson through the American Fork City Engineering Department. 
 
1.02  The undersigned Bidder proposes and agrees, if this Bid is accepted, to enter into an Agreement with Owner 

in the form included in the Bidding Documents to perform all Work as specified or indicated in the Bidding 
Documents for the prices and within the times indicated in the Bid and in accordance with the other terms 
and conditions of the Bidding Documents. 

 
ARTICLE 2 - BIDDER’S ACKNOWLEDGMENTS 
 
2.01  Bidder accepts all of the terms and conditions of the Advertisement and Instructions to Bidders, including 

without limitations those dealing with the dispositions of Bid security. The Bid will remain subject to 
acceptance for 30 days after the Bid opening, or for such longer period of time that Bidder may agree to in 
writing upon request of Owner. 

 
ARTICLE 3 - BIDDER’S REPRESENTATIONS 
 
3.01  In submitting this Bid, Bidder represents that: 
 

A. Bidder has examined and carefully studied the Bidding Documents, the other related data identified in 
the Bidding Documents, and the following Addenda, receipt of which is hereby acknowledged: 

 
Addendum No. Addendum Date Addendum No.  Addendum Date 
____________ _____________  ____________  _____________ 
____________ _____________  ____________  _____________ 
____________ _____________  ____________  _____________ 
 

B. Bidder has visited the Site and become familiar with and is satisfied as to the general, local, and Site 
conditions that may affect cost, progress, and performance of the Work. 

 
C. Bidder is familiar with and is satisfied as to all Federal, state, and local Laws and Regulations that may 

affect cost, progress, and performance of the Work. 
 
D. Bidder has carefully studied all: (1) reports of explorations and tests of subsurface conditions at or 

contiguous to the Site and all drawings of physical conditions in or relating to existing surface or 
subsurface structures at or contiguous to the Site (except Underground Facilities) which have been 
identified in SC-5.03, and (2) reports and drawings of Hazard Environmental Conditions, if any, at the 
Site that have been identified in SC-5.06 of the Supplementary Conditions. 
 

E.   Bidder has considered the information known to Bidder; information commonly known to contractors doing 
business in the locality of the Site; information and observations obtained from visits to the Site; the Bidding 
Documents; and the Site-related reports and drawings identified in the Bidding Documents, with respect to 
the effect of such information, observations, and documents on (1) the cost, progress, and performance of 
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the Work; (2) the means, methods, techniques, sequences, and procedures of construction to be employed 
by Bidder, including applying the specific means, methods, techniques, sequences, and procedures of 
construction expressly required by the Bidding Documents; and (3) Bidder’s safety precautions and 
programs. 

F.   Based on the information and observations referred to in Paragraph 3.01.E above, Bidder does not 
consider that any further examinations, investigations, explorations, tests, studies, or data are necessary 
for the determination of this Bid for performance of the Work at the price(s) bid and within the times and 
in accordance with the other terms and conditions of the Bidding Documents. 

 
G.   Bidder is aware of the general nature of the Work to be performed by Owner and others at the Site that 

relates to the Work as indicated in the Bidding Documents. 
 

H.   Bidder has given Engineer written notice of all conflicts, errors, ambiguities, or discrepancies that Bidder 
has discovered in the Bidding Documents, and the written resolution thereof by Engineer is acceptable to 
Bidder. 

 
 I.  The Bidding Documents are generally sufficient to indicate and convey understanding of all terms and 

conditions for the performance of the Work for which this Bid is submitted. 
 
I. Bidder will submit written evidence of its authority to do business in the State or other jurisdiction where 

the Project is located not later than the date of its execution of the Agreement. 
 

J. Bidder understands that they will be required to coordinate with the contractor who is preforming the site 
work. 

 
ARTICLE 4 - BIDDER’S CERTIFICATION 
 
4.01  Bidder further represents that: 
 

A. This Bid is genuine and not made in the interest of or on the behalf of any undisclosed individual or entity 
and is not submitted in conformity with any agreement or rules of any group, association, organization, or 
corporation;  

B. Bidder has not directly or indirectly induced or solicited any other Bidder to submit a false or sham Bid;  

C. Bidder has not solicited or induced any individual or entity to refrain from bidding; and  

D. Bidder has not engaged in corrupt, fraudulent, collusive, or coercive practices in competing for the Contract.  
For the purposes of this Paragraph 4.01.D: 

1. “corrupt practice” means the offering, giving, receiving, or soliciting of anything of value likely to 
influence the action of a public official in the bidding process; 

2. “fraudulent practice” means an intentional misrepresentation of facts made (a) to influence the bidding 
process to the detriment of Owner, (b) to establish bid prices at artificial non-competitive levels, or (c) 
to deprive Owner of the benefits of free and open competition; 

3. “collusive practice” means a scheme or arrangement between two or more Bidders, with or without 
the knowledge of Owner, a purpose of which is to establish bid prices at artificial, non-competitive 
levels; and 
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4. “coercive practice” means harming or threatening to harm, directly or indirectly, persons or their 
property to influence their participation in the bidding process or affect the execution of the Contract. 

 
ARTICLE 5 - BASIS OF BID 
 
5.01  Bidder will complete the Work in accordance with the Contract Documents for the following price(s): 
 

Art Dye Park Pavilion – Art Dye Park 
 

BASE BID  
 

  TOTAL BASE BID $ _____________________________ 
   

 
 

Bidder acknowledges that any quantities shown are not guaranteed and are the sole responsibility of the bidder 
to confirm. Final payment for all Unit and Lump Price Bid items will be based on actual quantities, as provided 
in the construction documents and as verified by the bidder. It is the responsibility of the bidder to verify ALL 
quantities and to provide unit prices and total estimated costs for the project. If additional items are identified 
beyond what is provided within the bid schedule, the contractor shall provide information and pricing for the 
item or items prior to construction for review by the engineer and approval by the owner or owner’s 
representative. 

 
ARTICLE 6 - TIME OF COMPLETION 
 
6.01   Bidder agrees that the Work will be substantially complete and will be completed and ready for final payment 

in accordance with the Agreement on page 12 of these Bid Documents, Article 5 – Contract Times that include 
paragraphs 5.01 through 5.04.  

 
6.02  Bidder accepts the provisions of the Agreement as to liquidated damages per Article 5, paragraph 5.04.   
 
ARTICLE 7 - ATTACHEMENTS TO THIS BID 
 
7.01  The following documents are attached to and made a condition of the Bid: 
 

A. Required Bid security in the form of a Bid Bond (EJCDC No. C-430) or Certified Check); 
B. Contractor's Qualification and Experience Affidavit; 
C. List of Subcontractors; 
D. Evidence of authority to do business in the state or jurisdiction of the Project; or a written covenant to 

obtain such license within the time frame for acceptance of Bids. 
 

ARTICLE 8 - DEFINED TERMS 
 
8.01   The terms used in this Bid with the initial capital letters have the meanings indicated in the Instructions to 

Bidders, the General Conditions, and the Supplementary Conditions. 
 
 
 
 
 



13 

ARTICLE 9 - BID SUBMITTAL 
 
9.01  This Bid is submitted by:  
 
If Bidder is: 
 
An Individual 
 

Name (typed or printed): ____________________________________________________ 
 
By: _____________________________________________________________________ 
 (Individual’s signature) 
 
Doing business as: _______________________________________________________________ 
 

A Partnership 
 

Partnership Name: _________________________________________________________ 
 
By: _____________________________________________________________________ 
 (Signature of general partner -- attach evidence of authority to sign) 
 
Name (typed or printed): __________________________________________________________ 
 

A Corporation 
 

Corporation Name: _______________________________________________________________ 
 
State or Jurisdiction of Incorporation: ______________________________ 
 
Type (General Business, Profession, Service, Limited Liability): ___________________________ 
 
By:  ___________________________________________________________________ 
 (Signature -- attach evidence of authority to sign) 
 
Name (typed or printed): ___________________________________________________________ 
 
Title: ____________________________________________ 
 
Attest ____________________________________________________________ 
 (Signature of Corporate Secretary) 
 
Date of Qualification to do business in ____________ [State or another jurisdiction where Project is located] 
is ___/___/______ 

 
 
 
 
 
 
 

SEAL, 
 if required 

by State 

SEAL, 
 if required 

by State 

CORPORATE 
SEAL, 

 if required by State 
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A Joint Venture 
 

Name of Joint Venture: ________________________________________________________ 
 
First Joint Venture Name: ____________________________________________________ 
 
By:  ____________________________________________________________________ 
 (Signature of joint venture partner -- attach evidence of authority to sign) 
 
Name (typed or printed): ____________________________________________________________ 
 
Title: ____________________________________________ 
 
Second Joint Venture Name: ____________________________________________________ 
 
By: ____________________________________________________________________ 
 (Signature of joint venture partner -- attach evidence of authority to sign) 
 
Name (typed or printed): ____________________________________________________________ 

 
Title: ____________________________________________ 
 
(Each joint venturer must sign.  The manner of signing for each individual, partnership, and corporation that 
is party to the venture should be in the manner indicated above.) 

 
Bidder’s Business address: __________________________________________________ 
 
________________________________________________________________________ 
 
Business Phone No. (_____)______________ 
 
Business FAX No. (_____)_____________ 
 
Business E-Mail Address 
_______________________________________________________________________ 
 
State Contractor License No. ____________________________________. (If applicable) 
 
Employer’s Tax ID No. _______________________________________ 
 
Phone and FAX Numbers, and Address for receipt of official communications, if different from Business 
contact information: 
________________________________________________________________________________________
__________________________________________________ 
 

9.02  Bid submitted on ______________________________, 20___. 

  

 

SEAL, 
 if required 

by State 

SEAL, 
 if required 

by State 
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BID BOND  

Any singular reference to Bidder, Surety, Owner or other party shall be considered plural where applicable. 

BIDDER (Name and Address): 
       
       
       
SURETY (Name and Address of Principal Place of Business): 
       
       
       
OWNER (Name and Address): 
 American Fork 
 51 East Main Street 
 American Fork, UT 84003 
BID 
 Bid Due Date:       
 Description: Art Dye Park Pavilion 
  
BOND 
 Bond Number:       
 Date (Not earlier than Bid due date):       
 Penal sum        $                                    
  (Words)  (Figures) 
 
Surety and Bidder, intending to be legally bound hereby, subject to the terms set forth below, do each cause this Bid 
Bond to be duly executed by an authorized officer, agent, or representative. 
 
BIDDER SURETY  
      (Seal)       (Seal) 
Bidder’s Name and Corporate Seal Surety’s Name and Corporate Seal 
 
By:        By:        
 Signature  Signature (Attach Power of Attorney) 
   
                
 Print Name  Print Name 
   
                
 Title  Title 
 
Attest:        Attest:        
 Signature  Signature 
   
                
 Title  Title 
 
Note: Above addresses are to be used for giving any required notice.  Provide execution by any additional parties, 
such as joint venturers, if necessary. 
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1. Bidder and Surety, jointly and severally, bind themselves, their heirs, executors, administrators, successors, and 
assigns to pay to Owner upon default of Bidder the penal sum set forth on the face of this Bond.  Payment of the 
penal sum is the extent of Bidder’s and Surety’s liability.  Recovery of such penal sum under the terms of this Bond 
shall be Owner’s sole and exclusive remedy upon default of Bidder.  

2. Default of Bidder shall occur upon the failure of Bidder to deliver within the time required by the Bidding 
Documents (or any extension thereof agreed to in writing by Owner) the executed Agreement required by the 
Bidding Documents and any performance and payment bonds required by the Bidding Documents. 

3. This obligation shall be null and void if: 

3.1 Owner accepts Bidder’s Bid and Bidder delivers within the time required by the Bidding Documents (or 
any extension thereof agreed to in writing by Owner) the executed Agreement required by the Bidding 
Documents and any performance and payment bonds required by the Bidding Documents, or 

3.2 All Bids are rejected by Owner, or 

3.3 Owner fails to issue a Notice of Award to Bidder within the time specified in the Bidding Documents (or 
any extension thereof agreed to in writing by Bidder and, if applicable, consented to by Surety when 
required by Paragraph 5 hereof). 

4. Payment under this Bond will be due and payable upon default of Bidder and within 30 calendar days after 
receipt by Bidder and Surety of written notice of default from Owner, which notice will be given with reasonable 
promptness, identifying this Bond and the Project and including a statement of the amount due. 

5. Surety waives notice of any and all defenses based on or arising out of any time extension to issue Notice of 
Award agreed to in writing by Owner and Bidder, provided that the total time for issuing Notice of Award including 
extensions shall not in the aggregate exceed 120 days from Bid due date without Surety’s written consent. 

6. No suit or action shall be commenced under this Bond prior to 30 calendar days after the notice of default 
required in Paragraph 4 above is received by Bidder and Surety and in no case later than one year after Bid due 
date. 

7. Any suit or action under this Bond shall be commenced only in a court of competent jurisdiction located in the 
state in which the Project is located. 

8. Notices required hereunder shall be in writing and sent to Bidder and Surety at their respective addresses shown 
on the face of this Bond. Such notices may be sent by personal delivery, commercial courier, or by United States 
Registered or Certified Mail, return receipt requested, postage pre-paid, and shall be deemed to be effective upon 
receipt by the party concerned. 

9. Surety shall cause to be attached to this Bond a current and effective Power of Attorney evidencing the authority 
of the officer, agent, or representative who executed this Bond on behalf of Surety to execute, seal, and deliver such 
Bond and bind the Surety thereby. 

10. This Bond is intended to conform to all applicable statutory requirements. Any applicable requirement of any 
applicable statute that has been omitted from this Bond shall be deemed to be included herein as if set forth at 
length. If any provision of this Bond conflicts with any applicable statute, then the provision of said statute shall 
govern and the remainder of this Bond that is not in conflict therewith shall continue in full force and effect. 

11. The term “Bid” as used herein includes a Bid, offer, or proposal as applicable. 
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CONTRACTOR'S QUALIFICATION AND EXPERIENCE AFFIDAVIT 
 
The Bidder shall furnish the following information.  Failure to comply with this requirement will render the Bid 
non-responsive and may cause its rejection.  Additional sheets shall be attached as required. 
 

A. CONTRACTOR's name and Address: 
 

                                                                                    

                                                                                                                                                                                 

  

B.  CONTRACTOR’s Representative:                                                                                                                         

C. CONTRACTOR’s Telephone Number:                                                                       

D. CONTRACTOR’s License: Primary Classification                                            

State License No.                                         

Supplemental Classifications held, if any.                                                                                

E. Number of years as a contractor in Construction Work of this type:                           

F. Names and titles of Principal Officers of CONTRACTOR's Firm: 

 
  
Name      Title 

 
                             
Name      Title 

 
           
Name      Title 

 
G. Name of person who inspected site of proposed work for your firm: 

 
Name:       Date of Inspection:    

 
H. Name, address, and telephone number of surety company and agent who will provide the required 

bonds on this Contract: 
 

                                                                                
 
                                                                                   
 
                                                                                                      

 
 

I. A certified copy of financial statement prepared during current fiscal year as prepared for bank or 
bonding company will not be required with submission of the bid but may be required by the 
OWNER of the apparent successful bidder prior to award as part of the evaluation and review 
process. 
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J. List of current jobs now under construction (use additional sheets if necessary): 
 

Client Reference  Telephone No. Dollar Amt.      Type of Job 
 

1.                                                              
 

2.                              
 

3.                              
 
 

K. List similar projects completed within the last five years (use additional sheets if necessary).  In 
order to be considered qualified for this project, the bidder and/or Contractor shall have 
completed at least 3 similar projects in Utah within the past 5 years.  Similar projects refer 
to projects installed and include: commercial cmu building construction with commercial 
restrooms. 

 
 
Client Reference  Telephone No. Dollar Amt.      Type of Job 

 
1.                                                              

 
2.                                     

 
3.                                      

 
4.                                     
 
5.                                     
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L. Have you ever failed to complete any work awarded to you?  If so, when, where and why? 
 

                                        
 
 

                                        
 
 

M. List your major equipment available for this Contract (use additional sheets if necessary): 
 

                                       
 
  

 
                                      

 
                                      

 
                                       
 
  

 
                                      

 
                                      
 

 
                                               
CONTRACTOR's Signature; 

  
 

                             
 
 
 
 
 
 

- END OF DOCUMENT - 
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LIST OF SUB CONTRACTORS 

 
The bidder shall list below the names and business address of each subcontractor who will perform Work under this 
Contract in excess of five percent (0.05) of the total bid price and shall also list the portion of the work which will 
be done by such subcontractor.  After the opening of proposals, no changes or substitutions will be allowed without 
the written approval of the Owner.  NOTE: Attach additional sheets if required. 
 

 

WORK TO BE PERFORMED 

 

 

SUBCONTRACTOR'S NAME AND ADDRESS  

1.  

  

  

  

 

2.  

  

 

  

  

 

3.  

  

 

  

  

 

4.  

  

 

  

  

 

5.  

  

 

  

  

 

6.  

  

 

  

  

 

 

 

 - END OF DOCUMENT - 
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NOTICE OF AWARD 

  
CITY OF AMERICAN FORK 

51 East Main Street 
AMERICAN FORK, UTAH  84003 

PHONE: 801-763-3000 
 

Date:      Contractor:   
From:  City of American Fork 
 
 
   
 
   David Bunker, City Administrator 
 
The City of American Fork has considered the bid submitted by the Contractor for the Project, in response to the 
Invitation to Bid. 
 
The Contractor is hereby notified that the bid received from the Contractor for the Project in the amount of 
$                was accepted by the American Fork Council on the    day of                         .   The Contractor is 
hereby awarded all or portions of the Project described as: 
 

The project will consist of the construction of approximately 1,867 SF of structure, will include (1) 
Women’s Restroom, (1) Family Restroom, (1) Men’s Restroom, (1) Large Storage Room, (1) Snack Bar 
and (1) Preparation Area. 

 
The Contractor is required to execute and submit a copy each of the Performance Bond, Payment Bond and 
Certificates of Insurance within (10) ten calendar days of the date of this Notice of Award.  If the Contractor 
fails to execute the Contract and furnish the bonds within the (10) ten calendar days, the City of American 
Fork shall be entitled to consider all the Contractor’s rights arising out of acceptance of the Bid as abandoned 
which shall result in forfeiture of the bid Guarantee to the City of American Fork.  The City of American 
Fork shall be entitled to such other rights as may be granted by law. 
 
CONTRACTOR ACKNOWLEDGEMENT: 
Receipt of this Notice of Award is hereby acknowledged: 
 
Contractor:  
By:        Date: 
 
Title: 
 
 
The Contractor is required to return an acknowledged copy of the Notice to the City of American Fork Recorder’s 
Office.  
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AGREEMENT 
 

THIS AGREEMENT is by and between American Fork (“Owner”) and 

 (“Contractor”). 

Owner and Contractor hereby agree as follows: 
 
ARTICLE 1 – WORK 

1.01 Contractor shall complete all Work as specified or indicated in the Contract Documents. The Work is 
generally described as follows: 

The project will consist of the construction of approximately 1,867 SF of structure, will include (1) Women’s 
Restroom, (1) Family Restroom, (1) Men’s Restroom, (1) Large Storage Room, (1) Snack Bar and (1) 
Preparation Area. 

ARTICLE 2 – THE CONTRACTOR  
 
2.01 Contractor will furnish all materials, supplies, tools, equipment, labor and other services necessary for the 

construction and completion of the project described herein.  
 

ARTICLE 3 – THE PROJECT 

3.01 The Project for which the Work under the Contract Documents may be the whole or only a part is generally 
described as follows: Art Dye Park Pavilion 

ARTICLE 4 – THE ARCHITECT 

4.01 The Project has been designed by Curtis Miner Architects (CMA), Inc. (Architect), which is to act as 
Owner’s representative, assume all duties and responsibilities, and have the rights and authority assigned 
to the Architect in the Contract Documents in connection with the completion of the Work in accordance 
with the Contract Documents. 

ARTICLE 5 – CONTRACT TIMES 

5.01 Time of the Essence 

A. All time limits for Milestones, if any, Substantial Completion, and completion and readiness for final 
payment as stated in the Contract Documents are of the essence of the Contract.  

5.02 Date for Beginning Work 

A. All work for Art Dye Sports Park will only be allowed to start on or after June 3rd, 2019 (pending NTP 
and Bonding etc.) 

5.03 Dates for Substantial Completion and Final Payment  

A. The Work will be substantially completed on or before September 13, 2019 and completed and ready for 
final payment in accordance with Paragraph 15.03 of the General Conditions on or before, 3) also on a 
date to be determined (dependent on the additive alternates purchased by owner). 
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B. The project will consist of the construction of approximately 1,867 SF of structure, will include (1) 
Women’s Restroom, (1) Family Restroom, (1) Men’s Restroom, (1) Large Storage Room, (1) Snack 
Bar and (1) Preparation Area. 

5.04 Liquidated Damages 

A. Contractor and Owner recognize that time is of the essence as stated in Paragraph 5.01A above and that 
Owner will suffer financial loss if the Work is not completed within the times specified in Paragraph 5.03 
above, plus any extensions thereof allowed in accordance with Article 15 of the General Conditions. The 
parties also recognize the delays, expense, and difficulties involved in proving in a legal or arbitration 
proceeding the actual loss suffered by Owner if the Work is not completed on time. Accordingly, instead 
of requiring any such proof, Owner and Contractor agree that as liquidated damages for delay (but not as 
a penalty), Contractor shall pay Owner $300.00 for each day that expires after the time specified in 
Paragraph 4.03 above for Substantial Completion until the Work is substantially complete. After 
Substantial Completion, if Contractor shall neglect, refuse, or fail to complete the remaining Work within 
the Contract Time or any proper extension thereof granted by Owner, Contractor shall pay Owner $300.00 
for each day that expires after the time specified in Paragraph 5.03 above for completion and readiness 
for final payment until the Work is completed and ready for final payment. 

“Rain Days” shall not constitute a justification for a delay due to weather unless considered severe 
enough between both the Contractor and Owner. However, rain days will be negotiated between the 
Contractor and Owner after the substantial completion date has passed for a maximum 30 days. 
 

6.01 Owner shall pay Contractor for completion of the Work in accordance with the Contract Documents an 
amount in current funds equal to the sum of the amounts determined pursuant to Paragraph 7.01 below: 

A. For all Work, at the prices stated in Contractor’s Bid, attached hereto as an exhibit. 

7.01 Submittal and Processing of Payments 

A. Contractor shall submit Applications for Payment in accordance with Article 15 of the General 
Conditions. Applications for Payment will be processed by Engineer as provided in the General 
Conditions. 

7.02 Progress Payments; Retainage 

A. Owner shall make progress payments on account of the Contract Price on the basis of Contractor’s 
Applications for Payment on or about the 1st day of each month during performance of the Work as 
provided in Paragraph 7.02.1.a and 7.02.1b below. All such payments will be measured by the schedule 
of values established as provided in Paragraph 15.01 of the General Conditions (and in the case of Unit 
Price Work based on the number of units completed) or, in the event there is no schedule of values, as 
provided in the General Requirements. 

1. Prior to Substantial Completion, progress payments will be made in an amount equal to the percentage 
indicated below but, in each case, less the aggregate of payments previously made and less such 
amounts as Engineer may determine or Owner may withhold, including but not limited to liquidated 
damages, in accordance with Article 15 of the General Conditions. 

a. 95% percent of Work completed (with the balance being retainage). If the Work has been 50 
percent completed as determined by Engineer, and if the character and progress of the Work have 
been satisfactory to Owner and Engineer, then as long as the character and progress of the Work 
remain satisfactory to Owner and Engineer, there will be no additional retainage; and 
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b. 95% percent of cost of materials and equipment not incorporated in the Work (with the balance 
being retainage). 

B. Upon Substantial Completion, Owner shall pay an amount sufficient to increase total payments to 
Contractor to 97.5 percent of the Work completed, less such amounts as Engineer shall determine in 
accordance with Article 15 of the General Conditions and less 100 percent of Engineer’s estimate of the 
value of Work to be completed or corrected as shown on the tentative list of items to be completed or 
corrected attached to the certificate of Substantial Completion.  

7.03 Final Payment 

A. Upon final completion and acceptance of the Work in accordance with Paragraph 15.06 of the General 
Conditions, Owner shall pay the remainder of the Contract Price as recommended by Engineer as 
provided in said Paragraph 15.06. 

8.01 All moneys not paid when due as provided in Article 15 of the General Conditions shall bear interest at the 
rate of N/A percent per annum. 

9.01 In order to induce Owner to enter into this Agreement, Contractor makes the following representations: 

A. Contractor has examined and carefully studied the Contract Documents and the other related data 
identified in the Bidding Documents. 

B. Contractor has visited the Site and become familiar with and is satisfied as to the general, local, and Site 
conditions that may affect cost, progress, and performance of the Work. 

C. Contractor is familiar with and is satisfied as to all federal, state, and local Laws and Regulations that may 
affect cost, progress, and performance of the Work. 

D. Contractor has carefully studied all: (1) reports of explorations and tests of subsurface conditions at or 
contiguous to the Site and all drawings of physical conditions relating to existing surface or subsurface 
structures at the Site (except Underground Facilities), if any, that have been identified in Paragraph SC-
5.03 of the Supplementary Conditions as containing reliable "technical data," and (2) reports and drawings 
of Hazardous Environmental Conditions, if any, at the Site that have been identified in Paragraph SC-
5.06 of the Supplementary Conditions as containing reliable "technical data." 

E. Contractor has considered the information known to Contractor; information commonly known to 
contractors doing business in the locality of the Site; information and observations obtained from visits 
to the Site; the Contract Documents; and the Site-related reports and drawings identified in the Contract 
Documents, with respect to the effect of such information, observations, and documents on (1) the cost, 
progress, and performance of the Work; (2) the means, methods, techniques, sequences, and procedures 
of construction to be employed by Contractor, including any specific means, methods, techniques, 
sequences, and procedures of construction expressly required by the Contract Documents; and (3) 
Contractor’s safety precautions and programs.   

F. Based on the information and observations referred to in Paragraph 8.01.E above, Contractor does not 
consider that further examinations, investigations, explorations, tests, studies, or data are necessary for 
the performance of the Work at the Contract Price, within the Contract Times, and in accordance with the 
other terms and conditions of the Contract Documents. 

G. Contractor is aware of the general nature of work to be performed by Owner and others at the Site that 
relates to the Work as indicated in the Contract Documents. 
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H. Contractor has given Engineer written notice of all conflicts, errors, ambiguities, or discrepancies that 
Contractor has discovered in the Contract Documents, and the written resolution thereof by Engineer is 
acceptable to Contractor. 

I. The Contract Documents are generally sufficient to indicate and convey understanding of all terms and 
conditions for performance and furnishing of the Work. 

10.01 Contents 

A. The Contract Documents consist of the following: 

1. This Agreement (pages 22 to 28, inclusive). 

2. Performance Bond (pages 31 to 32, inclusive). 

3. Labor and Materials Payment Bond (pages 33 to 34, inclusive). 

4. EJCDC Standard General Conditions (pages 1 to 65, inclusive). 

5. Supplementary Conditions (pages 1 to 9, inclusive). 

6. Specifications as listed in the table of contents  

7. Drawings with each sheet bearing the following general title: Art Dye Sports Park 

8. Addenda (numbers _____ to          , inclusive). 

9. Exhibits to this Agreement (enumerated as follows): 

a. Contractor’s Bid (Bid Form) 

b. Documentation submitted by Contractor prior to Notice of Award (Bid Bond, Contractor’s 
Qualifications and Experience Affidavit, List of Sub Contractors). 

10. The following which may be delivered or issued on or after the Effective Date of the Agreement and 
are not attached hereto: 

a. Notice to Proceed. 

b. Work Change Directives. 

c. Change Orders. 

B. The documents listed in Paragraph 10.01.A are attached to this Agreement (except as expressly noted 
otherwise above). 

C. There are no Contract Documents other than those listed above in this Article 10. 

D. The Contract Documents may only be amended, modified, or supplemented as provided in Article 11 of 
the General Conditions. 
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11.01 Terms 

A. Terms used in this Agreement will have the meanings stated in the General Conditions and the 
Supplementary Conditions. 

11.02 Assignment of Contract 

A. No assignment by a party hereto of any rights under or interests in the Contract will be binding on another 
party hereto without the written consent of the party sought to be bound; and, specifically but without 
limitation, moneys that may become due and moneys that are due may not be assigned without such 
consent (except to the extent that the effect of this restriction may be limited by law), and unless 
specifically stated to the contrary in any written consent to an assignment, no assignment will release or 
discharge the assignor from any duty or responsibility under the Contract Documents. 

11.03 Successors and Assigns 

A. Owner and Contractor each binds itself, its partners, successors, assigns, and legal representatives to the 
other party hereto, its partners, successors, assigns, and legal representatives in respect to all covenants, 
agreements, and obligations contained in the Contract Documents. 

11.04 Severability 

A. Any provision or part of the Contract Documents held to be void or unenforceable under any Law or 
Regulation shall be deemed stricken, and all remaining provisions shall continue to be valid and binding 
upon Owner and Contractor, who agree that the Contract Documents shall be reformed to replace such 
stricken provision or part thereof with a valid and enforceable provision that comes as close as possible 
to expressing the intention of the stricken provision. 

11.05 Contractor’s Certifications 

A. Contractor certifies that it has not engaged in corrupt, fraudulent, collusive, or coercive practices in 
competing for or in executing the Contract.  For the purposes of this Paragraph 11.05: 

1. “corrupt practice” means the offering, giving, receiving, or soliciting of anything of value likely to 
influence the action of a public official in the bidding process or in the Contract execution; 

2. “fraudulent practice” means an intentional misrepresentation of facts made (a) to influence the 
bidding process or the execution of the Contract to the detriment of Owner, (b) to establish Bid or 
Contract prices at artificial non-competitive levels, or (c) to deprive Owner of the benefits of free and 
open competition; 

3. “collusive practice” means a scheme or arrangement between two or more Bidders, with or without 
the knowledge of Owner, a purpose of which is to establish Bid prices at artificial, non-competitive 
levels; and 

4. “coercive practice” means harming or threatening to harm, directly or indirectly, persons or their 
property to influence their participation in the bidding process or affect the execution of the Contract.
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IN WITNESS WHEREOF, Owner and Contractor have signed this Agreement.  Counterparts have been delivered to  

Owner and Contractor. All portions of the Contract Documents have been signed or have been identified by  

Owner and Contractor or on their behalf. 

 

This Agreement will be effective on                              (which is the Effective Date of the Agreement).   
 

 
   
OWNER:  CONTRACTOR 

American Fork   

By:   By:   

Title:   Title:  

  
 (If Contractor is a corporation, a partnership, or a 
joint venture, attach evidence of authority to sign.) 

Attest:   Attest:  

Title:   Title:  

Address for giving notices:  Address for giving notices: 

American Fork   

51 East Main Street   

American Fork, Utah 84003   

  License No.:                                                       

(If Owner is a corporation, attach evidence  
of authority to sign. If Owner is a public body, attach 
evidence of authority to sign and resolution or other 
documents authorizing execution  
of this Agreement.) 

 

           (Where applicable) 

                                                                                  

 Agent for service of process: 
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Change Order 

No.       

Date of Issuance:  Effective Date:  
    

Project: Owner:  

Contract:  

Contractor:  

The Contract Documents are modified as follows upon execution of this Change Order: 
Description: 

      
      

Attachments (list documents supporting change): 
      
      

CHANGE IN CONTRACT PRICE:  CHANGE IN CONTRACT TIMES: 

Original Contract Price:  Original Contract Times:   Working days   Calendar days 
    Substantial completion (days or date):   
 $    Ready for final payment (days or date):   
        
[Increase] [Decrease] from previously approved 
Change Orders No.       to No.      : 

 
[Increase] [Decrease]  from previously approved Change Orders 
No.       to No.      : 

   Substantial completion (days):   
 $    Ready for final payment (days):   
        
Contract Price prior to this Change Order:  Contract Times prior to this Change Order: 
    Substantial completion (days or date):   
 $    Ready for final payment (days or date):   
        
[Increase] [Decrease] of this Change Order:  [Increase] [Decrease] of this Change Order: 
    Substantial completion (days or date):   
 $    Ready for final payment (days or date):   
        
Contract Price incorporating this Change Order:  Contract Times with all approved Change Orders: 
    Substantial completion (days or date):   
 $    Ready for final payment (days or date):   

RECOMMENDED:  ACCEPTED:  ACCEPTED: 
By:    By:    By:   
        Engineer (Authorized Signature)         Owner (Authorized Signature)           Contractor (Authorized) 
Date:    Date:    Date:   
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NOTICE TO PROCEED 
 

AMERICAN FORK CITY 
51 East Main Street 

AMERICAN FORK, UTAH 84003 
PHONE: 801-763-3000 

 
 
DATE:        CONTRACTOR:  
 

PROJECT: The project will consist of the construction of The project will consist of the construction of 
approximately 1,867 SF of structure, will include (1) Women’s Restroom, (1) Family Restroom, (1) Men’s 
Restroom, (1) Large Storage Room, (1) Snack Bar and (1) Preparation Area. 

 

In accordance with the contract dated __ _________, the Contractor is hereby notified to begin work on the Project, 
on or before ______________ .  By that date you are to start performing the Work and your other obligations under 
the Contract Documents.  The date of Final Completion is set forth in the Agreement; it is 
_______________________. 
 
Before you may start any Work at the site, you must deliver certificates of insurance, which are required to 
purchase and maintain in accordance with the Contract Documents. 
 
An acknowledged copy of this Notice must be returned to the OWNER within seven (7) calendar days of this 
Notice to Proceed. 
 

AMERICAN FORK, UTAH 
 
By:      Date: 
   City Administrator 
 
 
ATTEST:  
   City Recorder    

 
CONTRACTOR ACKNOWLEDGEMENT 

 
Receipt of the Notice to Proceed is hereby acknowledged: 
 
Contractor:       
 
By:        
 
Title:        
 
Date:        
 
 
The Contractor is required to return an acknowledged copy of the Notice to Proceed 
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PERFORMANCE BOND 
 
KNOW ALL MEN BY THESE PRESENTS: that 
____________________________________________________________________ 

(Name and address of CONTRACTOR) 
As Principal, hereinafter called CONTRACTOR, and 
 
_____________________________________________________________________ 

(Name of SURETY) 
_____________________________________________________________________ 

(Address of SURETY) 
 

As Surety, hereinafter called SURETY, are held and firmly bound unto 
_____________________________________________________________________ 

(Name & Address of OWNER) 
 

As Obligee, hereinafter called OWNER in the amount of 
_____________________________________________________________________ 
Dollars ($_____________________________) for the payment whereof 
CONTRACTOR and SURETY bind themselves, their heirs, executors, administrators, and successors, and assigns, 
jointly and severally, firmly by these presents. 
 
WHEREAS CONTRACTOR has by written agreement entered into a certain contract with the OWNER, dated the 
_____ day of _____________20__, a copy of which is hereto attached and made a part hereof for: 
_____________________________________________________________________ 
_____________________________________________________________________ 
 
NOW, THEREFORE, THE CONDITION OF THIS OBLIGATION is such that, if CONTRACTOR shall promptly 
and faithfully perform said Contract, then this obligation shall be null and void; otherwise it shall remain in full 
force and effect. 
 
The SURETY hereby waives notice of any alteration or extension of time made by the OWNER. 
 
Whenever CONTRACTOR shall be, and declared by OWNER to be in default under the Contract, the OWNER 
having performed OWNER’S obligations thereunder, the SURETY may promptly remedy the default, or shall 
promptly: 
 
1) complete the Contract in accordance with its terms and conditions, or; 
 
2) obtain a bid or bids for completing the Contract in accordance with its terms and conditions, and upon 
determination by SURETY of the lowest responsible bidder, or, if the OWNER elects, upon determination by the 
OWNER and the SURETY jointly of the lowest responsible bidder, arrange for a contract between such bidder and 
OWNER, and make available as Work progresses (even though there should be a default or a succession of defaults 
under the contract or contracts of completion arranged under this paragraph) sufficient funds to pay the cost of 
completion less the balance of the contract price; but not exceeding, including other costs and damages for which 
the SURETY may be liable hereunder, the amount set forth in the first paragraph hereof.  The term ‘balance of the 
contract price,” as used in this paragraph, shall mean the total amount payable by OWNER to CONTRACTOR 
under the Contract and any amendments thereto, less the amount properly paid by OWNER to CONTRACTOR. 
 
Any suit under this bond must be instituted before the expiration of two (2) years from the date on which final 
payment under the Contract falls due. 
 
No right of action shall accrue on this bond to or for the use of any person or corporation other than the OWNER 
named herein or the heirs, executors, administrators or successors of the OWNER. 
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Signed and sealed this ______day of _____________,20__. 
 
ATTEST:                                                              ___________________________________ 
                                                                              Principal 
_____________________________                    By_______________________________(s) 
(Principal) Secretary 
                                                                               _________________________________                                                       
Address 
_____________________________                     _________________________________  Witness as to Principal 
_____________________________ 
(Address) 
 
_____________________________                      _______________________________ 
ATTEST:                                                                (Surety) 
 
_____________________________                       By_____________________________ 
Witness as to Surety                                                Attorney-in-Fact 
 
_____________________________                       _______________________________ 
(Address)                                                                 (Address) 
 
_____________________________                       _______________________________       
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LABOR AND MATERIAL PAYMENT BOND 
 
KNOW ALL MEN BY THESE PRESENTS: that 

_____________________________________________________________________ 
(Name of CONTRACTOR) 

_____________________________________________________________________ 
(Address of CONTRACTOR) 

As PRINCIPAL, hereinafter called PRINCIPAL, and 

_____________________________________________________________________ 

(Name of Surety) 

_____________________________________________________________________ 

(Address of Surety) 

As SURETY, hereinafter called SURETY, are held and firmly bound unto 

_____________________________________________________________________ 
(Name and Address of OWNER) 

As Obligee, hereinafter called OWNER, for the use and benefit of claimants as herein below defined, in the amount 
of ______________________________________________________ 
Dollars ($_______________) for the payment whereof PRINCIPAL and SURETY bind themselves, their heirs, 
executors, administrators, successors, and assigns, jointly and severally, firmly by these presents. 
 

WHEREAS, PRINCIPAL has by written agreement dated _____day of ____________ 20__, entered into a 
contract with OWNER for the construction of approximately 1,867 SF of structure, will include (1) Women’s 
Restroom, (1) Family Restroom, (1) Men’s Restroom, (1) Large Storage Room, (1) Snack Bar and (1) 
Preparation Area. 

 
In accordance with the CONTRACT DOCUMENTS, which contract is by reference made a part hereof, and is 
hereinafter referred to as the Contract. 
 
NOW THEREFORE, THE CONDITION OF THIS OBLIGATION is such that, if PRINCIPAL shall promptly 
make payment to all claimants as hereinafter defined for all labor and material used or reasonably required for use 
in the performance of the Contract; then this obligation shall be void; otherwise it shall remain in full force and 
effect, subject, however, to the following conditions: 
 

1. A claimant is defined as one having a direct contract with the PRINCIPAL or with a Subcontractor of the 
PRINCIPAL for labor, material, or both, used or reasonable required for use in the performance of the 
Contract, labor and material being construed to include that part of water, gas, power, light, heat, oil, 
gasoline, telephone service or rental of equipment directly applicable to the Contract. 

 
2. The above named PRINCIPAL and SURETY hereby jointly and severally agree with the OWNER that 

every claimant as herein defined, who has not been paid in full before the expiration of a period of ninety 
(90) days after the date on which the last of such claimant’s work or labor was done or performed, or 
materials were furnished by such claimant, may sue on this bond for the use of such claimant, prosecute the 
suit to final judgment for such sum or sums as may be justly due claimant, and have execution thereon.  
The OWNER shall not be liable for the payment of any costs or expenses of any such suit. 

 
3. No suit or action shall be commenced hereunder by any claimant: 

 
(a) Unless claimant other than one having a direct contract with the PRINCIPAL, shall have given 

written notice to any two of the following: The PRINCIPAL, the OWNER, or the SURETY above 
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named within ninety (90) days after such claimant did or performed the last of the work or labor, or 
furnished the last of the materials for which said claim is made, stating with substantial accuracy 
the amount claimed and the name of the party to whom the materials were furnished, or for whom 
the work or labor was done or performed.  Such notice shall be served by mailing the same by 
registered mail or certified mail, postage prepaid, in an envelope addressed to the PRINCIPAL, 
OWNER, or SURETY, at any place where an office is regularly maintained for the transaction of 
business or served in any manner in which legal process may be served in the state in which the 
aforesaid project is located, save that such service need not be made by a public officer. 

 
(b) After the expiration of one (1) year following the date of which PRINCIPAL ceased work on said 

Contract, it being understood, however, that if any limitation embodied in the Bond is prohibited 
by any law controlling the construction hereof, such limitation shall be deemed to be amended so 
as to be equal to the minimum period of limitation permitted by such law. 

 
(c) Other than in a state court of competent jurisdiction in and for the County or other political 

subdivision of the state in which the Project, or any part thereof, is situated, or in the United States 
District Court for the district in which the Project, or any part thereof, is situated, and not 
elsewhere. 

 
4. The amount of this bond shall be reduced by and to the extent of any payment or payments made in good 

faith hereunder, inclusive of the payment or payments made in good faith hereunder, inclusive of the 
payment by Surety of mechanic’s liens which may be filed of record against said improvement, whether or 
not claim for the amount of such lien by presented under and against this bond. 

 
Signed and sealed this_____day of ______________,20___. 
 
ATTEST:                                                                     _______________________ 
                                                                          Principal 
___________________________ 
 
By_________________________(s) 
Witness                                                                        _________________________ 
                                                                                     (Address) 
 
                                                                                     _________________________ 
                                                                                     Surety 
_____________________________ 
 
By___________________________(s) 
Witness                                                                      __________________________ 
                                                                                   (Address) 
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 Certificate of Substantial Completion 
 
Project: Art Dye Sports Park (North Site - Building) 

Owner: American Fork Owner's Contract No.: 

Contract: Engineer's Project No.: 

This [tentative] [definitive] Certificate of Substantial Completion applies to: 

 All Work under the Contract Documents:  The following specified portions of the Work: 
 

 

 

 

  

 Date of Substantial Completion 

 
The Work to which this Certificate applies has been inspected by authorized representatives of Owner, 
Contractor, and Engineer, and found to be substantially complete.  The Date of Substantial Completion 
of the Project or portion thereof designated above is hereby declared and is also the date of 
commencement of applicable warranties required by the Contract Documents, except as stated below. 
 
A [tentative] [definitive] list of items to be completed or corrected is attached hereto.  This list may not 
be all-inclusive, and the failure to include any items on such list does not alter the responsibility of the 
Contractor to complete all Work in accordance with the Contract Documents. 
 
The responsibilities between Owner and Contractor for security, operation, safety, maintenance, 
heat, utilities, insurance and warranties shall be as provided in the Contract Documents except as 
amended as follows: 
 

 Amended Responsibilities  Not Amended   

Owner's Amended Responsibilities: 

 

 

 

Contractor's Amended Responsibilities: 
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The following documents are attached to and made part of this Certificate: 

 

 

 

 
This Certificate does not constitute an acceptance of Work not in accordance with the Contract 
Documents nor is it a release of Contractor's obligation to complete the Work in accordance with the 
Contract Documents. 
   

   

Executed by Engineer  Date 

   

Accepted by Contractor  Date 

   

Accepted by Owner  Date 
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BID SPECIFIC SPECIAL PROVISIONS 
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PART 1:  GENERAL PAYMENT CONSIDERATIONS 
 

Payment for the various items of the bid sheets, as further specified herein, shall include all 
compensation to be received by the CONTRACTOR for furnishing all tools, equipment, 
supplies, and manufactured articles; and for all labor operations, and incidentals appurtenant to 
the items of work being described, as necessary to complete the various items of the work all in 
accordance with the requirements of the Contract Documents, including all appurtenances 
thereto, and including all costs of compliance with the regulations of public agencies having 
jurisdiction, including safety and health requirements of the Occupational Safety and Health 
Administration of the U.S. Department of Labor (OSHA).  No separate payment will be made 
for any item that is not specifically set forth in the Bid Schedule, and all costs therefore shall be 
included in the prices named in the Bid Schedule for the various appurtenant items of work. 

 
PART 2:  RIGHT OF REJECTION 

 
The Architect, acting for the Owner, shall have the right, at all times and places, to reject any 
articles or materials to be furnished hereunder which, in any respect, fail to meet the 
requirements of the Contract Documents, regardless of whether the defects in such articles or 
materials are detected at the point of manufacture or after completion of the work at the site.  If 
the Architect or Inspector, through an oversight or otherwise, has accepted materials or work 
which is contrary to the Contract Documents, such material, no matter in what stage or condition 
of manufacture, delivery, or erection, may be rejected by the Architect for the Owner.   

 
PART 3: LIMITATION OF OPERATIONS 

 
3.1 ITEMS OF WORK 
 

a.    The items of work to be completed with this project shall be limited to those items 
specifically included in the Bid Schedule. 

b. No construction shall take place during the following events (during these events, 
980 N. to East Art Dye Park must be kept clear and clean with safe access for 
vehicles and pedestrians); 

-  The American Fork Canyon Run held on June 21st & 22nd.  
-  The American Steel Days held July 12th through July 20th. 

  
PART 4:  INTENT  

 
It is the intent of these Contract Documents to describe the work, functionally complete, to be 
constructed in accordance with the Contract Documents.  Any work, materials, or equipment that 
may be reasonably inferred from the Contract Documents as being required to produce the intended 
result shall be supplied whether or not specifically called for.  When words which have a well-known 
technical or trade meaning are used to describe work, materials, or equipment, such words shall be 
interpreted in accordance with that meaning.  Reference to standard specifications, manuals, or codes 
of any technical society, organization, or association, or to the laws or regulations of any government 
authority, whether such reference be specific or by implication, shall mean the latest standard 
specifications, manual codes, or laws or regulations in effect at the time of opening of bids, except 
as may be otherwise specifically stated.  However, no provision of any referenced standard 
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specification, manual, or code (whether or not specifically incorporated by reference in the Contract 
Documents) shall be effective to change the duties and responsibilities of the Owner, the Contractor, 
or the Architect or any of their consultants, agents, or employees from those set forth in the Contract 
Documents. 

 
NOTE: If, during the performance of the work, the Contractor finds a conflict, error, or discrepancy 

in the Contract Documents, the Contractor shall so report to the Architect in writing at 
once and before proceeding with the work affected thereby, shall obtain a written 
interpretation, clarification, or correction from the Architect. 

 
PART 5:  ORDER OF PRECEDENCE 

 
In resolving conflicts resulting from conflicts, errors, or discrepancies in any of the following 
Contract Documents, the order of precedence shall be as follows: 

 
1. Change Orders 

   2. Agreements 
   3. Contractor's Bid (bid form) 
   4. Bid Specific Special Provisions (Drawings) 
   5. Supplementary General Conditions 

6. Standard Technical Specifications and Drawings for American Fork, Utah 
 
PART 6:  MATERIALS TESTING 

 
For this project, the Contractor will provide all materials testing and inspection services. The 
Contractor shall be responsible to coordinate with the City Inspector and/or Architect on scheduling 
appropriate testing and inspections. All General Conditions and Supplemental Conditions shall be 
followed respectively.  

 
PART 7:  SURVEYING 

 
For this project, the Contractor will provide surveying by a professional surveyor with Utah licensure. 
CAD drawings will be provided by the Architect for surveying purposes.  
 

PART 8:  CONSTRUCTION WATER 
 

Fees for construction water provided by the City will be waived.  Reasonable amounts of water will 
be provided at no cost to CONTRACTOR to flush and test new water lines, if problems necessitate 
unreasonable water usage, applicable fees will be assessed. 

 
PART 9:  EMPLOYMENT STATUS VERIFICATION 

 
Consultant/Contractor shall register and participate in the Status Verification System and comply 
with Utah Code Annotated Section 63G-12-302, as currently amended, of the Utah Immigration 
Accountability and Enforcement Act. Consultant shall, by contract, require its contractors, 
subcontractors, contract employees, staffing agencies, or any contractors regardless of their tier to 
register and participate in the Status Verification System and comply with Section 63G-12-302 of 
the Utah Immigration Accountability and Enforcement Act. 
 

  Consultant shall also agree to abide by the Federal and State regulations pertaining to Equal 



40 
 

Opportunity Employment that requires project participants not to discriminate against any employee 
or applicant for employment because of race, color, religion, sex, pregnancy, age, disability, national 
origin, or genetic information. The City will make every effort to ensure all bidders are treated fairly 
and equally throughout entire advertisement, review and selection process. 

 
-- END OF BID SPECIFIC SPECIAL PROVISIONS – 
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48. Work Change Directive—A written directive to Contractor issued on or after the 
Effective Date of the Contract, signed by Owner and recommended by Engineer, 
ordering an addition, deletion, or revision in the Work. 

1.02 Terminology 

A. The words and terms discussed in the following paragraphs are not defined but, when used 
in the Bidding Requirements or Contract Documents, have the indicated meaning. 

B. Intent of Certain Terms or Adjectives: 

1. The Contract Documents include the terms “as allowed,” “as approved,” “as ordered,” 
“as directed” or terms of like effect or import to authorize an exercise of professional 
judgment by Engineer. In addition, the adjectives “reasonable,” “suitable,” 
“acceptable,” “proper,” “satisfactory,” or adjectives of like effect or import are used to 
describe an action or determination of Engineer as to the Work. It is intended that 
such exercise of professional judgment, action, or determination will be solely to 
evaluate, in general, the Work for compliance with the information in the Contract 
Documents and with the design concept of the Project as a functioning whole as 
shown or indicated in the Contract Documents (unless there is a specific statement 
indicating otherwise). The use of any such term or adjective is not intended to and 
shall not be effective to assign to Engineer any duty or authority to supervise or direct 
the performance of the Work, or any duty or authority to undertake responsibility 
contrary to the provisions of Article 10 or any other provision of the Contract 
Documents. 

C. Day: 

1. The word “day” means a calendar day of 24 hours measured from midnight to the next 
midnight. 

D. Defective: 

1. The word “defective,” when modifying the word “Work,” refers to Work that is 
unsatisfactory, faulty, or deficient in that it: 

a. does not conform to the Contract Documents; or 

b. does not meet the requirements of any applicable inspection, reference standard, 
test, or approval referred to in the Contract Documents; or 

c. has been damaged prior to Engineer’s recommendation of final payment (unless 
responsibility for the protection thereof has been assumed by Owner at 
Substantial Completion in accordance with Paragraph 15.03 or 15.04). 

E. Furnish, Install, Perform, Provide: 

1. The word “furnish,” when used in connection with services, materials, or equipment, 
shall mean to supply and deliver said services, materials, or equipment to the Site (or 
some other specified location) ready for use or installation and in usable or operable 
condition. 

2. The word “install,” when used in connection with services, materials, or equipment, 
shall mean to put into use or place in final position said services, materials, or 
equipment complete and ready for intended use. 
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3. The words “perform” or “provide,” when used in connection with services, materials, 
or equipment, shall mean to furnish and install said services, materials, or equipment 
complete and ready for intended use. 

4. If the Contract Documents establish an obligation of Contractor with respect to 
specific services, materials, or equipment, but do not expressly use any of the four 
words “furnish,” “install,” “perform,” or “provide,” then Contractor shall furnish and 
install said services, materials, or equipment complete and ready for intended use. 

F. Unless stated otherwise in the Contract Documents, words or phrases that have a well-
known technical or construction industry or trade meaning are used in the Contract 
Documents in accordance with such recognized meaning. 

ARTICLE 2 – PRELIMINARY MATTERS 

2.01 Delivery of Bonds and Evidence of Insurance 

A. Bonds: When Contractor delivers the executed counterparts of the Agreement to Owner, 
Contractor shall also deliver to Owner such bonds as Contractor may be required to furnish. 

B. Evidence of Contractor’s Insurance: When Contractor delivers the executed counterparts of 
the Agreement to Owner, Contractor shall also deliver to Owner, with copies to each 
named insured and additional insured (as identified in the Supplementary Conditions or 
elsewhere in the Contract), the certificates and other evidence of insurance required to be 
provided by Contractor in accordance with Article 6. 

C. Evidence of Owner’s Insurance: After receipt of the executed counterparts of the 
Agreement and all required bonds and insurance documentation, Owner shall promptly 
deliver to Contractor, with copies to each named insured and additional insured (as 
identified in the Supplementary Conditions or otherwise), the certificates and other 
evidence of insurance required to be provided by Owner under Article 6. 

2.02 Copies of Documents 

A. Owner shall furnish to Contractor four printed copies of the Contract (including one fully 
executed counterpart of the Agreement), and one copy in electronic portable document 
format (PDF). Additional printed copies will be furnished upon request at the cost of 
reproduction. 

B. Owner shall maintain and safeguard at least one original printed record version of the 
Contract, including Drawings and Specifications signed and sealed by Engineer and other 
design professionals.  Owner shall make such original printed record version of the Contract 
available to Contractor for review. Owner may delegate the responsibilities under this 
provision to Engineer. 

2.03   Before Starting Construction 

A. Preliminary Schedules: Within 10 days after the Effective Date of the Contract (or as 
otherwise specifically required by the Contract Documents), Contractor shall submit to 
Engineer for timely review: 

1. a preliminary Progress Schedule indicating the times (numbers of days or dates) for 
starting and completing the various stages of the Work, including any Milestones 
specified in the Contract; 

2. a preliminary Schedule of Submittals; and 
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3. a preliminary Schedule of Values for all of the Work which includes quantities and 
prices of items which when added together equal the Contract Price and subdivides 
the Work into component parts in sufficient detail to serve as the basis for progress 
payments during performance of the Work. Such prices will include an appropriate 
amount of overhead and profit applicable to each item of Work. 

2.04 Preconstruction Conference; Designation of Authorized Representatives 

A. Before any Work at the Site is started, a conference attended by Owner, Contractor, 
Engineer, and others as appropriate will be held to establish a working understanding 
among the parties as to the Work and to discuss the schedules referred to in Paragraph 
2.03.A, procedures for handling Shop Drawings, Samples, and other submittals, processing 
Applications for Payment, electronic or digital transmittals, and maintaining required 
records. 

B. At this conference Owner and Contractor each shall designate, in writing, a specific 
individual to act as its authorized representative with respect to the services and 
responsibilities under the Contract.  Such individuals shall have the authority to transmit 
and receive information, render decisions relative to the Contract, and otherwise act on 
behalf of each respective party. 

2.05 Initial Acceptance of Schedules 

A. At least 10 days before submission of the first Application for Payment a conference, 
attended by Contractor, Engineer, and others as appropriate, will be held to review for 
acceptability to Engineer as provided below the schedules submitted in accordance with 
Paragraph 2.03.A. Contractor shall have an additional 10 days to make corrections and 
adjustments and to complete and resubmit the schedules. No progress payment shall be 
made to Contractor until acceptable schedules are submitted to Engineer. 

1. The Progress Schedule will be acceptable to Engineer if it provides an orderly 
progression of the Work to completion within the Contract Times. Such acceptance 
will not impose on Engineer responsibility for the Progress Schedule, for sequencing, 
scheduling, or progress of the Work, nor interfere with or relieve Contractor from 
Contractor’s full responsibility therefor. 

2. Contractor’s Schedule of Submittals will be acceptable to Engineer if it provides a 
workable arrangement for reviewing and processing the required submittals. 

3. Contractor’s Schedule of Values will be acceptable to Engineer as to form and 
substance if it provides a reasonable allocation of the Contract Price to the component 
parts of the Work. 

2.06 Electronic Transmittals 

A. Except as otherwise stated elsewhere in the Contract, the Owner, Engineer, and Contractor 
may transmit, and shall accept, Project-related correspondence, text, data, documents, 
drawings, information, and graphics, including but not limited to Shop Drawings and other 
submittals, in electronic media or digital format, either directly, or through access to a 
secure Project website. 

B. If the Contract does not establish protocols for electronic or digital transmittals, then 
Owner, Engineer, and Contractor shall jointly develop such protocols. 

C. When transmitting items in electronic media or digital format, the transmitting party makes 
no representations as to long term compatibility, usability, or readability of the items 
resulting from the recipient’s use of software application packages, operating systems, or 
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computer hardware differing from those used in the drafting or transmittal of the items, or 
from those established in applicable transmittal protocols. 

ARTICLE 3 – DOCUMENTS: INTENT, REQUIREMENTS, REUSE 

3.01 Intent 

A. The Contract Documents are complementary; what is required by one is as binding as if 
required by all. 

B. It is the intent of the Contract Documents to describe a functionally complete project (or 
part thereof) to be constructed in accordance with the Contract Documents. 

C. Unless otherwise stated in the Contract Documents, if there is a discrepancy between the 
electronic or digital versions of the Contract Documents (including any printed copies 
derived from such electronic or digital versions) and the printed record version, the printed 
record version shall govern. 

D. The Contract supersedes prior negotiations, representations, and agreements, whether 
written or oral. 

E. Engineer will issue clarifications and interpretations of the Contract Documents as provided 
herein. 

3.02 Reference Standards 

A. Standards Specifications, Codes, Laws and Regulations 

1. Reference in the Contract Documents to standard specifications, manuals, reference 
standards, or codes of any technical society, organization, or association, or to Laws or 
Regulations, whether such reference be specific or by implication, shall mean the 
standard specification, manual, reference standard, code, or Laws or Regulations in 
effect at the time of opening of Bids (or on the Effective Date of the Contract if there 
were no Bids), except as may be otherwise specifically stated in the Contract 
Documents. 

2. No provision of any such standard specification, manual, reference standard, or code, 
or any instruction of a Supplier, shall be effective to change the duties or 
responsibilities of Owner, Contractor, or Engineer, or any of their subcontractors, 
consultants, agents, or employees, from those set forth in the part of the Contract 
Documents prepared by or for Engineer. No such provision or instruction shall be 
effective to assign to Owner, Engineer, or any of their officers, directors, members, 
partners, employees, agents, consultants, or subcontractors, any duty or authority to 
supervise or direct the performance of the Work or any duty or authority to undertake 
responsibility inconsistent with the provisions of the part of the Contract Documents 
prepared by or for Engineer. 

3.03 Reporting and Resolving Discrepancies 

A. Reporting Discrepancies: 

1. Contractor’s Verification of Figures and Field Measurements: Before undertaking each 
part of the Work, Contractor shall carefully study the Contract Documents, and check 
and verify pertinent figures and dimensions therein, particularly with respect to 
applicable field measurements. Contractor shall promptly report in writing to Engineer 
any conflict, error, ambiguity, or discrepancy that Contractor discovers, or has actual 
knowledge of, and shall not proceed with any Work affected thereby until the conflict, 
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error, ambiguity, or discrepancy is resolved, by a clarification or interpretation by 
Engineer, or by an amendment or supplement to the Contract Documents issued 
pursuant to Paragraph 11.01. 

2. Contractor’s Review of Contract Documents: If, before or during the performance of 
the Work, Contractor discovers any conflict, error, ambiguity, or discrepancy within 
the Contract Documents, or between the Contract Documents and (a) any applicable 
Law or Regulation, (b) actual field conditions, (c) any standard specification, manual, 
reference standard, or code, or (d) any instruction of any Supplier, then Contractor 
shall promptly report it to Engineer in writing. Contractor shall not proceed with the 
Work affected thereby (except in an emergency as required by Paragraph 7.15) until 
the conflict, error, ambiguity, or discrepancy is resolved, by a clarification or 
interpretation by Engineer, or by an amendment or supplement to the Contract 
Documents issued pursuant to Paragraph 11.01. 

3. Contractor shall not be liable to Owner or Engineer for failure to report any conflict, 
error, ambiguity, or discrepancy in the Contract Documents unless Contractor had 
actual knowledge thereof. 

B. Resolving Discrepancies: 

1. Except as may be otherwise specifically stated in the Contract Documents, the 
provisions of the part of the Contract Documents prepared by or for Engineer shall 
take precedence in resolving any conflict, error, ambiguity, or discrepancy between 
such provisions of the Contract Documents and: 

a. the provisions of any standard specification, manual, reference standard, or code, 
or the instruction of any Supplier (whether or not specifically incorporated by 
reference as a Contract Document); or 

b. the provisions of any Laws or Regulations applicable to the performance of the 
Work (unless such an interpretation of the provisions of the Contract Documents 
would result in violation of such Law or Regulation). 

3.04 Requirements of the Contract Documents 

A. During the performance of the Work and until final payment, Contractor and Owner shall 
submit to the Engineer all matters in question concerning the requirements of the Contract 
Documents (sometimes referred to as requests for information or interpretation—RFIs), or 
relating to the acceptability of the Work under the Contract Documents, as soon as possible 
after such matters arise. Engineer will be the initial interpreter of the requirements of the 
Contract Documents, and judge of the acceptability of the Work thereunder. 

B. Engineer will, with reasonable promptness, render a written clarification, interpretation, or 
decision on the issue submitted, or initiate an amendment or supplement to the Contract 
Documents. Engineer’s written clarification, interpretation, or decision will be final and 
binding on Contractor, unless it appeals by submitting a Change Proposal, and on Owner, 
unless it appeals by filing a Claim. 

C. If a submitted matter in question concerns terms and conditions of the Contract 
Documents that do not involve (1) the performance or acceptability of the Work under the 
Contract Documents, (2) the design (as set forth in the Drawings, Specifications, or 
otherwise), or (3) other engineering or technical matters, then Engineer will promptly give 
written notice to Owner and Contractor that Engineer is unable to provide a decision or 
interpretation. If Owner and Contractor are unable to agree on resolution of such a matter 
in question, either party may pursue resolution as provided in Article 12. 
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3.05 Reuse of Documents 

A. Contractor and its Subcontractors and Suppliers shall not: 

1. have or acquire any title to or ownership rights in any of the Drawings, Specifications, 
or other documents (or copies of any thereof) prepared by or bearing the seal of 
Engineer or its consultants, including electronic media editions, or reuse any such 
Drawings, Specifications, other documents, or copies thereof on extensions of the 
Project or any other project without written consent of Owner and Engineer and 
specific written verification or adaptation by Engineer; or 

2. have or acquire any title or ownership rights in any other Contract Documents, reuse 
any such Contract Documents for any purpose without Owner’s express written 
consent, or violate any copyrights pertaining to such Contract Documents. 

B. The prohibitions of this Paragraph 3.05 will survive final payment, or termination of the 
Contract. Nothing herein shall preclude Contractor from retaining copies of the Contract 
Documents for record purposes. 

ARTICLE 4 – COMMENCEMENT AND PROGRESS OF THE WORK 

4.01 Commencement of Contract Times; Notice to Proceed 

A. The Contract Times will commence to run on the thirtieth day after the Effective Date of 
the Contract or, if a Notice to Proceed is given, on the day indicated in the Notice to 
Proceed. A Notice to Proceed may be given at any time within 30 days after the Effective 
Date of the Contract. In no event will the Contract Times commence to run later than the 
sixtieth day after the day of Bid opening or the thirtieth day after the Effective Date of the 
Contract, whichever date is earlier. 

4.02 Starting the Work 

A. Contractor shall start to perform the Work on the date when the Contract Times 
commence to run. No Work shall be done at the Site prior to such date. 

4.03 Reference Points 

A. Owner shall provide engineering surveys to establish reference points for construction 
which in Engineer’s judgment are necessary to enable Contractor to proceed with the 
Work. Contractor shall be responsible for laying out the Work, shall protect and preserve 
the established reference points and property monuments, and shall make no changes or 
relocations without the prior written approval of Owner. Contractor shall report to 
Engineer whenever any reference point or property monument is lost or destroyed or 
requires relocation because of necessary changes in grades or locations, and shall be 
responsible for the accurate replacement or relocation of such reference points or property 
monuments by professionally qualified personnel. 

4.04 Progress Schedule 

A. Contractor shall adhere to the Progress Schedule established in accordance with Paragraph 
2.05 as it may be adjusted from time to time as provided below. 

1. Contractor shall submit to Engineer for acceptance (to the extent indicated in 
Paragraph 2.05) proposed adjustments in the Progress Schedule that will not result in 
changing the Contract Times. 
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2. Proposed adjustments in the Progress Schedule that will change the Contract Times 
shall be submitted in accordance with the requirements of Article 11. 

B. Contractor shall carry on the Work and adhere to the Progress Schedule during all disputes 
or disagreements with Owner. No Work shall be delayed or postponed pending resolution 
of any disputes or disagreements, or during any appeal process, except as permitted by 
Paragraph 16.04, or as Owner and Contractor may otherwise agree in writing. 

4.05 Delays in Contractor’s Progress 

A. If Owner, Engineer, or anyone for whom Owner is responsible, delays, disrupts, or 
interferes with the performance or progress of the Work, then Contractor shall be entitled 
to an equitable adjustment in the Contract Times and Contract Price. Contractor’s 
entitlement to an adjustment of the Contract Times is conditioned on such adjustment 
being essential to Contractor’s ability to complete the Work within the Contract Times. 

B. Contractor shall not be entitled to an adjustment in Contract Price or Contract Times for 
delay, disruption, or interference caused by or within the control of Contractor. Delay, 
disruption, and interference attributable to and within the control of a Subcontractor or 
Supplier shall be deemed to be within the control of Contractor. 

C. If Contractor’s performance or progress is delayed, disrupted, or interfered with by 
unanticipated causes not the fault of and beyond the control of Owner, Contractor, and 
those for which they are responsible, then Contractor shall be entitled to an equitable 
adjustment in Contract Times. Contractor’s entitlement to an adjustment of the Contract 
Times is conditioned on such adjustment being essential to Contractor’s ability to complete 
the Work within the Contract Times. Such an adjustment shall be Contractor’s sole and 
exclusive remedy for the delays, disruption, and interference described in this paragraph. 
Causes of delay, disruption, or interference that may give rise to an adjustment in Contract 
Times under this paragraph include but are not limited to the following: 

1. severe and unavoidable natural catastrophes such as fires, floods, epidemics, and 
earthquakes; 

2. abnormal weather conditions; 

3. acts or failures to act of utility owners (other than those performing other work at or 
adjacent to the Site by arrangement with the Owner, as contemplated in Article 8); 
and 

4. acts of war or terrorism. 

D. Delays, disruption, and interference to the performance or progress of the Work resulting 
from the existence of a differing subsurface or physical condition, an Underground Facility 
that was not shown or indicated by the Contract Documents, or not shown or indicated 
with reasonable accuracy, and those resulting from Hazardous Environmental Conditions, 
are governed by Article 5. 

E. Paragraph 8.03 governs delays, disruption, and interference to the performance or 
progress of the Work resulting from the performance of certain other work at or adjacent 
to the Site. 

F. Contractor shall not be entitled to an adjustment in Contract Price or Contract Times for 
any delay, disruption, or interference if such delay is concurrent with a delay, disruption, or 
interference caused by or within the control of Contractor. 
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G. Contractor must submit any Change Proposal seeking an adjustment in Contract Price or 
Contract Times under this paragraph within 30 days of the commencement of the delaying, 
disrupting, or interfering event. 

ARTICLE 5 – AVAILABILITY OF LANDS; SUBSURFACE AND PHYSICAL CONDITIONS; HAZARDOUS 
ENVIRONMENTAL CONDITIONS 

5.01 Availability of Lands 

A. Owner shall furnish the Site. Owner shall notify Contractor of any encumbrances or 
restrictions not of general application but specifically related to use of the Site with which 
Contractor must comply in performing the Work. 

B. Upon reasonable written request, Owner shall furnish Contractor with a current statement 
of record legal title and legal description of the lands upon which permanent improvements 
are to be made and Owner’s interest therein as necessary for giving notice of or filing a 
mechanic’s or construction lien against such lands in accordance with applicable Laws and 
Regulations. 

C. Contractor shall provide for all additional lands and access thereto that may be required for 
temporary construction facilities or storage of materials and equipment. 

5.02 Use of Site and Other Areas 

A. Limitation on Use of Site and Other Areas: 

1. Contractor shall confine construction equipment, temporary construction facilities, the 
storage of materials and equipment, and the operations of workers to the Site, 
adjacent areas that Contractor has arranged to use through construction easements or 
otherwise, and other adjacent areas permitted by Laws and Regulations, and shall not 
unreasonably encumber the Site and such other adjacent areas with construction 
equipment or other materials or equipment. Contractor shall assume full responsibility 
for (a) damage to the Site; (b) damage to any such other adjacent areas used for 
Contractor’s operations; (c) damage to any other adjacent land or areas; and (d) for 
injuries and losses sustained by the owners or occupants of any such land or areas; 
provided that such damage or injuries result from the performance of the Work or 
from other actions or conduct of the Contractor or those for which Contractor is 
responsible. 

2. If a damage or injury claim is made by the owner or occupant of any such land or area 
because of the performance of the Work, or because of other actions or conduct of 
the Contractor or those for which Contractor is responsible, Contractor shall (a) take 
immediate corrective or remedial action as required by Paragraph 7.12, or otherwise; 
(b) promptly attempt to settle the claim as to all parties through negotiations with 
such owner or occupant, or otherwise resolve the claim by arbitration or other dispute 
resolution proceeding, or at law; and (c) to the fullest extent permitted by Laws and 
Regulations, indemnify and hold harmless Owner and Engineer, and the officers, 
directors, members, partners, employees, agents, consultants and subcontractors of 
each and any of them from and against any such claim, and against all costs, losses, 
and damages (including but not limited to all fees and charges of engineers, architects, 
attorneys, and other professionals and all court or arbitration or other dispute 
resolution costs) arising out of or relating to any claim or action, legal or equitable, 
brought by any such owner or occupant against Owner, Engineer, or any other party 
indemnified hereunder to the extent caused directly or indirectly, in whole or in part 
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by, or based upon, Contractor’s performance of the Work, or because of other actions 
or conduct of the Contractor or those for which Contractor is responsible. 

B. Removal of Debris During Performance of the Work: During the progress of the Work the 
Contractor shall keep the Site and other adjacent areas free from accumulations of waste 
materials, rubbish, and other debris. Removal and disposal of such waste materials, 
rubbish, and other debris shall conform to applicable Laws and Regulations. 

C. Cleaning: Prior to Substantial Completion of the Work Contractor shall clean the Site and 
the Work and make it ready for utilization by Owner. At the completion of the Work 
Contractor shall remove from the Site and adjacent areas all tools, appliances, construction 
equipment and machinery, and surplus materials and shall restore to original condition all 
property not designated for alteration by the Contract Documents. 

D. Loading of Structures: Contractor shall not load nor permit any part of any structure to be 
loaded in any manner that will endanger the structure, nor shall Contractor subject any 
part of the Work or adjacent structures or land to stresses or pressures that will endanger 
them. 

5.03 Subsurface and Physical Conditions 

A. Reports and Drawings: The Supplementary Conditions identify: 

1. those reports known to Owner of explorations and tests of subsurface conditions at or 
adjacent to the Site; 

2. those drawings known to Owner of physical conditions relating to existing surface or 
subsurface structures at the Site (except Underground Facilities); and 

3. Technical Data contained in such reports and drawings. 

B. Reliance by Contractor on Technical Data Authorized: Contractor may rely upon the 
accuracy of the Technical Data expressly identified in the Supplementary Conditions with 
respect to such reports and drawings, but such reports and drawings are not Contract 
Documents. If no such express identification has been made, then Contractor may rely 
upon the accuracy of the Technical Data (as defined in Article 1) contained in any 
geotechnical or environmental report prepared for the Project and made available to 
Contractor. Except for such reliance on Technical Data, Contractor may not rely upon or 
make any claim against Owner or Engineer, or any of their officers, directors, members, 
partners, employees, agents, consultants, or subcontractors, with respect to: 

1. the completeness of such reports and drawings for Contractor’s purposes, including, 
but not limited to, any aspects of the means, methods, techniques, sequences, and 
procedures of construction to be employed by Contractor, and safety precautions and 
programs incident thereto; or 

2. other data, interpretations, opinions, and information contained in such reports or 
shown or indicated in such drawings; or 

3. any Contractor interpretation of or conclusion drawn from any Technical Data or any 
such other data, interpretations, opinions, or information. 
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5.04 Differing Subsurface or Physical Conditions 

A. Notice by Contractor: If Contractor believes that any subsurface or physical condition that is 
uncovered or revealed at the Site either: 

1. is of such a nature as to establish that any Technical Data on which Contractor is 
entitled to rely as provided in Paragraph 5.03 is materially inaccurate; or 

2. is of such a nature as to require a change in the Drawings or Specifications; or 

3. differs materially from that shown or indicated in the Contract Documents; or 

4. is of an unusual nature, and differs materially from conditions ordinarily encountered 
and generally recognized as inherent in work of the character provided for in the 
Contract Documents; 

then Contractor shall, promptly after becoming aware thereof and before further 
disturbing the subsurface or physical conditions or performing any Work in connection 
therewith (except in an emergency as required by Paragraph 7.15), notify Owner and 
Engineer in writing about such condition. Contractor shall not further disturb such 
condition or perform any Work in connection therewith (except with respect to an 
emergency) until receipt of a written statement permitting Contractor to do so. 

B. Engineer’s Review: After receipt of written notice as required by the preceding paragraph, 
Engineer will promptly review the subsurface or physical condition in question; determine 
the necessity of Owner’s obtaining additional exploration or tests with respect to the 
condition; conclude whether the condition falls within any one or more of the differing site 
condition categories in Paragraph 5.04.A above; obtain any pertinent cost or schedule 
information from Contractor; prepare recommendations to Owner regarding the 
Contractor’s resumption of Work in connection with the subsurface or physical condition in 
question and the need for any change in the Drawings or Specifications; and advise Owner 
in writing  of Engineer’s findings, conclusions, and recommendations. 

C. Owner’s Statement to Contractor Regarding Site Condition: After receipt of Engineer’s 
written findings, conclusions, and recommendations, Owner shall issue a written statement 
to Contractor (with a copy to Engineer) regarding the subsurface or physical condition in 
question, addressing the resumption of Work in connection with such condition, indicating 
whether any change in the Drawings or Specifications will be made, and adopting or 
rejecting Engineer’s written findings, conclusions, and recommendations, in whole or in 
part. 

D. Possible Price and Times Adjustments: 

1. Contractor shall be entitled to an equitable adjustment in Contract Price or Contract 
Times, or both, to the extent that the existence of a differing subsurface or physical 
condition, or any related delay, disruption, or interference, causes an increase or 
decrease in Contractor’s cost of, or time required for, performance of the Work; 
subject, however, to the following: 

a. such condition must fall within any one or more of the categories described in 
Paragraph 5.04.A; 

b. with respect to Work that is paid for on a unit price basis, any adjustment in 
Contract Price will be subject to the provisions of Paragraph 13.03; and, 
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c. Contractor’s entitlement to an adjustment of the Contract Times is conditioned 
on such adjustment being essential to Contractor’s ability to complete the Work 
within the Contract Times. 

2. Contractor shall not be entitled to any adjustment in the Contract Price or Contract 
Times with respect to a subsurface or physical condition if: 

a. Contractor knew of the existence of such condition at the time Contractor made a 
commitment to Owner with respect to Contract Price and Contract Times by the 
submission of a Bid or becoming bound under a negotiated contract, or 
otherwise; or 

b. the existence of such condition reasonably could have been discovered or 
revealed as a result of any examination, investigation, exploration, test, or study 
of the Site and contiguous areas expressly required by the Bidding Requirements 
or Contract Documents to be conducted by or for Contractor prior to Contractor’s 
making such commitment; or 

c. Contractor failed to give the written notice as required by Paragraph 5.04.A. 

3. If Owner and Contractor agree regarding Contractor’s entitlement to and the amount 
or extent of any adjustment in the Contract Price or Contract Times, or both, then any 
such adjustment shall be set forth in a Change Order. 

4. Contractor may submit a Change Proposal regarding its entitlement to or the amount 
or extent of any adjustment in the Contract Price or Contract Times, or both, no later 
than 30 days after Owner’s issuance of the Owner’s written statement to Contractor 
regarding the subsurface or physical condition in question. 

5.05 Underground Facilities 

A. Contractor’s Responsibilities: The information and data shown or indicated in the Contract 
Documents with respect to existing Underground Facilities at or adjacent to the Site is 
based on information and data furnished to Owner or Engineer by the owners of such 
Underground Facilities, including Owner, or by others. Unless it is otherwise expressly 
provided in the Supplementary Conditions: 

1. Owner and Engineer do not warrant or guarantee the accuracy or completeness of any 
such information or data provided by others; and 

2. the cost of all of the following will be included in the Contract Price, and Contractor 
shall have full responsibility for: 

a. reviewing and checking all information and data regarding existing Underground 
Facilities at the Site; 

b. locating all Underground Facilities shown or indicated in the Contract Documents 
as being at the Site; 

c. coordination of the Work with the owners (including Owner) of such 
Underground Facilities, during construction; and 

d. the safety and protection of all existing Underground Facilities at the Site, and 
repairing any damage thereto resulting from the Work. 

B. Notice by Contractor: If Contractor believes that an Underground Facility that is uncovered 
or revealed at the Site was not shown or indicated in the Contract Documents, or was not 
shown or indicated with reasonable accuracy, then Contractor shall, promptly after 
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becoming aware thereof and before further disturbing conditions affected thereby or 
performing any Work in connection therewith (except in an emergency as required by 
Paragraph 7.15), identify the owner of such Underground Facility and give written notice to 
that owner and to Owner and Engineer. 

C. Engineer’s Review: Engineer will promptly review the Underground Facility and conclude 
whether such Underground Facility was not shown or indicated in the Contract Documents, 
or was not shown or indicated with reasonable accuracy; obtain any pertinent cost or 
schedule information from Contractor; prepare recommendations to Owner regarding the 
Contractor’s resumption of Work in connection with the Underground Facility in question; 
determine the extent, if any, to which a change is required in the Drawings or Specifications 
to reflect and document the consequences of the existence or location of the Underground 
Facility; and advise Owner in writing  of Engineer’s findings, conclusions, and 
recommendations. During such time, Contractor shall be responsible for the safety and 
protection of such Underground Facility. 

D. Owner’s Statement to Contractor Regarding Underground Facility: After receipt of 
Engineer’s written findings, conclusions, and recommendations, Owner shall issue a written 
statement to Contractor (with a copy to Engineer) regarding the Underground Facility in 
question, addressing the resumption of Work in connection with such Underground Facility, 
indicating whether any change in the Drawings or Specifications will be made, and adopting 
or rejecting Engineer’s written findings, conclusions, and recommendations in whole or in 
part. 

E. Possible Price and Times Adjustments: 

1. Contractor shall be entitled to an equitable adjustment in the Contract Price or 
Contract Times, or both, to the extent that any existing Underground Facility at the 
Site that was not shown or indicated in the Contract Documents, or was not shown or 
indicated with reasonable accuracy, or any related delay, disruption, or interference, 
causes an increase or decrease in Contractor’s cost of, or time required for, 
performance of the Work; subject, however, to the following: 

a. Contractor did not know of and could not reasonably have been expected to be 
aware of or to have anticipated the existence or actual location of the 
Underground Facility in question; 

b. With respect to Work that is paid for on a unit price basis, any adjustment in 
Contract Price will be subject to the provisions of Paragraph 13.03; 

c. Contractor’s entitlement to an adjustment of the Contract Times is conditioned 
on such adjustment being essential to Contractor’s ability to complete the Work 
within the Contract Times; and 

d. Contractor gave the notice required in Paragraph 5.05.B. 

2. If Owner and Contractor agree regarding Contractor’s entitlement to and the amount 
or extent of any adjustment in the Contract Price or Contract Times, or both, then any 
such adjustment shall be set forth in a Change Order. 

3. Contractor may submit a Change Proposal regarding its entitlement to or the amount 
or extent of any adjustment in the Contract Price or Contract Times, or both, no later 
than 30 days after Owner’s issuance of the Owner’s written statement to Contractor 
regarding the Underground Facility in question. 
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5.06 Hazardous Environmental Conditions at Site 

A. Reports and Drawings: The Supplementary Conditions identify: 

1. those reports and drawings known to Owner relating to Hazardous Environmental 
Conditions that have been identified at or adjacent to the Site; and 

2. Technical Data contained in such reports and drawings. 

B. Reliance by Contractor on Technical Data Authorized: Contractor may rely upon the 
accuracy of the Technical Data expressly identified in the Supplementary Conditions with 
respect to such reports and drawings, but such reports and drawings are not Contract 
Documents. If no such express identification has been made, then Contractor may rely on 
the accuracy of the Technical Data (as defined in Article 1) contained in any geotechnical or 
environmental report prepared for the Project and made available to Contractor. Except for 
such reliance on Technical Data, Contractor may not rely upon or make any claim against 
Owner or Engineer, or any of their officers, directors, members, partners, employees, 
agents, consultants, or subcontractors with respect to: 

1. the completeness of such reports and drawings for Contractor’s purposes, including, 
but not limited to, any aspects of the means, methods, techniques, sequences and 
procedures of construction to be employed by Contractor and safety precautions and 
programs incident thereto; or 

2. other data, interpretations, opinions and information contained in such reports or 
shown or indicated in such drawings; or 

3. any Contractor interpretation of or conclusion drawn from any Technical Data or any 
such other data, interpretations, opinions or information. 

C. Contractor shall not be responsible for removing or remediating any Hazardous 
Environmental Condition encountered, uncovered, or revealed at the Site unless such 
removal or remediation is expressly identified in the Contract Documents to be within the 
scope of the Work. 

D. Contractor shall be responsible for controlling, containing, and duly removing all 
Constituents of Concern brought to the Site by Contractor, Subcontractors, Suppliers, or 
anyone else for whom Contractor is responsible, and for any associated costs; and for the 
costs of removing and remediating any Hazardous Environmental Condition created by the 
presence of any such Constituents of Concern. 

E. If Contractor encounters, uncovers, or reveals a Hazardous Environmental Condition whose 
removal or remediation is not expressly identified in the Contract Documents as being 
within the scope of the Work, or if Contractor or anyone for whom Contractor is 
responsible creates a Hazardous Environmental Condition, then Contractor shall 
immediately: (1) secure or otherwise isolate such condition; (2) stop all Work in connection 
with such condition and in any area affected thereby (except in an emergency as required 
by Paragraph 7.15); and (3) notify Owner and Engineer (and promptly thereafter confirm 
such notice in writing). Owner shall promptly consult with Engineer concerning the 
necessity for Owner to retain a qualified expert to evaluate such condition or take 
corrective action, if any. Promptly after consulting with Engineer, Owner shall take such 
actions as are necessary to permit Owner to timely obtain required permits and provide 
Contractor the written notice required by Paragraph 5.06.F. If Contractor or anyone for 
whom Contractor is responsible created the Hazardous Environmental Condition in 
question, then Owner may remove and remediate the Hazardous Environmental Condition, 
and impose a set-off against payments to account for the associated costs. 
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F. Contractor shall not resume Work in connection with such Hazardous Environmental 
Condition or in any affected area until after Owner has obtained any required permits 
related thereto, and delivered written notice to Contractor either (1) specifying that such 
condition and any affected area is or has been rendered safe for the resumption of Work, 
or (2) specifying any special conditions under which such Work may be resumed safely. 

G. If Owner and Contractor cannot agree as to entitlement to or on the amount or extent, if 
any, of any adjustment in Contract Price or Contract Times, or both, as a result of such 
Work stoppage or such special conditions under which Work is agreed to be resumed by 
Contractor, then within 30 days of Owner’s written notice regarding the resumption of 
Work, Contractor may submit a Change Proposal, or Owner may impose a set-off. 

H. If after receipt of such written notice Contractor does not agree to resume such Work 
based on a reasonable belief it is unsafe, or does not agree to resume such Work under 
such special conditions, then Owner may order the portion of the Work that is in the area 
affected by such condition to be deleted from the Work, following the contractual change 
procedures in Article 11. Owner may have such deleted portion of the Work performed by 
Owner’s own forces or others in accordance with Article 8. 

I. To the fullest extent permitted by Laws and Regulations, Owner shall indemnify and hold 
harmless Contractor, Subcontractors, and Engineer, and the officers, directors, members, 
partners, employees, agents, consultants, and subcontractors of each and any of them 
from and against all claims, costs, losses, and damages (including but not limited to all fees 
and charges of engineers, architects, attorneys, and other professionals and all court or 
arbitration or other dispute resolution costs) arising out of or relating to a Hazardous 
Environmental Condition, provided that such Hazardous Environmental Condition (1) was 
not shown or indicated in the Drawings, Specifications, or other Contract Documents, 
identified as Technical Data entitled to limited reliance pursuant to Paragraph 5.06.B,  or 
identified in the Contract Documents to be included within the scope of the Work, and (2) 
was not created by Contractor or by anyone for whom Contractor is responsible. Nothing in 
this Paragraph 5.06.H shall obligate Owner to indemnify any individual or entity from and 
against the consequences of that individual’s or entity’s own negligence. 

J. To the fullest extent permitted by Laws and Regulations, Contractor shall indemnify and 
hold harmless Owner and Engineer, and the officers, directors, members, partners, 
employees, agents, consultants, and subcontractors of each and any of them from and 
against all claims, costs, losses, and damages (including but not limited to all fees and 
charges of engineers, architects, attorneys, and other professionals and all court or 
arbitration or other dispute resolution costs) arising out of or relating to the failure to 
control, contain, or remove a Constituent of Concern brought to the Site by Contractor or 
by anyone for whom Contractor is responsible, or to a Hazardous Environmental Condition 
created by Contractor or by anyone for whom Contractor is responsible. Nothing in this 
Paragraph 5.06.J shall obligate Contractor to indemnify any individual or entity from and 
against the consequences of that individual’s or entity’s own negligence. 

K. The provisions of Paragraphs 5.03, 5.04, and 5.05 do not apply to the presence of 
Constituents of Concern or to a Hazardous Environmental Condition uncovered or revealed 
at the Site. 
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ARTICLE 6 – BONDS AND INSURANCE 

6.01 Performance, Payment, and Other Bonds 

A. Contractor shall furnish a performance bond and a payment bond, each in an amount at 
least equal to the Contract Price, as security for the faithful performance and payment of all 
of Contractor’s obligations under the Contract. These bonds shall remain in effect until one 
year after the date when final payment becomes due or until completion of the correction 
period specified in Paragraph 15.08, whichever is later, except as provided otherwise by 
Laws or Regulations, the Supplementary Conditions, or other specific provisions of the 
Contract. Contractor shall also furnish such other bonds as are required by the 
Supplementary Conditions or other specific provisions of the Contract. 

B. All bonds shall be in the form prescribed by the Contract except as provided otherwise by 
Laws or Regulations, and shall be executed by such sureties as are named in “Companies 
Holding Certificates of Authority as Acceptable Sureties on Federal Bonds and as 
Acceptable Reinsuring Companies” as published in Circular 570 (as amended and 
supplemented) by the Financial Management Service, Surety Bond Branch, U.S. 
Department of the Treasury. A bond signed by an agent or attorney-in-fact must be 
accompanied by a certified copy of that individual’s authority to bind the surety.  The 
evidence of authority shall show that it is effective on the date the agent or attorney-in-fact 
signed the accompanying bond. 

C. Contractor shall obtain the required bonds from surety companies that are duly licensed or 
authorized in the jurisdiction in which the Project is located to issue bonds in the required 
amounts. 

D. If the surety on a bond furnished by Contractor is declared bankrupt or becomes insolvent, 
or its right to do business is terminated in any state or jurisdiction where any part of the 
Project is located, or the surety ceases to meet the requirements above, then Contractor 
shall promptly notify Owner and Engineer and shall, within 20 days after the event giving 
rise to such notification, provide another bond and surety, both of which shall comply with 
the bond and surety requirements above. 

E. If Contractor has failed to obtain a required bond, Owner may exclude the Contractor from 
the Site and exercise Owner’s termination rights under Article 16. 

F. Upon request, Owner shall provide a copy of the payment bond to any Subcontractor, 
Supplier, or other person or entity claiming to have furnished labor or materials used in the 
performance of the Work. 

6.02 Insurance—General Provisions 

A. Owner and Contractor shall obtain and maintain insurance as required in this Article and in 
the Supplementary Conditions. 

B. All insurance required by the Contract to be purchased and maintained by Owner or 
Contractor shall be obtained from insurance companies that are duly licensed or 
authorized, in the state or jurisdiction in which the Project is located, to issue insurance 
policies for the required limits and coverages. Unless a different standard is indicated in the 
Supplementary Conditions, all companies that provide insurance policies required under 
this Contract shall have an A.M. Best rating of A-VII or better. 

C. Contractor shall deliver to Owner, with copies to each named insured and additional 
insured (as identified in this Article, in the Supplementary Conditions, or elsewhere in the 
Contract), certificates of insurance establishing that Contractor has obtained and is 
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maintaining the policies, coverages, and endorsements required by the Contract.  Upon 
request by Owner or any other insured, Contractor shall also furnish other evidence of such 
required insurance, including but not limited to copies of policies and endorsements, and 
documentation of applicable self-insured retentions and deductibles. Contractor may block 
out (redact) any confidential premium or pricing information contained in any policy or 
endorsement furnished under this provision. 

D. Owner shall deliver to Contractor, with copies to each named insured and additional 
insured (as identified in this Article, the Supplementary Conditions, or elsewhere in the 
Contract), certificates of insurance establishing that Owner has obtained and is maintaining 
the policies, coverages, and endorsements required of Owner by the Contract (if any).  
Upon request by Contractor or any other insured, Owner shall also provide other evidence 
of such required insurance (if any), including but not limited to copies of policies and 
endorsements, and documentation of applicable self-insured retentions and deductibles.  
Owner may block out (redact) any confidential premium or pricing information contained in 
any policy or endorsement furnished under this provision. 

E. Failure of Owner or Contractor to demand such certificates or other evidence of the other 
party’s full compliance with these insurance requirements, or failure of Owner or 
Contractor to identify a deficiency in compliance from the evidence provided, shall not be 
construed as a waiver of the other party’s obligation to obtain and maintain such insurance. 

F. If either party does not purchase or maintain all of the insurance required of such party by 
the Contract, such party shall notify the other party in writing of such failure to purchase 
prior to the start of the Work, or of such failure to maintain prior to any change in the 
required coverage. 

G. If Contractor has failed to obtain and maintain required insurance, Owner may exclude the 
Contractor from the Site, impose an appropriate set-off against payment, and exercise 
Owner’s termination rights under Article 16. 

H. Without prejudice to any other right or remedy, if a party has failed to obtain required 
insurance, the other party may elect to obtain equivalent insurance to protect such other 
party’s interests at the expense of the party who was required to provide such coverage, 
and the Contract Price shall be adjusted accordingly. 

I. Owner does not represent that insurance coverage and limits established in this Contract 
necessarily will be adequate to protect Contractor or Contractor’s interests. 

J. The insurance and insurance limits required herein shall not be deemed as a limitation on 
Contractor’s liability under the indemnities granted to Owner and other individuals and 
entities in the Contract. 

6.03 Contractor’s Insurance 

A. Workers’ Compensation: Contractor shall purchase and maintain workers’ compensation 
and employer’s liability insurance for: 

1. claims under workers’ compensation, disability benefits, and other similar employee 
benefit acts. 

2. United States Longshoreman and Harbor Workers’ Compensation Act and Jones Act 
coverage (if applicable). 

3. claims for damages because of bodily injury, occupational sickness or disease, or death 
of Contractor’s employees (by stop-gap endorsement in monopolist worker’s 
compensation states). 
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4. Foreign voluntary worker compensation (if applicable). 

B. Commercial General Liability—Claims Covered: Contractor shall purchase and maintain 
commercial general liability insurance, covering all operations by or on behalf of 
Contractor, on an occurrence basis, against: 

1. claims for damages because of bodily injury, sickness or disease, or death of any 
person other than Contractor’s employees. 

2. claims for damages insured by reasonably available personal injury liability coverage. 

3. claims for damages, other than to the Work itself, because of injury to or destruction 
of tangible property wherever located, including loss of use resulting therefrom. 

C. Commercial General Liability—Form and Content: Contractor’s commercial liability policy 
shall be written on a 1996 (or later) ISO commercial general liability form (occurrence form) 
and include the following coverages and endorsements: 

1. Products and completed operations coverage: 

a. Such insurance shall be maintained for three years after final payment. 

b. Contractor shall furnish Owner and each other additional insured (as identified in 
the Supplementary Conditions or elsewhere in the Contract) evidence of 
continuation of such insurance at final payment and three years thereafter. 

2. Blanket contractual liability coverage, to the extent permitted by law, including but not 
limited to coverage of Contractor’s contractual indemnity obligations in Paragraph 
7.18. 

3. Broad form property damage coverage. 

4. Severability of interest. 

5. Underground, explosion, and collapse coverage. 

6.  Personal injury coverage. 

7. Additional insured endorsements that include both ongoing operations and products 
and completed operations coverage through ISO Endorsements CG 20 10 10 01 and CG 
20 37 10 01 (together); or CG 20 10 07 04 and CG 20 37 07 04 (together); or their 
equivalent. 

8. For design professional additional insureds, ISO Endorsement CG 20 32 07 04, 
“Additional Insured—Engineers, Architects or Surveyors Not Engaged by the Named 
Insured” or its equivalent. 

D. Automobile liability: Contractor shall purchase and maintain automobile liability insurance 
against claims for damages because of bodily injury or death of any person or property 
damage arising out of the ownership, maintenance, or use of any motor vehicle. The 
automobile liability policy shall be written on an occurrence basis. 

E. Umbrella or excess liability: Contractor shall purchase and maintain umbrella or excess 
liability insurance written over the underlying employer’s liability, commercial general 
liability, and automobile liability insurance described in the paragraphs above. Subject to 
industry-standard exclusions, the coverage afforded shall follow form as to each and every 
one of the underlying policies. 

F. Contractor’s pollution liability insurance: Contractor shall purchase and maintain a policy 
covering third-party injury and property damage claims, including clean-up costs, as a result 
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of pollution conditions arising from Contractor’s operations and completed operations. This 
insurance shall be maintained for no less than three years after final completion. 

G. Additional insureds: The Contractor’s commercial general liability, automobile liability, 
umbrella or excess, and pollution liability policies shall include and list as additional 
insureds Owner and Engineer, and any individuals or entities identified in the 
Supplementary Conditions; include coverage for the respective officers, directors, 
members, partners, employees, agents, consultants, and subcontractors of each and any of 
all such additional insureds; and the insurance afforded to these additional insureds shall 
provide primary coverage for all claims covered thereby (including as applicable those 
arising from both ongoing and completed operations) on a non-contributory basis. 
Contractor shall obtain all necessary endorsements to support these requirements. 

H. Contractor’s professional liability insurance: If Contractor will provide or furnish 
professional services under this Contract, through a delegation of professional design 
services or otherwise, then Contractor shall be responsible for purchasing and maintaining 
applicable professional liability insurance. This insurance shall provide protection against 
claims arising out of performance of professional design or related services, and caused by 
a negligent error, omission, or act for which the insured party is legally liable. It shall be 
maintained throughout the duration of the Contract and for a minimum of two years after 
Substantial Completion. If such professional design services are performed by a 
Subcontractor, and not by Contractor itself, then the requirements of this paragraph may 
be satisfied through the purchasing and maintenance of such insurance by such 
Subcontractor. 

I. General provisions: The policies of insurance required by this Paragraph 6.03 shall: 

1. include at least the specific coverages provided in this Article. 

2. be written for not less than the limits of liability provided in this Article and in the 
Supplementary Conditions, or required by Laws or Regulations, whichever is greater. 

3. contain a provision or endorsement that the coverage afforded will not be canceled, 
materially changed, or renewal refused until at least 10 days prior written notice has 
been given to Contractor.  Within three days of receipt of any such written notice, 
Contractor shall provide a copy of the notice to Owner, Engineer, and each other 
insured under the policy. 

4. remain in effect at least until final payment (and longer if expressly required in this 
Article) and at all times thereafter when Contractor may be correcting, removing, or 
replacing defective Work as a warranty or correction obligation, or otherwise, or 
returning to the Site to conduct other tasks arising from the Contract Documents. 

5. be appropriate for the Work being performed and provide protection from claims that 
may arise out of or result from Contractor’s performance of the Work and Contractor’s 
other obligations under the Contract Documents, whether it is to be performed by 
Contractor, any Subcontractor or Supplier, or by anyone directly or indirectly 
employed by any of them to perform any of the Work, or by anyone for whose acts 
any of them may be liable. 

J. The coverage requirements for specific policies of insurance must be met by such policies, 
and not by reference to excess or umbrella insurance provided in other policies. 
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6.04 Owner’s Liability Insurance 

A. In addition to the insurance required to be provided by Contractor under Paragraph 6.03, 
Owner, at Owner’s option, may purchase and maintain at Owner’s expense Owner’s own 
liability insurance as will protect Owner against claims which may arise from operations 
under the Contract Documents. 

B. Owner’s liability policies, if any, operate separately and independently from policies 
required to be provided by Contractor, and Contractor cannot rely upon Owner’s liability 
policies for any of Contractor’s obligations to the Owner, Engineer, or third parties. 

6.05 Property Insurance 

A. Builder’s Risk: Unless otherwise provided in the Supplementary Conditions, Contractor shall 
purchase and maintain builder’s risk insurance upon the Work on a completed value basis, 
in the amount of the full insurable replacement cost thereof (subject to such deductible 
amounts as may be provided in the Supplementary Conditions or required by Laws and 
Regulations). This insurance shall: 

1. include the Owner and Contractor as named insureds, and all Subcontractors, and any 
individuals or entities required by the Supplementary Conditions to be insured under 
such builder’s risk policy, as insureds or named insureds. For purposes of the 
remainder of this Paragraph 6.05, Paragraphs 6.06 and 6.07, and any corresponding 
Supplementary Conditions, the parties required to be insured shall collectively be 
referred to as “insureds.” 

2. be written on a builder’s risk “all risk” policy form that shall at least include insurance 
for physical loss or damage to the Work, temporary buildings, falsework, and materials 
and equipment in transit, and shall insure against at least the following perils or causes 
of loss: fire; lightning; windstorm; riot; civil commotion; terrorism; vehicle impact; 
aircraft; smoke; theft; vandalism and malicious mischief; mechanical breakdown, 
boiler explosion, and artificially generated electric current; earthquake; volcanic 
activity, and other earth movement; flood; collapse; explosion; debris removal; 
demolition occasioned by enforcement of Laws and Regulations; water damage (other 
than that caused by flood); and such other perils or causes of loss as may be 
specifically required by the Supplementary Conditions. If insurance against mechanical 
breakdown, boiler explosion, and artificially generated electric current; earthquake; 
volcanic activity, and other earth movement; or flood, are not commercially available 
under builder’s risk policies, by endorsement or otherwise, such insurance may be 
provided through other insurance policies acceptable to Owner and Contractor. 

3. cover, as insured property, at least the following: (a) the Work and all materials, 
supplies, machinery, apparatus, equipment, fixtures, and other property of a similar 
nature that are to be incorporated into or used in the preparation, fabrication, 
construction, erection, or completion of the Work, including Owner-furnished or 
assigned property; (b) spare parts inventory required within the scope of the Contract; 
and (c) temporary works which are not intended to form part of the permanent 
constructed Work but which are intended to provide working access to the Site, or to 
the Work under construction, or which are intended to provide temporary support for 
the Work under construction, including scaffolding, form work, fences, shoring, 
falsework, and temporary structures. 

4. cover expenses incurred in the repair or replacement of any insured property 
(including but not limited to fees and charges of engineers and architects). 
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5. extend to cover damage or loss to insured property while in temporary storage at the 
Site or in a storage location outside the Site (but not including property stored at the 
premises of a manufacturer or Supplier). 

6. extend to cover damage or loss to insured property while in transit. 

7. allow for partial occupation or use of the Work by Owner, such that those portions of 
the Work that are not yet occupied or used by Owner shall remain covered by the 
builder’s risk insurance. 

8. allow for the waiver of the insurer’s subrogation rights, as set forth below. 

9. provide primary coverage for all losses and damages caused by the perils or causes of 
loss covered. 

10. not include a co-insurance clause. 

11. include an exception for ensuing losses from physical damage or loss with respect to 
any defective workmanship, design, or materials exclusions. 

12. include performance/hot testing and start-up. 

13. be maintained in effect, subject to the provisions herein regarding Substantial 
Completion and partial occupancy or use of the Work by Owner, until the Work is 
complete. 

B. Notice of Cancellation or Change: All the policies of insurance (and the certificates or other 
evidence thereof) required to be purchased and maintained in accordance with this 
Paragraph 6.05 will contain a provision or endorsement that the coverage afforded will not 
be canceled or materially changed or renewal refused until at least 10 days prior written 
notice has been given to the purchasing policyholder. Within three days of receipt of any 
such written notice, the purchasing policyholder shall provide a copy of the notice to each 
other insured. 

C. Deductibles: The purchaser of any required builder’s risk or property insurance shall pay for 
costs not covered because of the application of a policy deductible. 

D. Partial Occupancy or Use by Owner: If Owner will occupy or use a portion or portions of the 
Work prior to Substantial Completion of all the Work as provided in Paragraph 15.04, then 
Owner (directly, if it is the purchaser of the builder’s risk policy, or through Contractor) will 
provide notice of such occupancy or use to the builder’s risk insurer. The builder’s risk 
insurance shall not be canceled or permitted to lapse on account of any such partial use or 
occupancy; rather, those portions of the Work that are occupied or used by Owner may 
come off the builder’s risk policy, while those portions of the Work not yet occupied or 
used by Owner shall remain covered by the builder’s risk insurance. 

E. Additional Insurance: If Contractor elects to obtain other special insurance to be included in 
or supplement the builder’s risk or property insurance policies provided under this 
Paragraph 6.05, it may do so at Contractor’s expense. 

F. Insurance of Other Property: If the express insurance provisions of the Contract do not 
require or address the insurance of a property item or interest, such as tools, construction 
equipment, or other personal property owned by Contractor, a Subcontractor, or an 
employee of Contractor or a Subcontractor, then the entity or individual owning such 
property item will be responsible for deciding whether to insure it, and if so in what 
amount. 
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6.06 Waiver of Rights 

A. All policies purchased in accordance with Paragraph 6.05, expressly including the builder’s 
risk policy, shall contain provisions to the effect that in the event of payment of any loss or 
damage the insurers will have no rights of recovery against any insureds thereunder, or 
against Engineer or its consultants, or their officers, directors, members, partners, 
employees, agents, consultants, or subcontractors. Owner and Contractor waive all rights 
against each other and the respective officers, directors, members, partners, employees, 
agents, consultants, and subcontractors of each and any of them, for all losses and 
damages caused by, arising out of, or resulting from any of the perils or causes of loss 
covered by such policies and any other property insurance applicable to the Work; and, in 
addition, waive all such rights against Engineer, its consultants, all Subcontractors, all 
individuals or entities identified in the Supplementary Conditions as insureds, and the 
officers, directors, members, partners, employees, agents, consultants, and subcontractors 
of each and any of them, under such policies for losses and damages so caused. None of 
the above waivers shall extend to the rights that any party making such waiver may have to 
the proceeds of insurance held by Owner or Contractor as trustee or fiduciary, or otherwise 
payable under any policy so issued. 

B. Owner waives all rights against Contractor, Subcontractors, and Engineer, and the officers, 
directors, members, partners, employees, agents, consultants and subcontractors of each 
and any of them, for: 

1. loss due to business interruption, loss of use, or other consequential loss extending 
beyond direct physical loss or damage to Owner’s property or the Work caused by, 
arising out of, or resulting from fire or other perils whether or not insured by Owner; 
and 

2. loss or damage to the completed Project or part thereof caused by, arising out of, or 
resulting from fire or other insured peril or cause of loss covered by any property 
insurance maintained on the completed Project or part thereof by Owner during 
partial occupancy or use pursuant to Paragraph 15.04, after Substantial Completion 
pursuant to Paragraph 15.03, or after final payment pursuant to Paragraph 15.06. 

C. Any insurance policy maintained by Owner covering any loss, damage or consequential loss 
referred to in Paragraph 6.06.B shall contain provisions to the effect that in the event of 
payment of any such loss, damage, or consequential loss, the insurers will have no rights of 
recovery against Contractor, Subcontractors, or Engineer, or the officers, directors, 
members, partners, employees, agents, consultants, or subcontractors of each and any of 
them. 

D. Contractor shall be responsible for assuring that the agreement under which a 
Subcontractor performs a portion of the Work contains provisions whereby the 
Subcontractor waives all rights against Owner, Contractor, all individuals or entities 
identified in the Supplementary Conditions as insureds, the Engineer and its consultants, 
and the officers, directors, members, partners, employees, agents, consultants, and 
subcontractors of each and any of them, for all losses and damages caused by, arising out 
of, relating to, or resulting from any of the perils or causes of loss covered by builder’s risk 
insurance and any other property insurance applicable to the Work. 

6.07 Receipt and Application of Property Insurance Proceeds 

A. Any insured loss under the builder’s risk and other policies of insurance required by 
Paragraph 6.05 will be adjusted and settled with the named insured that purchased the 
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policy. Such named insured shall act as fiduciary for the other insureds, and give notice to 
such other insureds that adjustment and settlement of a claim is in progress. Any other 
insured may state its position regarding a claim for insured loss in writing within 15 days 
after notice of such claim. 

B. Proceeds for such insured losses may be made payable by the insurer either jointly to 
multiple insureds, or to the named insured that purchased the policy in its own right and as 
fiduciary for other insureds, subject to the requirements of any applicable mortgage clause. 
A named insured receiving insurance proceeds under the builder’s risk and other policies of 
insurance required by Paragraph 6.05 shall distribute such proceeds in accordance with 
such agreement as the parties in interest may reach, or as otherwise required under the 
dispute resolution provisions of this Contract or applicable Laws and Regulations. 

C. If no other special agreement is reached, the damaged Work shall be repaired or replaced, 
the money so received applied on account thereof, and the Work and the cost thereof 
covered by Change Order, if needed. 

ARTICLE 7 – CONTRACTOR’S RESPONSIBILITIES 

7.01 Supervision and Superintendence 

A. Contractor shall supervise, inspect, and direct the Work competently and efficiently, 
devoting such attention thereto and applying such skills and expertise as may be necessary 
to perform the Work in accordance with the Contract Documents. Contractor shall be solely 
responsible for the means, methods, techniques, sequences, and procedures of 
construction. 

B. At all times during the progress of the Work, Contractor shall assign a competent resident 
superintendent who shall not be replaced without written notice to Owner and Engineer 
except under extraordinary circumstances. 

7.02 Labor; Working Hours 

A. Contractor shall provide competent, suitably qualified personnel to survey and lay out the 
Work and perform construction as required by the Contract Documents. Contractor shall at 
all times maintain good discipline and order at the Site. 

B. Except as otherwise required for the safety or protection of persons or the Work or 
property at the Site or adjacent thereto, and except as otherwise stated in the Contract 
Documents, all Work at the Site shall be performed during regular working hours, Monday 
through Friday. Contractor will not perform Work on a Saturday, Sunday, or any legal 
holiday. Contractor may perform Work outside regular working hours or on Saturdays, 
Sundays, or legal holidays only with Owner’s written consent, which will not be 
unreasonably withheld. 

7.03 Services, Materials, and Equipment 

A. Unless otherwise specified in the Contract Documents, Contractor shall provide and 
assume full responsibility for all services, materials, equipment, labor, transportation, 
construction equipment and machinery, tools, appliances, fuel, power, light, heat, 
telephone, water, sanitary facilities, temporary facilities, and all other facilities and 
incidentals necessary for the performance, testing, start up, and completion of the Work, 
whether or not such items are specifically called for in the Contract Documents. 

B. All materials and equipment incorporated into the Work shall be of good quality and new, 
except as otherwise provided in the Contract Documents. All special warranties and 
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guarantees required by the Specifications shall expressly run to the benefit of Owner. If 
required by Engineer, Contractor shall furnish satisfactory evidence (including reports of 
required tests) as to the source, kind, and quality of materials and equipment. 

C. All materials and equipment shall be stored, applied, installed, connected, erected, 
protected, used, cleaned, and conditioned in accordance with instructions of the applicable 
Supplier, except as otherwise may be provided in the Contract Documents. 

7.04 “Or Equals” 

A. Whenever an item of material or equipment is specified or described in the Contract 
Documents by using the name of a proprietary item or the name of a particular Supplier, 
the Contract Price has been based upon Contractor furnishing such item as specified. The 
specification or description of such an item is intended to establish the type, function, 
appearance, and quality required. Unless the specification or description contains or is 
followed by words reading that no like, equivalent, or “or equal” item is permitted, 
Contractor may request that Engineer authorize the use of other items of material or 
equipment, or items from other proposed suppliers under the circumstances described 
below. 

1. If Engineer in its sole discretion determines that an item of material or equipment 
proposed by Contractor is functionally equal to that named and sufficiently similar so 
that no change in related Work will be required, Engineer shall deem it an “or equal” 
item. For the purposes of this paragraph, a proposed item of material or equipment 
will be considered functionally equal to an item so named if: 

a. in the exercise of reasonable judgment Engineer determines that: 

1) it is at least equal in materials of construction, quality, durability, 
appearance, strength, and design characteristics; 

2) it will reliably perform at least equally well the function and achieve the 
results imposed by the design concept of the completed Project as a 
functioning whole; 

3) it has a proven record of performance and availability of responsive service; 
and 

4) it is not objectionable to Owner. 

b. Contractor certifies that, if approved and incorporated into the Work: 

1) there will be no increase in cost to the Owner or increase in Contract Times; 
and 

2) it will conform substantially to the detailed requirements of the item named 
in the Contract Documents. 

B. Contractor’s Expense: Contractor shall provide all data in support of any proposed “or 
equal” item at Contractor’s expense. 

C. Engineer’s Evaluation and Determination: Engineer will be allowed a reasonable time to 
evaluate each “or-equal” request.  Engineer may require Contractor to furnish additional 
data about the proposed “or-equal” item. Engineer will be the sole judge of acceptability. 
No “or-equal” item will be ordered, furnished, installed, or utilized until Engineer’s review is 
complete and Engineer determines that the proposed item is an “or-equal”, which will be 
evidenced by an approved Shop Drawing or other written communication. Engineer will 
advise Contractor in writing of any negative determination. 
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D. Effect of Engineer’s Determination: Neither approval nor denial of an “or-equal” request 
shall result in any change in Contract Price. The Engineer’s denial of an “or-equal” request 
shall be final and binding, and may not be reversed through an appeal under any provision 
of the Contract Documents. 

E. Treatment as a Substitution Request: If Engineer determines that an item of material or 
equipment proposed by Contractor does not qualify as an “or-equal” item, Contractor may 
request that Engineer considered the proposed item as a substitute pursuant to Paragraph 
7.05. 

7.05 Substitutes 

A. Unless the specification or description of an item of material or equipment required to be 
furnished under the Contract Documents contains or is followed by words reading that no 
substitution is permitted, Contractor may request that Engineer authorize the use of other 
items of material or equipment under the circumstances described below. To the extent 
possible such requests shall be made before commencement of related construction at the 
Site. 

1. Contractor shall submit sufficient information as provided below to allow Engineer to 
determine if the item of material or equipment proposed is functionally equivalent to 
that named and an acceptable substitute therefor. Engineer will not accept requests 
for review of proposed substitute items of material or equipment from anyone other 
than Contractor. 

2. The requirements for review by Engineer will be as set forth in Paragraph 7.05.B, as 
supplemented by the Specifications, and as Engineer may decide is appropriate under 
the circumstances. 

3. Contractor shall make written application to Engineer for review of a proposed 
substitute item of material or equipment that Contractor seeks to furnish or use. The 
application: 

a. shall certify that the proposed substitute item will: 

1) perform adequately the functions and achieve the results called for by the 
general design, 

2) be similar in substance to that specified, and 

3) be suited to the same use as that specified. 

b. will state: 

1) the extent, if any, to which the use of the proposed substitute item will 
necessitate a change in Contract Times, 

2) whether use of the proposed substitute item in the Work will require a 
change in any of the Contract Documents (or in the provisions of any other 
direct contract with Owner for other work on the Project) to adapt the 
design to the proposed substitute item, and 

3) whether incorporation or use of the proposed substitute item in connection 
with the Work is subject to payment of any license fee or royalty. 

c. will identify: 

1) all variations of the proposed substitute item from that specified, and 
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2) available engineering, sales, maintenance, repair, and replacement services. 

d. shall contain an itemized estimate of all costs or credits that will result directly or 
indirectly from use of such substitute item, including but not limited to changes in 
Contract Price, shared savings, costs of redesign, and claims of other contractors 
affected by any resulting change. 

B. Engineer’s Evaluation and Determination: Engineer will be allowed a reasonable time to 
evaluate each substitute request, and to obtain comments and direction from Owner. 
Engineer may require Contractor to furnish additional data about the proposed substitute 
item. Engineer will be the sole judge of acceptability. No substitute will be ordered, 
furnished, installed, or utilized until Engineer’s review is complete and Engineer determines 
that the proposed item is an acceptable substitute. Engineer’s determination will be 
evidenced by a Field Order or a proposed Change Order accounting for the substitution 
itself and all related impacts, including changes in Contract Price or Contract Times. 
Engineer will advise Contractor in writing of any negative determination. 

C. Special Guarantee: Owner may require Contractor to furnish at Contractor’s expense a 
special performance guarantee or other surety with respect to any substitute. 

D. Reimbursement of Engineer’s Cost: Engineer will record Engineer’s costs in evaluating a 
substitute proposed or submitted by Contractor. Whether or not Engineer approves a 
substitute so proposed or submitted by Contractor, Contractor shall reimburse Owner for 
the reasonable charges of Engineer for evaluating each such proposed substitute. 
Contractor shall also reimburse Owner for the reasonable charges of Engineer for making 
changes in the Contract Documents (or in the provisions of any other direct contract with 
Owner) resulting from the acceptance of each proposed substitute. 

E. Contractor’s Expense: Contractor shall provide all data in support of any proposed 
substitute at Contractor’s expense. 

F. Effect of Engineer’s Determination: If Engineer approves the substitution request, 
Contractor shall execute the proposed Change Order and proceed with the substitution. 
The Engineer’s denial of a substitution request shall be final and binding, and may not be 
reversed through an appeal under any provision of the Contract Documents. Contractor 
may challenge the scope of reimbursement costs imposed under Paragraph 7.05.D, by 
timely submittal of a Change Proposal. 

7.06 Concerning Subcontractors, Suppliers, and Others 

A. Contractor may retain Subcontractors and Suppliers for the performance of parts of the 
Work.  Such Subcontractors and Suppliers must be acceptable to Owner. 

B. Contractor shall retain specific Subcontractors, Suppliers, or other individuals or entities for 
the performance of designated parts of the Work if required by the Contract to do so. 

C. Subsequent to the submittal of Contractor’s Bid or final negotiation of the terms of the 
Contract, Owner may not require Contractor to retain any Subcontractor, Supplier, or other 
individual or entity to furnish or perform any of the Work against which Contractor has 
reasonable objection. 

D. Prior to entry into any binding subcontract or purchase order, Contractor shall submit to 
Owner the identity of the proposed Subcontractor or Supplier (unless Owner has already 
deemed such proposed Subcontractor or Supplier acceptable, during the bidding process or 
otherwise). Such proposed Subcontractor or Supplier shall be deemed acceptable to Owner 
unless Owner raises a substantive, reasonable objection within five days. 
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expenses or damage directly attributable to Contractor’s stopping the Work as permitted 
by this paragraph. 

ARTICLE 17 – FINAL RESOLUTION OF DISPUTES 

17.01 Methods and Procedures 

A. Disputes Subject to Final Resolution: The following disputed matters are subject to final 
resolution under the provisions of this Article: 

1. A timely appeal of an approval in part and denial in part of a Claim, or of a denial in 
full; and 

2. Disputes between Owner and Contractor concerning the Work or obligations under 
the Contract Documents, and arising after final payment has been made. 

B. Final Resolution of Disputes: For any dispute subject to resolution under this Article, Owner 
or Contractor may: 

1. elect in writing to invoke the dispute resolution process provided for in the 
Supplementary Conditions; or 

2. agree with the other party to submit the dispute to another dispute resolution 
process; or 

3. if no dispute resolution process is provided for in the Supplementary Conditions or 
mutually agreed to, give written notice to the other party of the intent to submit the 
dispute to a court of competent jurisdiction. 

ARTICLE 18 – MISCELLANEOUS 

18.01 Giving Notice 

A. Whenever any provision of the Contract Documents requires the giving of written notice, it 
will be deemed to have been validly given if: 

1. delivered in person, by a commercial courier service or otherwise, to the individual or 
to a member of the firm or to an officer of the corporation for which it is intended; or 

2. delivered at or sent by registered or certified mail, postage prepaid, to the last 
business address known to the sender of the notice. 

18.02 Computation of Times 

A. When any period of time is referred to in the Contract by days, it will be computed to 
exclude the first and include the last day of such period. If the last day of any such period 
falls on a Saturday or Sunday or on a day made a legal holiday by the law of the applicable 
jurisdiction, such day will be omitted from the computation. 

18.03 Cumulative Remedies 

A. The duties and obligations imposed by these General Conditions and the rights and 
remedies available hereunder to the parties hereto are in addition to, and are not to be 
construed in any way as a limitation of, any rights and remedies available to any or all of 
them which are otherwise imposed or available by Laws or Regulations, by special warranty 
or guarantee, or by other provisions of the Contract. The provisions of this paragraph will 
be as effective as if repeated specifically in the Contract Documents in connection with 
each particular duty, obligation, right, and remedy to which they apply. 































PART 1: STATEMENT OF PROJECT SPECIFICATIONS 
 
 1.1.  STANDARD SPECIFICATIONS 

 
The Standard Technical Specifications and Drawings for American Fork, Utah, updated 
2015 applies on this project as a Specification Book. 
 
Link to the City of American Fork Standards and Specifications: 
http://www.AFCity.com within the Engineering Departments Page 
 
The most restrictive Document as determined by the City of American Fork shall govern 
in the event there is a conflict.  The Contractor shall abide by the decision.  
 
Refer to “SPECIAL PROVISIONS AND SUPPLEMENTAL SPECIFICATIONS” for 
other project specific specifications.  
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SECTION 26 05 00.00 - COMMON WORK RESULTS FOR ELECTRICAL 

PART 1 - GENERAL 

1.1 RELATED DOCUMENTS 

A. Drawings and general provisions of the Contract, including General and Supplementary 
Conditions and Division 01 Specification Sections, apply to this Section. 

1.2 SUMMARY 

A. Section Includes: 
1. Electrical equipment coordination and installation. 
2. Sleeves for raceways and cables. 
3. Sleeve seals. 
4. Raceways. 
5. Grout. 
6. Common electrical installation requirements. 
7. Concrete equipment bases. 
8. Building wire and connectors. 
9. Supporting devices for electrical components. 
10. Electrical identification. 
11. Electricity-metering components. 
12. Cutting and patching for electrical construction. 
13. Touchup painting. 
14. Workmanship. 
15. Coordination drawings. 
16. Rough-ins. 
17. Electrical installations. 
18. Cutting and patching. 
19. Submittals. 
20. Record documents. 
21. Maintenance manuals. 

1.3 DEFINITIONS 

A. EPDM:  Ethylene-propylene-diene terpolymer rubber. 

B. NBR:  Acrylonitrile-butadiene rubber. 

C. PVC:  Polyvinyl chloride. 

D. OSHA:  Occupational Safety and Health Administration. 

E. NFPA:  National Fire Protection Association. 

F. EPA: Environmental Protection Agency 

G. KW:  Kilowatts. 
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H. NECA:  National Electrical Contractor Association 

I. EMT:  Electrical metallic tubing. 

J. FMC:  Flexible metal conduit. 

K. IMC:  Intermediate metal conduit. 

L. LFMC:  Liquidtight flexible metal conduit. 

M. RNC:  Rigid nonmetallic conduit. 

1.4 SUBMITTALS 

A. Product Data:  For sleeve seals. 

B. Product Data:  Follow the procedure specified in Division 1 Section “Submittals”. 

C. Shop Drawings:  Dimensioned plans and sections or elevation layouts of electrical-metering 
equipment. 

D. Field Test Reports: Indicate and interpret test results for compliance with performance 
requirements. 

E. Additional copies may be required by individual sections of these Specifications. 

F. Prepare coordination drawings in accordance with Division 1 Section “Project Coordination”, to 
a scale of ¼”=1’-0”, or larger; detailing major elements, components, and systems of electrical 
equipment and materials in relationship with other systems, installation, and building 
components. Indicate locations where space is limited for installation and access and where 
sequencing and coordination of installations are of importance to the efficient flow of the work. 

1.5 QUALITY ASSURANCE 

A. Electrical Components, Devices, and Accessories:  Listed and labeled as defined in NFPA 70, 
Article 100, by a testing agency acceptable to authorities having jurisdiction, and marked for 
intended use. 

B. Comply with NFPA 70. 

1.6 COORDINATION 

A. Coordinate arrangement, mounting, and support of electrical equipment: 

1. To allow maximum possible headroom unless specific mounting heights that reduce 
headroom are indicated. 

2. To provide for ease of disconnecting the equipment with minimum interference to other 
installations. 

3. To allow right of way for piping and conduit installed at required slope. 
4. So connecting raceways, cables, wireways, cable trays, and busways will be clear of 

obstructions and of the working and access space of other equipment. 
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5. Clearance for servicing equipment, including space for equipment disassembly required 
for periodic maintenance. 

6. Exterior wall and foundation penetrations. 
7. Fire rated wall and floor penetrations. 
8. Equipment connections and support details. 
9. Sizes and location of required concrete pad and bases. 

B. Coordinate installation of required supporting devices and set sleeves in cast-in-place concrete, 
masonry walls, and other structural components as they are constructed. 

C. Coordinate chases, slots, inserts, sleeves, and openings with general construction work and 
arrange in building structure during progress of construction to facilitate the electrical 
installations that follow. 

D. Set inserts and sleeves in poured-in-place concrete, masonry work, and other structural 
components as they are constructed. 

E. Sequence, coordinate, and integrate installing electrical materials and equipment for efficient 
flow of the Work.  Coordinate installing large equipment requiring positioning before closing in 
the building. 

F. Where electrical identification devices are applied to field-finished surfaces, coordinate 
installation of identification devices with completion of finished surface. 

G. Where electrical identification markings and devices will be concealed by acoustical ceilings and 
similar finishes, coordinate installation of these items before ceiling installation. 

H. Verify voltage, phase and amps of all equipment, prior to rough-in phase of project. 

I. Coordinate location of access panels and doors for electrical items that are behind finished 
surfaces or otherwise concealed.  Access doors and panels are specified in Division 08 Section 
"Access Doors and Frames." 

J. Coordinate sleeve selection and application with selection and application of firestopping 
specified in Division 07 Section "Penetration Firestopping". 

K. Indicate the proposed locations of the major raceway systems, equipment and materials. 
Including the following: 
1. Clearance for servicing equipment, including space for equipment disassembly required 

for periodic maintenance. 
2. Exterior wall and foundation penetrations. 
3. Fire rated wall and floor penetrations. 
4. Equipment connections and support details. 
5. Sizes and location of required concrete pad and bases. 

1.7 WORKMANSHIP 

A. All materials and equipment shall be installed in accordance with the recommendations of the 
manufacturer to conform to the contract documents.  The installation shall be accomplished by 
workmen skilled in the type of work involved. 

B. The Electrical Contractor shall have a licensed or certified Master Electrician assigned to direct 
the electrical work and to coordinate work with the General Contractor and other trades.  
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Furthermore, a licensed or certified journeyman electrician shall be assigned to supervise the 
actual performance of all electrical work under Division 26.  All installers must be certified 
journeyman. 

1. All workmen doing electrical work of any nature must at all times carry their electrician's 
license with them and show it upon request. 

2. The licensed or certified journeyman assigned to supervise the performance of Division 
26 electrical work, shall be required to be on the job site at all times, while Division 26 
work is being performed. 

C. The installation shall conform to the applicable rules of the National Electrical Code and 
National Electrical Safety Code except where more stringent requirements are noted in these 
specifications.  Conflicts shall be brought to the attention of the Architect/Engineer. 

D. The Contractor and Sub-contractors shall comply with OSHA and EPA Standards while in the 
performance of this contract. 

1.8 SUBSTITUTIONS 

A. The equipment specified carries brand names and catalog numbers and shall be interpreted as 
establishing a standard of quality.  Use only specified items or those listed by addenda. 

B. Any conflict arising from the use of substituted equipment shall be the responsibility of the 
supplier, who shall bear all costs required to make the equipment comply with the intent of the 
plans and specifications. 

C. At the option of the Architect/Engineer, samples may be required for non-standard items before 
installation during construction. 

D. No materials or apparatus shall be substituted after the bid opening except where the 
equipment manufacturer has been discontinued or delivery becomes a problem, then written 
approval of the Architect/Engineer is required. 

1.9 RECORD DOCUMENTS 

A. Prepare record documents in accordance with the requirements in Division 1 Section 
"PROJECT CLOSEOUT."  In addition to the requirements specified in Division 1, indicate 
installed conditions for: 

1. Major raceway systems, size, and location, for both exterior and interior; locations of 
control devices; distribution and branch electrical circuitry; and fuse and circuit breaker 
size and arrangements. 

2. Equipment locations (exposed and concealed), dimensioned from prominent building 
lines. 
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PART 2 - PRODUCTS 

2.1 SLEEVES FOR RACEWAYS AND CABLES 

A. PVC Pipe Sleeves:  Schedule 40, PVC, plain ends. 

B. Sleeves for Rectangular Openings:  Galvanized sheet steel. 

1. Minimum Metal Thickness: 

a. For sleeve cross-section rectangle perimeter less than 50 inches and no side more 
than 16 inches, thickness shall be 0.052 inch. 

2.2 SLEEVE SEALS 

A. Description:  Modular sealing device, designed for field assembly, to fill annular space between 
sleeve and raceway or cable. 

1. Manufacturers:  Subject to compliance with requirements, provide products by one of the 
following: 

a. Advance Products & Systems, Inc. 
b. Calpico, Inc. 
c. Metraflex Co. 
d. Pipeline Seal and Insulator, Inc. 

2. Sealing Elements:  As required to match the specified roof material interlocking links 
shaped to fit surface of cable or conduit.  Include type and number required for material 
and size of raceway or cable. 

2.3 GROUT 

A. Nonmetallic, Shrinkage-Resistant Grout:  ASTM C 1107, factory-packaged, nonmetallic 
aggregate grout, noncorrosive, nonstaining, mixed with water to consistency suitable for 
application and a 30-minute working time. 

PART 3 - EXECUTION 

3.1 COMMON REQUIREMENTS FOR ELECTRICAL INSTALLATION 

A. Measure indicated mounting heights to bottom of unit for suspended items and to center of unit 
for wall-mounting items. 

B. Headroom Maintenance:  If mounting heights or other location criteria are not indicated, arrange 
and install components and equipment to provide maximum possible headroom consistent with 
these requirements. 
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C. Equipment:  Install to facilitate service, maintenance, and repair or replacement of components 
of both electrical equipment and other nearby installations.  Connect in such a way as to 
facilitate future disconnecting with minimum interference with other items in the vicinity. 

D. Right of Way:  Give to piping systems installed at a required slope.  

E. Materials and Components:  Install level, plumb, and parallel and perpendicular to other building 
systems and components, unless otherwise indicated. 

3.2 SLEEVE INSTALLATION FOR ELECTRICAL PENETRATIONS 

A. Electrical penetrations occur when raceways, cables, wireways, cable trays, penetrate concrete 
slabs, concrete or masonry walls, or fire-rated floor and wall assemblies. 

B. Concrete Slabs and Walls:  Install sleeves for penetrations unless core-drilled holes or formed 
openings are used.  Install sleeves during erection of slabs and walls. 

C. Use pipe sleeves unless penetration arrangement requires rectangular sleeved opening. 

D. Fire-Rated Assemblies:  Install sleeves for penetrations of fire-rated floor and wall assemblies 
unless openings compatible with firestop system used are fabricated during construction of floor 
or wall. 

E. Cut sleeves to length for mounting flush with both surfaces of walls. 

F. Extend sleeves installed in floors 2 inches above finished floor level. 

G. Size pipe sleeves to provide 1/4-inch annular clear space between sleeve and raceway or 
cable, unless indicated otherwise. 

H. Seal space outside of sleeves with grout for penetrations of concrete and masonry 

1. Promptly pack grout solidly between sleeve and wall so no voids remain.  Tool exposed 
surfaces smooth; protect grout while curing. 

I. Interior Penetrations of Non-Fire-Rated Walls and Floors:  Seal annular space between sleeve 
and raceway or cable, using joint sealant appropriate for size, depth, and location of joint.  
Comply with requirements in Division 07 Section "Joint Sealants.". 

J. Fire-Rated-Assembly Penetrations:  Maintain indicated fire rating of walls, partitions, ceilings, 
and floors at raceway and cable penetrations.  Install sleeves and seal raceway and cable 
penetration sleeves with firestop materials.  Comply with requirements in Division 07 Section 
"Penetration Firestopping." 

K. Roof-Penetration Sleeves:  Seal penetration of individual raceways and cables with flexible 
boot-type flashing units applied in coordination with roofing work. 

L. Aboveground, Exterior-Wall Penetrations:  Seal penetrations using steel pipe sleeves and 
mechanical sleeve seals.  Select sleeve size to allow for 1-inch annular clear space between 
pipe and sleeve for installing mechanical sleeve seals. 



American Fork City 
Art Dye Sports Park  
Specifications 
 
 

COMMON WORK RESULTS FOR ELECTRICAL 
 

26 05 00.00 - 7 
 

 

 

M. Underground, Exterior-Wall Penetrations:  Install cast-iron pipe sleeves.  Size sleeves to allow 
for 1-inch annular clear space between raceway or cable and sleeve for installing mechanical 
sleeve seals. 

3.3 SLEEVE-SEAL INSTALLATION 

A. Install to seal exterior wall penetrations. 

B. Use type and number of sealing elements recommended by manufacturer for raceway or cable 
material and size.  Position raceway or cable in center of sleeve.  Assemble mechanical sleeve 
seals and install in annular space between raceway or cable and sleeve.  Tighten bolts against 
pressure plates that cause sealing elements to expand and make watertight seal. 

3.4 CONCRETE BASES 

A. Construct concrete bases of dimensions indicated, but not less than 4 inches larger, in both 
directions, than supported unit.  Follow supported equipment manufacturer's anchorage 
recommendations and setting templates for anchor-bolt and tie locations, unless otherwise 
indicated.  Use 4000-psi, 28-day compressive-strength concrete and reinforcement.  

3.5 FIRESTOPPING 

A. Apply firestopping to penetrations of cable tray, fire-rated floor and wall assemblies for electrical 
installations to restore original fire-resistance rating of assembly.  Firestopping materials and 
installation requirements are specified in Division 07 Section "Penetration Firestopping." 

3.6 DEMOLITION 

A. Protect existing electrical equipment and installations indicated to remain.  If damaged or 
disturbed in the course of the Work, remove damaged portions and install new products of 
equal capacity, quality, and functionality at no cost to the owner. 

B. Accessible Work:  Remove exposed electrical equipment and installations, indicated to be 
demolished, in their entirety. 

C. Abandoned Work:  Cut and remove buried raceway and wiring, indicated to be abandoned in 
place, 2 inches below the surface of adjacent construction.  Cap raceways and patch surface to 
match existing finish. 

D. Remove demolished material from Project site. 

E. Remove, store, clean, reinstall, reconnect, and make operational components indicated for 
relocation. 

F. Contractor shall remove lamps and ballasts from the existing light fixtures and dispose them in 
the owner furnished containers. 
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3.7 CUTTING AND PATCHING 

A. Cut, channel, chase, and drill floors, walls, partitions, ceilings, and other surfaces required to 
permit electrical installations.  Perform cutting by skilled mechanics of trades involved. 

B. Repair and refinish disturbed finish materials and other surfaces to match adjacent undisturbed 
surfaces.  Install new fireproofing where existing firestopping has been disturbed.  Repair and 
refinish materials and other surfaces by skilled mechanics of trades involved. 

C. Repair conduit and system that have been disturbed or broken, see 3.6B. 

3.8 FIELD QUALITY CONTROL 

A. Inspect installed components for damage and faulty work, including the following: 
1. Raceways. 
2. Building wire and connectors. 
3. Supporting devices for electrical components. 
4. Electrical identification. 
5. Electricity-metering components. 
6. Concrete bases. 
7. Electrical demolition. 
8. Cutting and patching for electrical construction. 
9. Touchup painting. 

B. Test Owner's electricity-metering installation for proper operation, accuracy, and usability of 
output data. 
1. Connect a load of known kW rating, 1.5 kW minimum, to a circuit supplied by the metered 

feeder. 
2. Turn off circuits supplied by the metered feeder and secure them in the "off" condition. 
3. Run the test load continuously for eight hours, minimum, or longer to obtain a 

measurable meter indication.  Use a test load placement and setting that ensure 
continuous, safe operation. 

4. Check and record meter reading at end of test period and compare with actual electricity 
used based on test load rating, duration of test, and sample measurements of supply 
voltage at the test load connection.  Record test results. 

5. Repair or replace malfunctioning metering equipment or correct test setup; then retest.  
Repeat for each meter in installation until proper operation of entire system is verified. 

3.9 REFINISHING AND TOUCHUP PAINTING 

A. Refinish and touch up paint.  Paint materials and application requirements are specified in 
Division 9 Section "Painting." 

3.10 CLEANING AND PROTECTION 

A. On completion of installation, including outlets, fittings, and devices, inspect exposed finish.  
Remove burrs, dirt, paint spots, and construction debris. 

B. Protect equipment and installations and maintain conditions to ensure that coatings, finishes, 
and cabinets are without damage or deterioration at time of Substantial Completion. 
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END OF SECTION 26 0500 
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SECTION 26 05 19.00 - LOW-VOLTAGE ELECTRICAL POWER CONDUCTORS AND CABLES 

PART 1 - GENERAL 

1.1 RELATED DOCUMENTS 

A. Drawings and general provisions of the Contract, including General and Supplementary 
Conditions and Division 01 Specification Sections, apply to this Section. 

1.2 SUMMARY 

A. This Section includes the following: 

1. Building wires and cables rated 600 V and less. 
2. Connectors, splices, and terminations rated 600 V and less. 
3. Sleeves and sleeve seals for cables. 

B. Related Sections include the following: 

1. Division 26 Section "Medium-Voltage Cables" for single-conductor and multiconductor 
cables, cable splices, and terminations for electrical distribution systems with 2001 to 
35,000 V. 

2. Division 26 Section “Electrical System Testing” for testing of all conductor and cables 
installations. 

1.3 DEFINITIONS 

A. EPDM:  Ethylene-propylene-diene terpolymer rubber. 

B. NBR:  Acrylonitrile-butadiene rubber. 

C. NFPA:  National Fire Prevention Association 

D. ASTM:  American Society for Testing and Materials 

E. NEMA:  National electrical Manufacturers Association 

F. NETA:  National Educational Telecommunications Association 

1.4 SUBMITTALS 

A. Product Data:  For each type of product indicated. 

1.5 QUALITY ASSURANCE 

A. Electrical Components, Devices, and Accessories:  Listed and labeled as defined in NFPA 70, 
Article 100, by a testing agency acceptable to authorities having jurisdiction, and marked for 
intended use. 
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B. Comply with NFPA 70. 

1.6 COORDINATION 

A. Set sleeves in cast-in-place concrete, masonry walls, and other structural components as they 
are constructed. 

PART 2 - PRODUCTS 

2.1 CONDUCTORS AND CABLES 

A. Manufacturers:  Subject to compliance with requirements, provide products by one of the 
following: 

1. American Insulated Wire Corp.; a Leviton Company. 
2. General Cable Corporation. 
3. Senator Wire & Cable Company. 
4. Southwire Company. 

B. Refer to Part 3 “Conductor Insulation and Multiconductor Cable Applications and Wiring 
Methods” Article for insulation type, cable construction and ratings. 

C. Copper Conductors:  Comply with NEMA WC 70. 

D. Conductor Material:  Copper complying with NEMA WC 5 stranded conductor.  Aluminum 
conductors are allowed on this project. 

E. Conductor Insulation Types:  Type THHN-THWN complying with NEMA WC 5. 

F. Minimum Conductor Size (power conductors): #12 AWG 

G. MC-Cable or Romex cables shall not be used in this project. 

2.2 CONNECTORS AND SPLICES 

A. Manufacturers:  Subject to compliance with requirements, provide products by one of the 
following: 

1. AFC Cable Systems, Inc. 
2. Hubbell Power Systems, Inc. 
3. O-Z/Gedney; EGS Electrical Group LLC. 
4. 3M; Electrical Products Division. 
5. Tyco Electronics Corp. 

B. Description:  Factory-fabricated connectors and splices of size, ampacity rating, material, type, 
and class for application and service indicated. 

C. Refer to Part 3 "Conductor and Insulation Applications" Article for insulation type, cable 
construction, and ratings. 
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D. Conductor Material:  Copper complying with NEMA WC 5 stranded conductor.  Aluminum 
conductors are not allowed on this project. 

E. Conductor Insulation Types:  Type THHN-THWN complying with NEMA WC 5. 

F. Minimum Conductor Size (power conductors): #12 AWG. 

2.3 SLEEVES FOR CABLES 

A. Steel Pipe Sleeves:  ASTM A 53/A 53M, Type E, Grade B, Schedule 40, galvanized steel, plain 
ends. 

B. Sleeves for Rectangular Openings:  Galvanized sheet steel with minimum 0.138-inch thickness 
as indicated and of length to suit application. 

C. Coordinate sleeve selection and application with selection and application of firestopping 
specified in Division 07 Section "Penetration Firestopping." 

2.4 SLEEVE SEALS 

A. Manufacturers:  Subject to compliance with requirements, provide products by one of the 
following: 

1. Advance Products & Systems, Inc. 
2. Calpico, Inc. 
3. Metraflex Co. 
4. Pipeline Seal and Insulator, Inc. 

B. Description:  Modular sealing device, designed for field assembly, to fill annular space between 
sleeve and cable. 

1. Sealing Elements:  As required for the specified materials interlocking links shaped to fit 
surface of cable or conduit.  Include type and number required for material and size of 
raceway or cable. 

2. Pressure Plates:  Carbon steel.  Include two for each sealing element. 
3. Connecting Bolts and Nuts:  Carbon steel with corrosion-resistant coating of length 

required to secure pressure plates to sealing elements.  Include one for each sealing 
element. 

 

C. Description:  Modular sealing device, designed for field assembly, to fill annular space between 
sleeve and cable. 

1. Sealing Elements:  EPDM interlocking links shaped to fit surface of cable or conduit.  
Include type and number required for material and size of raceway or cable. 

2. Pressure Plates:  Carbon steel.  Include two for each sealing element. 
3. Connecting Bolts and Nuts:  Stainless steel of length required to secure pressure plates 

to sealing elements.  Include one for each sealing element. 
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PART 3 - EXECUTION 

3.1 CONDUCTOR MATERIAL APPLICATIONS 

A. Feeders:  Copper.  Stranded for all conductor sizes, unless otherwise indicated.   

B. Branch Circuits:  Copper.  Provide solid conductors for power and lighting circuits no. 10 AWG 
and smaller.  Provide stranded conductors for sizes no. 8 AWG and larger.  All control 
conductors shall be THHN/THWN stranded in raceway.  Motor loads shall be stranded copper.. 

C. Aluminum conductors are not allowed on this project. 

3.2 CONDUCTOR INSULATION AND MULTICONDUCTOR CABLE APPLICATIONS AND WIRING 
METHODS 

A. Service Entrance:  Type THHN-THWN, single conductors in raceway . 

B. Exposed Feeders:  Type THHN-THWN, single conductors in raceway.  

C. Feeders Concealed in Ceilings, Walls, Partitions, and Crawlspaces:  Type THHN-THWN, single 
conductors in raceway.   

D. Feeders Concealed in Concrete, below Slabs-on-Grade, and Underground:  Type THHN-
THWN, single conductors in raceway.   

E. Exposed Branch Circuits, Including in Crawlspaces:  Type THHN-THWN, single conductors in 
raceway.   

F. Branch Circuits Concealed in Ceilings, Walls, and Partitions:  Type THHN-THWN, single 
conductors in raceway.   

G. Branch Circuits Concealed in Concrete, below Slabs-on-Grade, and Underground:  
Type THHN-THWN, single conductors in raceway.   

H. Cord Drops and Portable Appliance Connections:  Type SO, hard service cord with stainless-
steel, wire-mesh, strain relief device at terminations to suit application. 

I. Fire Alarm Circuits:  Type THHN-THWN, in single raceway, unless specified otherwise in 
Section 28, ”Digital, Addressable Fire Alarm System”.  

J. Class 1 Control Circuits:  Type THHN-THWN, in raceway. 

K. Class 2 Control Circuits:  Type THHN-THWN, in raceway.   

3.3 INSTALLATION OF CONDUCTORS AND CABLES 

A. Conceal cables in finished walls, ceilings, and floors, unless otherwise indicated. 

B. Use manufacturer-approved pulling compound or lubricant where necessary; compound used 
must not deteriorate conductor or insulation.  Do not exceed manufacturer's recommended 
maximum pulling tensions and sidewall pressure values. 



American Fork City 
Art Dye Sports Park  
Specifications 
 
 

LOW-VOLTAGE ELECTRICAL POWER CONDUCTORS AND CABLES 
 

26 05 19.00 - 5 
 

 

 

C. Use pulling means, including fish tape, cable, rope, and basket-weave wire/cable grips, that will 
not damage cables or raceway. 

D. Install exposed cables parallel and perpendicular to surfaces of exposed structural members, 
and follow surface contours where possible. 

E. Support cables according to Division 26 Section "Hangers and Supports for Electrical Systems." 

F. Identify and color-code conductors and cables according to Division 26 Section "Identification 
for Electrical Systems." 

G. Seal around cables penetrating fire-rated elements according to Division 7 Section "Through-
Penetration Firestop Systems." 

H. Clean conduits with a 95% mandrel, prior to installation of conductors. 

3.4 CONNECTIONS 

A. Tighten electrical connectors and terminals according to manufacturer's published torque-
tightening values.  If manufacturer's torque values are not indicated, use those specified in 
UL 486A and UL 486B. 

B. Make splices and taps that are compatible with conductor material and that possess equivalent 
or better mechanical strength and insulation ratings than unspliced conductors. 

C. Wiring at Outlets:  Install conductor at each outlet, with at least 12 inches of slack. 

3.5 SLEEVE INSTALLATION FOR ELECTRICAL PENETRATIONS 

A. Coordinate sleeve selection and application with selection and application of firestopping 
specified in Division 07 Section "Penetration Firestopping." 

B. Concrete Slabs and Walls:  Install sleeves for penetrations unless core-drilled holes or formed 
openings are used.  Install sleeves during erection of slabs and walls. 

C. Use pipe sleeves unless penetration arrangement requires rectangular sleeved opening. 

D. Rectangular Sleeve Minimum Metal Thickness: 

1. For sleeve rectangle perimeter less than 50 inches and no side greater than 16 inches, 
thickness shall be 0.052 inch. 

E. Fire-Rated Assemblies:  Install sleeves for penetrations of fire-rated floor and wall assemblies 
unless openings compatible with firestop system used are fabricated during construction of floor 
or wall. 

F. Cut sleeves to length for mounting flush with both wall surfaces. (Public Areas) 

G. Extend sleeves installed in floors 2 inches above finished floor level. (Utility Areas) 

H. Size pipe sleeves to provide 1/4-inch annular clear space between sleeve and cable unless 
sleeve seal is to be installed or unless seismic criteria require different clearance. 
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I. Seal space outside of sleeves with grout for penetrations of concrete and masonry and with 
approved joint compound for gypsum board assemblies. 

J. Interior Penetrations of Non-Fire-Rated Walls and Floors:  Seal annular space between sleeve 
and cable, using joint sealant appropriate for size, depth, and location of joint according to 
Division 07 Section "Joint Sealants." 

K. Fire-Rated-Assembly Penetrations:  Maintain indicated fire rating of walls, partitions, ceilings, 
and floors at cable penetrations.  Install sleeves and seal with firestop materials according to 
Division 07 Section "Penetration Firestopping." 

L. Roof-Penetration Sleeves:  Seal penetration of individual cables with flexible boot-type flashing 
units applied in coordination with roofing work. 

M. Aboveground Exterior-Wall Penetrations:  Seal penetrations using sleeves and mechanical 
sleeve seals.  Size sleeves to allow for 1-inch annular clear space between pipe and sleeve for 
installing mechanical sleeve seals. 

N. Underground Exterior-Wall Penetrations:  Install cast-iron "wall pipes" for sleeves.  Size sleeves 
to allow for 1-inch annular clear space between cable and sleeve for installing mechanical 
sleeve seals. 

3.6 SLEEVE-SEAL INSTALLATION 

A. Install to seal underground exterior-wall penetrations. 

B. Use type and number of sealing elements recommended by manufacturer for cable material 
and size.  Position cable in center of sleeve.  Assemble mechanical sleeve seals and install in 
annular space between cable and sleeve.  Tighten bolts against pressure plates that cause 
sealing elements to expand and make watertight seal. 

3.7 FIRESTOPPING 

A. Apply firestopping to electrical penetrations of fire-rated floor and wall assemblies to restore 
original fire-resistance rating of assembly according to Division 07 Section "Penetration 
Firestopping." 

3.8 FIELD QUALITY CONTROL 

A. Perform tests and inspections and prepare test reports. 

B. Tests and Inspections: 

1. After installing conductors and cables and before electrical circuitry has been energized, 
test service entrance and feeder conductors, and conductors feeding the following critical 
equipment and services for compliance with requirements. 

2. Prior to energizing, check installed wires and cables with megaohm meter to determine 
insulation resistance levels to assure requirements are fulfilled.  

3. Provide written documents for all Megger testing. 
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4. Prior to energizing, test wires and cables for electrical continuity and for short-circuits. 

5. Perform each visual and mechanical inspection and electrical test stated in NETA 
Acceptance Testing Specification.  Certify compliance with test parameters. 

C. Remove and replace malfunctioning units and retest as specified above. 

D. Refer to "Commissioning Specification" sections for project commissioning requirements. 

END OF SECTION 26 0519 
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SECTION 26 05 26.00 - GROUNDING AND BONDING FOR ELECTRICAL SYSTEMS 

PART 1 - GENERAL 

1.1 RELATED DOCUMENTS 

A. Drawings and general provisions of the Contract, including General and Supplementary 
Conditions and Division 01 Specification Sections, apply to this Section. 

1.2 SUMMARY 

A. This Section includes methods and materials for grounding systems and equipment., plus the 
following special applications: 
1. Underground distribution grounding. 

B. Related Sections include the following: 
1. Division 2 Section "Underground Ducts and Utility Structures" for ground test wells. 

1.3 SUBMITTALS 

A. Product Data:  For each type of product indicated. 

B. Other Informational Submittals:  Plans showing dimensioned locations of proposed grounding 
features specified in Part 3 "Field Quality Control" Article, including the following: 
1. Ground rods. 
2. Grounding arrangements and connections for separately derived systems. 

C. Qualification Data:  For testing agency and testing agency's field supervisor. 

1.4 QUALITY ASSURANCE 

A. Comply with UL 467 for grounding and bonding materials and equipment. 

B. Comply with NFPA 70; for medium-voltage underground construction, comply with IEEE C2. 

PART 2 - PRODUCTS 

2.1 MANUFACTURERS 

A. Manufacturers:  Subject to compliance with requirements, provide products by one of the 
following: 

1. Grounding Conductors, Cables, Connectors, and Rods: 
a. Chance/Hubbell. 
b. Copperweld Corp. 
c. Erico Inc.; Electrical Products Group. 
d. Framatome Connectors/Burndy Electrical. 
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e. Harger Lightning Protection, Inc. 
f. Heary Brothers Lightning Protection Co. 
g. Kearney/Cooper Power Systems. 
h. Korns:  C. C. Korns Co.; Division of Robroy Industries. 
i. Lyncole XIT Grounding. 
j. O-Z/Gedney Co.; a business of the EGS Electrical Group. 
k. Raco, Inc.; Division of Hubbell. 
l. Thomas & Betts, Electrical. 

2.2 CONDUCTORS 

A. Insulated Conductors:  Copper or tinned-copper wire or cable insulated for 600 V unless 
otherwise required by applicable Code or authorities having jurisdiction. 

B. Bare Copper Conductors: 
1. Stranded Conductors:  ASTM B 8. 
2. Bonding Cable:  28 kcmil, 14 strands of No. 17 AWG conductor, 1/4 inch in diameter. 
3. Bonding Conductor:  No. 4 or No. 6 AWG, stranded conductor. 
4. Bonding Jumper:  Copper tape, braided conductors, terminated with copper ferrules; 1-

5/8 inches wide and 1/16 inch thick. 
5. Tinned Bonding Jumper:  Tinned-copper tape, braided conductors, terminated with 

copper ferrules; 1-5/8 inches wide and 1/16 inch thick. 

C. Grounding Bus:   
1. Rectangular bars of annealed copper, 1/4 by 2 inches by 14 inches in cross section, 

unless otherwise indicated; with insulators. 

2.3 CONNECTORS 

A. Listed and labeled by a nationally recognized testing laboratory acceptable to authorities having 
jurisdiction for applications in which used, and for specific types, sizes, and combinations of 
conductors and other items connected. 

1. Non Reversible Crimps 

B. Welded Connectors:  Exothermic-welding kits of types recommended by kit manufacturer for 
materials being joined and installation conditions required at the grounding rods. 

2.4 GROUNDING ELECTRODES 

A. Ground Rods:  stainless steel; 3/4 inch by 10 feet in diameter. 

PART 3 - EXECUTION 

3.1 APPLICATIONS 

A. Conductors:  Stranded for all conductor sizes, unless otherwise indicated. 
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B. Use only copper conductors for both insulated and bare grounding conductors in direct contact 
with earth, concrete, masonry, crushed stone, and similar materials. 

C. In raceways, use insulated equipment grounding conductors. 

D. Exothermic-Welded Connections:  Use for underground connections, except those at test wells. 

E. Equipment Grounding Conductor Terminations:  Use bolted pressure clamps. 

F. Grounding Bus:  Install in all electrical and all telephone equipment rooms, in rooms housing 
service equipment, under all raised floors and elsewhere as indicated. 
1. Use insulated spacer; space 1 inch from wall and support from wall 6 inches above 

finished floor, unless otherwise indicated. 
2. At doors, route the bus up to the top of the doorframe, across the top of the doorway, and 

down to the specified height above the floor. 

G. Underground Grounding Conductors:  Use tinned- copper conductor, No. #2 AWG Bare CU 
minimum.  Bury at least 24 inches below grade or bury 12 inches above duct bank when 
installed as part of the duct bank. 

H. Underground Grounding Conductors:  Install bare tinned-copper conductor, No.  3/0 AWG 
minimum or as shown on the plans. 

1. Bury at least 24 inches below grade. 

I. Grounding Bus:  Install in electrical and telephone equipment rooms, in rooms housing service 
equipment, and elsewhere as indicated. 

1. Install bus on insulated spacers 1 inch, minimum, from wall 6 inches above finished floor, 
unless otherwise indicated. 

J. Conductor Terminations and Connections: 

1. Pipe and Equipment Grounding Conductor Terminations:  Bolted connectors. 
2. Underground Connections:  Welded connectors, except at test wells and as otherwise 

indicated. 
3. Connections to Structural Steel:  Non Reversible Crimp. 

3.2 EQUIPMENT GROUNDING 

A. Comply with NFPA 70, Article 250, for types, sizes, and quantities of equipment grounding 
conductors, unless specific types, larger sizes, or more conductors than required by NFPA 70 
are indicated. 

B. Install insulated equipment grounding conductors with all feeders and branch circuits. 

C. Install insulated equipment grounding conductors with the following items, in addition to those 
required by NFPA 70: 

1. Feeders and branch circuits. 
2. Lighting circuits. 
3. Receptacle circuits. 
4. Single-phase motor and appliance branch circuits. 
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5. Three-phase motor and appliance branch circuits. 
6. Flexible raceway runs. 
7. Computer and Rack-Mounted Electronic Equipment Circuits:  Install insulated equipment 

grounding conductor in branch-circuit runs from equipment-area power panels and 
power-distribution units. 

D. Computer Outlet Circuits:  Install insulated equipment-grounding conductor in branch-circuit 
runs from computer-area power panels or power-distribution units. 

E. Nonmetallic Raceways:  Install an equipment-grounding conductor in nonmetallic raceways 
unless they are designated for telephone or data cables. 

F. Air-Duct Equipment Circuits:  Install an equipment-grounding conductor to duct-mounted 
electrical devices operating at 120 V and more, including air cleaners and heaters.  Bond 
conductor to each unit and to air duct. 

G. Water Heater, Heat-Tracing, and Antifrost Heating Cables:  Install a separate equipment-
grounding conductor to each electric water heater, heat-tracing, and antifrost heating cable.  
Bond conductor to heater units, piping, connected equipment, and components. 

H. Signal and Communication Equipment:  For telephone, alarm, voice and data, and other 
communication equipment, provide No. 4 AWG minimum insulated grounding conductor in 
raceway from grounding electrode system to each service location, terminal cabinet, wiring 
closet, and central equipment location. 

1. Service and Central Equipment Locations and Wiring Closets:  Terminate grounding 
conductor on a 1/4-by-2-by-12-inch grounding bus. 

2. Terminal Cabinets:  Terminate grounding conductor on cabinet grounding terminal. 

3.3 INSTALLATION 

A. Grounding Conductors:  Route along shortest and straightest paths possible, unless otherwise 
indicated or required by Code.  Avoid obstructing access or placing conductors where they may 
be subjected to strain, impact, or damage. 

B. Ground Rods:   
1. Drive ground rods until tops are 12 inches below finished floor or final grade, unless 

otherwise indicated. 
2. Interconnect ground rods with grounding electrode conductors.  Use exothermic welds, 

except at test wells and as otherwise indicated.  Make connections without exposing steel 
or damaging copper coating. 

3. Interconnect ground rods with grounding electrode conductor below grade and as 
otherwise indicated.  Make connections without exposing steel or damaging coating, if 
any. 

4. For grounding electrode system, install at least two rods spaced at least one-rod length 
from each other and located at least the same distance from other grounding electrodes, 
and connect to the service grounding electrode conductor. 

5. Route along shortest and straightest paths possible, unless otherwise indicated.  Avoid 
obstructing access or placing conductors where they may be subjected to strain, impact, 
or damage. 

C. Bonding Straps and Jumpers:  Install in locations accessible for inspection and maintenance, 
except where routed through short lengths of conduit. 
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1. Bonding to Structure:  Bond straps directly to basic structure, taking care not to penetrate 
any adjacent parts. 

2. Bonding to Equipment Mounted on Vibration Isolation Hangers and Supports:  Install so 
vibration is not transmitted to rigidly mounted equipment. 

3. Use exothermic-welded connectors for outdoor locations, but if a disconnect-type 
connection is required, use a bolted clamp. 

D. Grounding and Bonding for Piping: 

1. Metal Water Service Pipe:  Install insulated copper grounding conductors, in conduit, 
from building's main service equipment, or grounding bus, to main metal water service 
entrances to building.  Connect grounding conductors to main metal water service pipes, 
using a bolted clamp connector or by bolting a lug-type connector to a pipe flange, using 
one of the lug bolts of the flange.  Where a dielectric main water fitting is installed, 
connect grounding conductor on street side of fitting.  Bond metal grounding conductor 
conduit or sleeve to conductor at each end. 

2. Water Meter Piping:  Use braided-type bonding jumpers to electrically bypass water 
meters.  Connect to pipe with a bolted connector. 

3. Bond each aboveground portion of gas piping system downstream from equipment 
shutoff valve. 

E. Bond each aboveground portion of gas piping system upstream from equipment shutoff valve. 

F. Ufer Ground (Concrete-Encased Grounding Electrode):  Fabricate according to NFPA 70, using 
a minimum of 20 feet of bare copper conductor not smaller than No. 4 AWG. 

1. If concrete foundation is less than 20 feet long, coil excess conductor within base of 
foundation. 

2. Bond grounding conductor to reinforcing steel in at least four locations and to anchor 
bolts.  Extend grounding conductor below grade and connect to building grounding grid or 
to grounding electrode external to concrete. 

3.4 CONNECTIONS 

A. General:  Make connections so galvanic action or electrolysis possibility is minimized.  Select 
connectors, connection hardware, conductors, and connection methods so metals in direct 
contact will be galvanically compatible. 
1. Use electroplated or hot-tin-coated materials to ensure high conductivity and to make 

contact points closer to order of galvanic series. 
2. Make connections with clean, bare metal at points of contact. 
3. Coat and seal connections having dissimilar metals with inert material to prevent future 

penetration of moisture to contact surfaces. 

B. Exothermic-Welded Connections:  Comply with manufacturer's written instructions.  Welds that 
are puffed up or that show convex surfaces indicating improper cleaning are not acceptable. 

C. Equipment Grounding Conductor Terminations:  For No. 8 AWG and larger, use pressure-type 
grounding lugs.  No. 10 AWG and smaller grounding conductors may be terminated with winged 
pressure-type connectors. 

D. Noncontact Metal Raceway Terminations:  If metallic raceways terminate at metal housings 
without mechanical and electrical connection to housing, terminate each conduit with a 
grounding bushing.  Connect grounding bushings with a bare grounding conductor to grounding 
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bus or terminal in housing.  Bond electrically noncontinuous conduits at entrances and exits with 
grounding bushings and bare grounding conductors, unless otherwise indicated. 

E. Tighten screws and bolts for grounding and bonding connectors and terminals according to 
manufacturer's published torque-tightening values.  If manufacturer's torque values are not 
indicated, use those specified in UL 486A. 

F. Compression-Type Connections:  Use hydraulic compression tools to provide correct 
circumferential pressure for compression connectors.  Use tools and dies recommended by 
connector manufacturer.  Provide embossing die code or other standard method to make a 
visible indication that a connector has been adequately compressed on grounding conductor. 

G. Moisture Protection:  If insulated grounding conductors are connected to ground rods or 
grounding buses, insulate entire area of connection and seal against moisture penetration of 
insulation and cable. 

3.5 FIELD QUALITY CONTROL 

A. Perform the following tests and inspections and prepare test reports: 

1. After installing grounding system but before permanent electrical circuits have been 
energized, test for compliance with requirements. 

2. Prepare dimensioned drawings locating each test well, ground rod and ground rod 
assembly, and other grounding electrodes.  Identify each by letter in alphabetical order, 
and key to the record of tests and observations.  Include the number of rods driven and 
their depth at each location, and include observations of weather and other phenomena 
that may affect test results.  Describe measures taken to improve test results. 

END OF SECTION 26 0526 
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SECTION 26 05 29.00 - HANGERS AND SUPPORTS FOR ELECTRICAL SYSTEMS 

PART 1 - GENERAL 

1.1 RELATED DOCUMENTS 

A. Drawings and general provisions of the Contract, including General and Supplementary 
Conditions and Division 01 Specification Sections, apply to this Section. 

1.2 SUMMARY 

A. This Section includes the following: 

1. Hangers and supports for electrical equipment and systems. 
2. Construction requirements for concrete bases. 

B. Related Sections include the following: 

1. Division 26 Section "Vibration And Seismic Controls For Electrical Systems" for products 
and installation requirements necessary for compliance with seismic criteria. 

1.3 DEFINITIONS 

A. EMT:  Electrical metallic tubing. 

B. IMC:  Intermediate metal conduit. 

C. RMC:  Rigid metal conduit. 

1.4 PERFORMANCE REQUIREMENTS 

A. Design supports for multiple raceways capable of supporting combined weight of supported 
systems and its contents. 

B. Design equipment supports capable of supporting combined operating weight of supported 
equipment and connected systems and components. 

C. Rated Strength:  Adequate in tension, shear, and pullout force to resist maximum loads 
calculated or imposed for this Project, with a minimum structural safety factor of five times the 
applied force. 

1.5 SUBMITTALS 

A. Product Data:  For the following: 

1. Steel slotted support systems. 
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1.6 QUALITY ASSURANCE 

A. Welding:  Qualify procedures and personnel according to AWS D1.1/D1.1M, "Structural Welding 
Code - Steel." 

B. Comply with NFPA 70. 

1.7 COORDINATION 

A. Coordinate size and location of concrete bases.  Cast anchor-bolt inserts into bases.  Concrete, 
reinforcement, and formwork requirements are specified in Division 03. 

B. Coordinate installation of roof curbs, equipment supports, and roof penetrations.  These items 
are specified in Division 07 Section "Roof Accessories." 

PART 2 - PRODUCTS 

2.1 SUPPORT, ANCHORAGE, AND ATTACHMENT COMPONENTS 

A. Steel Slotted Support Systems:  Comply with MFMA-4, factory-fabricated components for field 
assembly. 
1. Manufacturers:  Subject to compliance with requirements, provide products by one of the 

following: 

a. Allied Tube & Conduit. 
b. Cooper B-Line, Inc.; a division of Cooper Industries. 
c. ERICO International Corporation. 
d. GS Metals Corp. 
e. Thomas & Betts Corporation. 
f. Unistrut; Tyco International, Ltd. 
g. Wesanco, Inc. 

2. Metallic Coatings:  Hot-dip galvanized after fabrication and applied according to MFMA-4. 
3. Nonmetallic Coatings:  Manufacturer's standard PVC, polyurethane, or polyester coating 

applied according to MFMA-4. 
4. Painted Coatings:  Manufacturer's standard painted coating applied according to MFMA-

4. 
5. Channel Dimensions:  Selected for applicable load criteria. 

B. Raceway and Cable Supports:  As described in NECA 1 and NECA 101. 

C. Conduit and Cable Support Devices:  Steel hangers, clamps, and associated fittings, designed 
for types and sizes of raceway or cable to be supported. 

D. Support for Conductors in Vertical Conduit:  Factory-fabricated assembly consisting of threaded 
body and insulating wedging plug or plugs for non-armored electrical conductors or cables in 
riser conduits.  Plugs shall have number, size, and shape of conductor gripping pieces as 
required to suit individual conductors or cables supported.  Body shall be malleable iron. 

E. Structural Steel for Fabricated Supports and Restraints:  ASTM A 36/A 36M, steel plates, 
shapes, and bars; black and galvanized. 
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F. Mounting, Anchoring, and Attachment Components:  Items for fastening electrical items or their 
supports to building surfaces include the following: 

1. Powder-Actuated Fasteners:  Threaded-steel stud, for use in hardened portland cement 
concrete, steel, or wood, with tension, shear, and pullout capacities appropriate for 
supported loads and building materials where used. 
a. Manufacturers:  Subject to compliance with requirements, provide products by one 

of the following: 

1) Hilti Inc. 
2) ITW Ramset/Red Head; a division of Illinois Tool Works, Inc. 
3) MKT Fastening, LLC. 
4) Simpson Strong-Tie Co., Inc.; Masterset Fastening Systems Unit. 

2. Concrete Inserts:  Steel or malleable-iron, slotted support system units similar to MSS 
Type 18; complying with MFMA-4 or MSS SP-58. 

3. Clamps for Attachment to Steel Structural Elements:  MSS SP-58, type suitable for 
attached structural element. 

4. Through Bolts:  Structural type, hex head, and high strength.  Comply with ASTM A 325. 
5. Toggle Bolts:  All-steel springhead type. 
6. Hanger Rods:  Threaded steel. 

2.2 FABRICATED METAL EQUIPMENT SUPPORT ASSEMBLIES 

A. Description:  Welded or bolted, structural-steel shapes, shop or field fabricated to fit dimensions 
of supported equipment. 

B. Materials:  Comply with requirements in Division 05 Section "Metal Fabrications" for steel 
shapes and plates. 

PART 3 - EXECUTION 

3.1 APPLICATION 

A. Comply with NECA 1 and NECA 101 for application of hangers and supports for electrical 
equipment and systems except if requirements in this Section are stricter. 

B. Maximum Support Spacing and Minimum Hanger Rod Size for Raceway:  Space supports for 
EMT, IMC, and RMC as required by NFPA 70.  Minimum rod size shall be 3/8 inch in diameter. 

C. Multiple Raceways or Cables:  Install trapeze-type supports fabricated with steel slotted or 
other support system, sized so capacity can be increased by at least 25 percent in future 
without exceeding specified design load limits. 

1. Secure raceways and cables to these supports with single-bolt conduit clamps using 
spring friction action for retention in support channel. 

D. Spring-steel clamps designed for supporting single conduits without bolts may be used for 
3/4inch and smaller raceways serving branch circuits and communication systems above 
suspended ceilings and for fastening raceways to trapeze supports. 
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3.2 SUPPORT INSTALLATION 

A. Comply with NECA 1 and NECA 101 for installation requirements except as specified in this 
Article. 

B. Raceway Support Methods:  In addition to methods described in NECA 1, EMT, IMC, and RMC 
may be supported by openings through structure members, as permitted in NFPA 70. 

C. Strength of Support Assemblies:  Where not indicated, select sizes of components so strength 
will be adequate to carry present and future static loads within specified loading limits.  
Minimum static design load used for strength determination shall be weight of supported 
components plus 200 lb. 

D. Mounting and Anchorage of Surface-Mounted Equipment and Components:  Anchor and fasten 
electrical items and their supports to building structural elements by the following methods 
unless otherwise indicated by code: 

1. To Wood:  Fasten with lag screws or through bolts. 
2. To New Concrete:  Bolt to concrete inserts. 
3. To Masonry:  Approved toggle-type bolts on hollow masonry units and expansion anchor 

fasteners on solid masonry units. 
4. Instead of expansion anchors, powder-actuated driven threaded studs provided with lock 

washers and nuts may be used in existing standard-weight concrete 4 inches thick or 
greater.  Do not use for anchorage to lightweight-aggregate concrete or for slabs less 
than 4 inches thick. 

5. To Steel:  Beam clamps (MSS Type 19, 21, 23, 25, or 27) complying with MSS SP-69. 
6. To Light Steel:  Sheet metal screws. 
7. Items Mounted on Hollow Walls and Nonstructural Building Surfaces:  Mount cabinets, 

panelboards, disconnect switches, control enclosures, pull and junction boxes, 
transformers, and other devices on slotted-channel racks attached to substrate by means 
that meet seismic-restraint strength and anchorage requirements. 

E. Drill holes for expansion anchors in concrete at locations and to depths that avoid reinforcing 
bars. 

F. Support structure width shall be 24 inches (min), unless specified otherwise.  

3.3 INSTALLATION OF FABRICATED METAL SUPPORTS 

A. Comply with installation requirements in Division 05 Section "Metal Fabrications" for site-
fabricated metal supports. 

B. Cut, fit, and place miscellaneous metal supports accurately in location, alignment, and elevation 
to support and anchor electrical materials and equipment. 

C. Field Welding:  Comply with AWS D1.1/D1.1M. 

3.4 CONCRETE BASES 

A. Construct concrete bases of dimensions indicated but not less than 4 inches larger in both 
directions than supported unit, and so anchors will be a minimum of 10 bolt diameters from 
edge of the base. 
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B. Use 3000-psi, 28-day compressive-strength concrete.  Concrete materials, reinforcement, and 
placement requirements are specified in Division 03 Section "Cast-in-Place Concrete." 

C. Anchor equipment to concrete base. 

1. Place and secure anchorage devices.  Use supported equipment manufacturer's setting 
drawings, templates, diagrams, instructions, and directions furnished with items to be 
embedded. 

2. Install anchor bolts to elevations required for proper attachment to supported equipment. 
3. Install anchor bolts according to anchor-bolt manufacturer's written instructions. 

3.5 PAINTING 

A. Touchup:  Clean field welds and abraded areas of shop paint.  Paint exposed areas 
immediately after erecting hangers and supports.  Use same materials as used for shop 
painting.  Comply with SSPC-PA 1 requirements for touching up field-painted surfaces. 

1. Apply paint by brush or spray to provide minimum dry film thickness of 2.0 mils. 

B. Touchup:  Comply with requirements in Division 09 painting Sections for cleaning and touchup 
painting of field welds, bolted connections, and abraded areas of shop paint on miscellaneous 
metal. 

C. Galvanized Surfaces:  Clean welds, bolted connections, and abraded areas and apply 
galvanizing-repair paint to comply with ASTM A 780. 

END OF SECTION 26 0529 
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SECTION 26 05 33.00 - RACEWAY AND BOXES FOR ELECTRICAL SYSTEMS 

PART 1 - GENERAL 

1.1 RELATED DOCUMENTS 

A. Drawings and general provisions of the Contract, including General and Supplementary 
Conditions and Division 01 Specification Sections, apply to this Section. 

1.2 SUMMARY 

A. This Section includes raceways, fittings, boxes, enclosures, and cabinets for electrical wiring. 

B. Related Sections include the following: 

1. Division 26 Section "Underground Ducts and Raceways for Electrical Systems" for 
exterior ductbanks, manholes, and underground utility construction. 

1.3 DEFINITIONS 

A. EMT:  Electrical metallic tubing. 

B. ENT:  Electrical nonmetallic tubing. 

C. EPDM:  Ethylene-propylene-diene terpolymer rubber. 

D. FMC:  Flexible metal conduit. 

E. IMC:  Intermediate metal conduit. 

F. LFMC:  Liquidtight flexible metal conduit. 

G. LFNC:  Liquidtight flexible nonmetallic conduit. 

H. NBR:  Acrylonitrile-butadiene rubber. 

I. RNC:  Rigid nonmetallic conduit. 

1.4 SUBMITTALS 

A. Product Data:  For surface raceways, wireways and fittings, floor boxes, hinged-cover 
enclosures, and cabinets. 

B. Coordination Drawings:  Conduit routing plans, drawn to scale, on which the following items are 
shown and coordinated with each other, based on input from installers of the items involved: 

1. Structural members in the paths of conduit groups with common supports. 
2. HVAC and plumbing items and architectural features in the paths of conduit groups with 

common supports. 
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C. Qualification Data:  For professional engineer and testing agency. 

D. Source quality-control test reports. 

1.5 QUALITY ASSURANCE 

A. Electrical Components, Devices, and Accessories:  Listed and labeled as defined in NFPA 70, 
Article 100, by a testing agency acceptable to authorities having jurisdiction, and marked for 
intended use. 

B. Comply with NFPA 70. 

PART 2 - PRODUCTS 

2.1 METAL CONDUIT AND TUBING 

A. Manufacturers:  Subject to compliance with requirements, provide products by one of the 
following: 

1. AFC Cable Systems, Inc. 
2. Alflex Inc. 
3. Allied Tube & Conduit; a Tyco International Ltd. Co. 
4. Anamet Electrical, Inc.; Anaconda Metal Hose. 
5. Electri-Flex Co. 
6. Manhattan/CDT/Cole-Flex. 
7. Maverick Tube Corporation. 
8. O-Z Gedney; a unit of General Signal. 
9. Wheatland Tube Company. 

B. Rigid Steel Conduit:  ANSI C80.1. 

C. IMC:  ANSI C80.6. 

D. PVC-Coated Steel Conduit:  PVC-coated rigid steel conduit. 

1. Comply with NEMA RN 1. 
2. Coating Thickness:  0.040 inch, minimum. 

E. EMT:  ANSI C80.3. 

F. FMC:  Zinc-coated steel. 

G. LFMC:  Flexible steel conduit with PVC jacket. 

H. Fittings for Conduit (Including all Types and Flexible and Liquidtight), EMT, and Cable:  
NEMA FB 1; listed for type and size raceway with which used, and for application and 
environment in which installed. 

1. Conduit Fittings for Hazardous (Classified) Locations:  Comply with UL 886. 
2. Fittings for EMT:   

a. Steel, set-screw type in interior/dry locations.  
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b. Utilize steel, compression type in damp or exterior locations. 
3. Coating for Fittings for PVC-Coated Conduit:  Minimum thickness, 0.040 inch, with 

overlapping sleeves protecting threaded joints. 

I. Joint Compound for Rigid Steel Conduit or IMC:  Listed for use in cable connector assemblies, 
and compounded for use to lubricate and protect threaded raceway joints from corrosion and 
enhance their conductivity. 

2.2 OPTICAL FIBER/COMMUNICATIONS CABLE RACEWAY AND FITTINGS 

A. Manufacturers:  Subject to compliance with requirements, provide products by one of the 
following: 

1. Arnco Corporation. 
2. Endot Industries Inc. 
3. IPEX Inc. 
4. Lamson & Sessions; Carlon Electrical Products. 

B. Description:  Comply with UL 2024; flexible type, approved for plenum installation. 

2.3 METAL WIREWAYS 

A. Manufacturers:  Subject to compliance with requirements, provide products by one of the 
following: 

1. Cooper B-Line, Inc. 
2. Hoffman. 
3. Square D; Schneider Electric. 

B. Description:  Sheet metal sized and shaped as indicated, NEMA 250, Type 1, unless otherwise 
indicated. 

C. Fittings and Accessories:  Include couplings, offsets, elbows, expansion joints, adapters, hold-
down straps, end caps, and other fittings to match and mate with wireways as required for 
complete system. 

D. Wireway Covers:  Screw-cover type or As indicated. 

E. Finish:  Manufacturer's standard enamel finish. 

F. Fittings and Accessories:  Include couplings, offsets, elbows, expansion joints, adapters, hold-
down straps, end caps, and other fittings to match and mate with wireways as required for 
complete system. 

2.4 SURFACE RACEWAYS 

A. Surface Metal Raceways:  Galvanized steel with snap-on covers.  Manufacturer's standard 
enamel finish in color selected by Architect/Engineer. 
1. Manufacturers:  Subject to compliance with requirements, provide products by one of the 

following: 
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a. Thomas & Betts Corporation. 
b. Walker Systems, Inc.; Wiremold Company (The). 
c. Wiremold Company (The); Electrical Sales Division. 

2.5 BOXES, ENCLOSURES, AND CABINETS 

A. Manufacturers:  Subject to compliance with requirements, provide products by one of the 
following: 

1. Cooper Crouse-Hinds; Div. of Cooper Industries, Inc. 
2. EGS/Appleton Electric. 
3. Erickson Electrical Equipment Company. 
4. Hoffman. 
5. Hubbell Incorporated; Killark Electric Manufacturing Co. Division. 
6. O-Z/Gedney; a unit of General Signal. 
7. RACO; a Hubbell Company. 
8. Robroy Industries, Inc.; Enclosure Division. 
9. Scott Fetzer Co.; Adalet Division. 
10. Spring City Electrical Manufacturing Company. 
11. Thomas & Betts Corporation. 
12. Walker Systems, Inc.; Wiremold Company (The). 
13. Woodhead, Daniel Company; Woodhead Industries, Inc. Subsidiary. 

B. Sheet Metal Outlet and Device Boxes:  NEMA OS 1. 

C. Cast-Metal Outlet and Device Boxes:  NEMA FB 1, ferrous alloy, Type FD, with gasketed cover. 

D. Metal Floor Boxes:  Cast or sheet metal, fully adjustable, rectangular. 

E. Small Sheet Metal Pull and Junction Boxes:  NEMA OS 1. 

F. Junction Boxes:  NEMA FB 1, galvanized, cast iron with gasketed cover. 

G. Hinged-Cover Enclosures:  NEMA 250, Type 1, with continuous-hinge cover with flush latch, 
unless otherwise indicated. 

1. Metal Enclosures:  Steel, finished inside and out with manufacturer's standard enamel. 
2. Nonmetallic Enclosures:  Plastic. 

2.6 SLEEVES FOR RACEWAYS 

A. Steel Pipe Sleeves:  ASTM A 53/A 53M, Type E, Grade B, Schedule 40, galvanized steel, plain 
ends. 

B. Cast-Iron Pipe Sleeves:  Cast or fabricated "wall pipe," equivalent to ductile-iron pressure pipe, 
with plain ends and integral waterstop, unless otherwise indicated. 

C. Sleeves for Rectangular Openings:  Galvanized sheet steel with minimum 0.138” thickness as 
indicated and of length to suit application. 

D. Coordinate sleeve selection and application with selection and application of firestopping 
specified in Division 07 Section "Penetration Firestopping." 
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2.7 SLEEVE SEALS 

A. Basis-of-Design Product:  Subject to compliance with requirements, provide the product 
indicated on Drawings or a comparable product by one of the following: 

1. Advance Products & Systems, Inc. 
2. Calpico, Inc. 
3. Metraflex Co. 
4. Pipeline Seal and Insulator, Inc. 

B. Description:  Modular sealing device, designed for field assembly, to fill annular space between 
sleeve and cable. 

1. Sealing Elements:  EPDM interlocking links shaped to fit surface of cable or conduit.  
Include type and number required for material and size of raceway or cable. 

2. Pressure Plates: Carbon steel.  Include two for each sealing element. 
3. Connecting Bolts and Nuts:  Stainless steel of length required to secure pressure plates 

to sealing elements.  Include one for each sealing element. 

PART 3 - EXECUTION 

3.1 RACEWAY APPLICATION 

A. Outdoors:  Apply raceway products as specified below, unless otherwise indicated: 

1. Exposed Conduit:  Rigid steel conduit or IMC. 
2. Concealed Conduit, Aboveground:  Rigid steel conduit or IMC. 
3. Underground Conduit:  RNC, Type EPC-40-PVC, direct buried.  Conduit bends over 22 

deg. must be rigid steel. 
4. Connection to Vibrating Equipment (Including Transformers and Hydraulic, Pneumatic, 

Electric Solenoid, or Motor-Driven Equipment):  LFMC. 
5. Boxes and Enclosures, Aboveground:  NEMA 250, Type 3R. 
6. Minimum Raceway Size:  1-inch trade size. 
7. Application of Handholes and Boxes for Underground Wiring: 

a. Handholes and Pull Boxes in Driveway, Parking Lot, and Off-Roadway Locations, 
Subject to Occasional, Nondeliberate Loading by Heavy Vehicles:  Fiberglass 
enclosures with polymer-concrete frame and cover, SCTE 77, Tier 15 structural 
load rating. 

b. Handholes and Pull Boxes in Sidewalk and Similar Applications with a Safety 
Factor for Nondeliberate Loading by Vehicles:  Heavy-duty fiberglass units with 
polymer-concrete frame and cover, SCTE 77, Tier 8 structural load rating. 

c. Handholes and Pull Boxes Subject to Light-Duty Pedestrian Traffic Only:  
Fiberglass-reinforced polyester resin, structurally tested according to SCTE 77 with 
3000-lbf vertical loading. 

B. Comply with the following indoor applications, unless otherwise indicated: 
1. Minimum Raceway Size:  3/4-inch trade size. 
2. Exposed, Not Subject to Physical Damage:  EMT. 
3. Exposed, Not Subject to Severe Physical Damage:  EMT. 
4. Concealed in Ceilings and Interior Walls and Partitions:  EMT. 
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5. Connection to Vibrating Equipment (Including Transformers and Hydraulic, Pneumatic, 
Electric Solenoid, or Motor-Driven Equipment):  FMC, except use LFMC in damp or wet 
locations. 

6. Damp or Wet Locations:  Rigid steel conduit or IMC. 
7. Raceways for Optical Fiber or Communications Cable in Spaces Used for Environmental 

Air:  Plenum-type, optical fiber/communications cable raceway or EMT. 
8. Raceways for Optical Fiber or Communications Cable Risers in Vertical Shafts:  Riser-

type, optical fiber/communications cable raceway or EMT. 
9. Raceways for Concealed General Purpose Distribution of Optical Fiber or 

Communications Cable:  Plenum-type, optical fiber/communications cable raceway or 
EMT. 

10. Boxes and Enclosures:  NEMA 250, Type 1, except use NEMA 250, Type 4, stainless 
steel in damp or wet locations. 

C. Raceway Fittings:  Compatible with raceways and suitable for use and location. 

1. Rigid and Intermediate Steel Conduit:  Use threaded rigid steel conduit fittings, unless 
otherwise indicated. 

D. Aluminum conduits are not permitted on project. 

3.2 INSTALLATION 

A. Keep raceways at least 12 inches away from parallel runs of flues and steam or hot-water 
pipes.  Install horizontal raceway runs above water and steam piping. 

B. Complete raceway installation before starting conductor installation. 

C. Support raceways as specified in Division 26 Section "Hangers and Supports for Electrical 
Systems." 

D. Arrange stub-ups so curved portions of bends are not visible above the finished slab. 

E. Install temporary closures to prevent foreign matter from entering raceways. 

F. Protect stub-ups from damage where conduits rise through floor slabs.  Arrange so curved 
portions of bends are not visible above the finished slab. 

G. Make bends and offsets so ID is not reduced.  Keep legs of bends in the same plane and keep 
straight legs of offsets parallel, unless otherwise indicated. 

H. Install concealed raceways with a minimum of bends in the shortest practical distance, 
considering type of building construction and obstructions, unless otherwise indicated. 

I. Install exposed raceways parallel and perpendicular to nearby surfaces or structural members 
and follow the surface contours as much as practical. 

J. Run exposed, parallel, or banked raceways together.  Make bends in parallel or banked runs 
from the same center line so that the bends are parallel.  Factory long sweep on medium 
voltage elbows may be used in banked runs only where they can be installed parallel.  This 
requires raceways be of the same size.  In other cases provide field bends for parallel 
raceways. 
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K. Install no more than the equivalent of four 90-degree bends in any conduit run except for 
communications conduits, for which no more than two 90-degree bends are allowed. 

L. Conceal conduit and EMT within finished walls, ceilings, and below floors, unless otherwise 
indicated. 

M. Threaded Conduit Joints, Exposed to Wet, Damp, Corrosive, or Outdoor Conditions:  Apply 
listed compound to threads of raceway and fittings before making up joints.  Follow compound 
manufacturer's written instructions. 

N. Raceway Terminations at Locations Subject to Moisture or Vibration:  Use insulating bushings 
to protect conductors, including conductors smaller than No. 4 AWG. 

O. Install pull wires in empty raceways.  Use polypropylene or monofilament plastic line with not 
less than 200-lb tensile strength.  Leave at least 12 inches of slack at each end of pull wire. 
1. Telephone and Signal System Raceways, 2-Inch Trade Size and Smaller:  In addition to 

above requirements, install raceways in maximum lengths of 100 feet and with a 
maximum of two 90-degree bends or equivalent.  Separate lengths with pull or junction 
boxes where necessary to comply with these requirements. Follow the ANSI/TA/EIA-569-
B standards.  Conduit to end within 12 inches of cable tray with a bend toward IDF room.  
Provide throat type or equal type plastic bushing. 

P. Stub-up Connections:  Extend conduits through concrete floor for connection to freestanding 
equipment.  Install with an adjustable top or coupling threaded inside for plugs set flush with 
finished floor.  Extend conductors to equipment with rigid steel conduit; LFMC may be used 
6 inches above the floor.  Install screwdriver-operated, threaded plugs flush with floor for future 
equipment connections. 

Q. Raceways for Optical Fiber and Communications Cable:  Install raceways, metallic and 
nonmetallic, rigid and flexible, as follows: 

1. 1-Inch Trade Size and Smaller:  Install raceways in maximum lengths of 50 feet. 
2. 1-Inch Trade Size and Larger:  Install raceways in maximum lengths of 75 feet. 
3. Install with a maximum of two 90-degree bends or equivalent for each length of raceway 

unless Drawings show stricter requirements.  Separate lengths with pull or junction boxes 
or terminations at distribution frames or cabinets where necessary to comply with these 
requirements. 

R. Install raceway sealing fittings at suitable, approved, and accessible locations and fill them with 
listed sealing compound.  For concealed raceways, install each fitting in a flush steel box with a 
blank cover plate having a finish similar to that of adjacent plates or surfaces.  Install raceway 
sealing fittings at the following points: 

1. Where conduits pass from warm to cold locations, such as boundaries of refrigerated 
spaces. 

2. Where otherwise required by NFPA 70. 

S. Expansion-Joint Fittings for RNC:  Install in each run of aboveground conduit that is located 
where environmental temperature change may exceed 30 deg F, and that has straight-run 
length that exceeds 25 feet. 

1. Install expansion-joint fittings for each of the following locations, and provide type and 
quantity of fittings that accommodate temperature change listed for location: 
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a. Outdoor Locations Not Exposed to Direct Sunlight:  125 deg F temperature 
change. 

b. Outdoor Locations Exposed to Direct Sunlight:  155 deg F temperature change. 
c. Indoor Spaces:  Connected with the Outdoors without Physical Separation:  125 

deg F temperature change. 
d. Attics:  135 deg F temperature change. 

2. Install fitting(s) that provide expansion and contraction for at least 0.00041 inch per foot 
of length of straight run per deg F of temperature change. 

3. Install each expansion-joint fitting with position, mounting, and piston setting selected 
according to manufacturer's written instructions for conditions at specific location at the 
time of installation. 

T. Flexible Conduit Connections:  Use maximum of 72 inches of flexible conduit for recessed and 
semirecessed lighting fixtures, equipment subject to vibration, noise transmission, or movement; 
and for transformers and motors. 

1. Use LFMC in damp or wet locations subject to severe physical damage. 
2. Use LFMC or LFNC in damp or wet locations not subject to severe physical damage. 

U. Recessed Boxes in Masonry Walls:  Saw-cut opening for box in center of cell of masonry block, 
and install box flush with surface of wall. 

V. Surface Raceways:  Install a separate, green, ground conductor in raceways from junction box 
supplying raceways to receptacle or fixture ground terminals. 

W. Set metal floor boxes level and flush with finished floor surface. 

X. Join raceways with fittings designed and approved for that purpose and make joints tight. 
1. Use insulating bushings to protect conductors. 

Y. Tighten set screws of threadless fittings with suitable tools. 

Z. Set nonmetallic floor boxes level.  Trim after installation to fit flush with finished floor surface. 

AA. Install hinged-cover enclosures and cabinets plumb.  Support at each corner. 

BB. Run a 95% mandril through each conduit, prior to the installation of conductors. 

3.3 INSTALLATION OF UNDERGROUND CONDUIT 

A. Direct-Buried Conduit: 

1. Excavate trench bottom to provide firm and uniform support for conduit.  Prepare trench 
bottom as specified in Division 31 Section "Earth Moving" for pipe less than 6 inches in 
nominal diameter. 

2. Install backfill as specified in Division 31 Section "Earth Moving." 
3. After installing conduit, backfill and compact.  Start at tie-in point, and work toward end of 

conduit run, leaving conduit at end of run free to move with expansion and contraction as 
temperature changes during this process.  Firmly hand tamp backfill around conduit to 
provide maximum supporting strength.  After placing controlled backfill to within 12 inches 
of finished grade, make final conduit connection at end of run and complete backfilling 
with normal compaction as specified in Division 31 Section "Earth Moving." 
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4. Install manufactured duct elbows at vault entrances, unless otherwise indicated.  Encase 
elbows for stub-up ducts throughout the length of the elbow. 

5. Install manufactured rigid steel conduit elbows for stub-ups at poles and equipment and 
at building entrances through the floor. 

a. Couple steel conduits to ducts with adapters designed for this purpose, and 
encase coupling with 3 inches of concrete. 

b. For stub-ups at equipment mounted on outdoor concrete bases, extend steel 
conduit horizontally a minimum of 60 inches from edge of equipment pad or 
foundation.  Install insulated grounding bushings on terminations at equipment. 

3.4 SLEEVE INSTALLATION FOR ELECTRICAL PENETRATIONS 

A. Coordinate sleeve selection and application with selection and application of firestopping 
specified in Division 07 Section "Penetration Firestopping." 

B. Concrete Slabs and Walls:  Install sleeves for penetrations unless core-drilled holes or formed 
openings are used.  Install sleeves during erection of slabs and walls. 

C. Use pipe sleeves unless penetration arrangement requires rectangular sleeved opening. 

D. Rectangular Sleeve Minimum Metal Thickness: 

1. For sleeve cross-section rectangle perimeter less than 50 inches and no side greater 
than 16 inches, thickness shall be 0.052 inch. 

2. For sleeve cross-section rectangle perimeter equal to, or greater than, 50 inches and 1 or 
more sides equal to, or greater than, 16 inches, thickness shall be 0.138 inch. 

E. Fire-Rated Assemblies:  Install sleeves for penetrations of fire-rated floor and wall assemblies 
unless openings compatible with firestop system used are fabricated during construction of floor 
or wall. 

F. Cut sleeves to length for mounting flush with both surfaces of walls. 

G. Extend sleeves installed in floors 2 inches above finished floor level. 

H. Size pipe sleeves to provide 1/4-inch annular clear space between sleeve and raceway unless 
sleeve seal is to be installed or unless seismic criteria require different clearance. 

I. Seal space outside of sleeves with grout for penetrations of concrete and masonry and with 
approved joint compound for gypsum board assemblies. 

J. Interior Penetrations of Non-Fire-Rated Walls and Floors:  Seal annular space between sleeve 
and raceway, using joint sealant appropriate for size, depth, and location of joint.  Refer to 
Division 07 Section "Joint Sealants" for materials and installation. 

K. Fire-Rated-Assembly Penetrations:  Maintain indicated fire rating of walls, partitions, ceilings, 
and floors at raceway penetrations.  Install sleeves and seal with firestop materials.  Comply 
with Division 07 Section "Penetration Firestopping." 

L. Roof-Penetration Sleeves:  Seal penetration of individual raceways with flexible, boot-type 
flashing units applied in coordination with roofing work. 
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M. Aboveground, Exterior-Wall Penetrations:  Seal penetrations using sleeves and mechanical 
sleeve seals.  Select sleeve size to allow for 1-inch annular clear space between pipe and 
sleeve for installing mechanical sleeve seals. 

N. Underground, Exterior-Wall Penetrations:  Install cast-iron "wall pipes" for sleeves.  Size 
sleeves to allow for 1-inch annular clear space between raceway and sleeve for installing 
mechanical sleeve seals. 

3.5 SLEEVE-SEAL INSTALLATION 

A. Install to seal underground, exterior wall penetrations. 

B. Use type and number of sealing elements recommended by manufacturer for raceway material 
and size.  Position raceway in center of sleeve.  Assemble mechanical sleeve seals and install 
in annular space between raceway and sleeve.  Tighten bolts against pressure plates that 
cause sealing elements to expand and make watertight seal. 

3.6 FIRESTOPPING 

A. Apply firestopping to electrical penetrations of fire-rated floor and wall assemblies to restore 
original fire-resistance rating of assembly.  Firestopping materials and installation requirements 
are specified in Division 07 Section "Penetration Firestopping." 

3.7 PROTECTION 

A. Provide final protection and maintain conditions that ensure coatings, finishes, and cabinets are 
without damage or deterioration at time of Substantial Completion. 

1. Repair damage to galvanized finishes with zinc-rich paint recommended by 
manufacturer. 

2. Repair damage to PVC or paint finishes with matching touchup coating recommended by 
manufacturer. 

END OF SECTION 26 0533 
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SECTION 26 05 48.00 - VIBRATION AND SEISMIC CONTROLS FOR ELECTRICAL SYSTEMS 

PART 1 - GENERAL 

1.1 RELATED DOCUMENTS 

A. Drawings and general provisions of the Contract, including General and Supplementary 
Conditions and Division 01 Specification Sections, apply to this Section. 

1.2 SUMMARY 

A. This Section includes the following: 

1. Isolation pads. 
2. Spring isolators. 
3. Restrained spring isolators. 
4. Channel support systems. 
5. Restraint cables. 
6. Hanger rod stiffeners. 
7. Anchorage bushings and washers. 

B. Related Sections include the following: 

1. Division 26 Section "Hangers And Supports For Electrical Systems" for commonly used 
electrical supports and installation requirements. 

1.3 DEFINITIONS 

A. The IBC:  International Building Code. 

B. ICC-ES:  ICC-Evaluation Service. 

C. OSHPD:  Office of Statewide Health Planning and Development for the State of California. 

1.4 PERFORMANCE REQUIREMENTS 

A. Seismic-Restraint Loading: 

1. Site Class as Defined in the IBC:  Coordinate with structural documents. 
2. Assigned Seismic Use Group or Building Category as Defined in the IBC:  III. 

a. Component Importance Factor:   Per Structural requirement.. 
b. Component Response Modification Factor:   Per Structural requirement.. 
c. Component Amplification Factor  Per Structural requirement.. 

3. Design Spectral Response Acceleration at Short Periods (0.2 Second): . 
4. Design Spectral Response Acceleration at 1.0-Second Period:   
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1.5 QUALITY ASSURANCE 

A. Comply with seismic-restraint requirements in the IBC unless requirements in this Section are 
more stringent. 

B. Welding:  Qualify procedures and personnel according to AWS D1.1/D1.1M, "Structural Welding 
Code - Steel." 

C. Seismic-restraint devices shall have horizontal and vertical load testing and analysis and shall 
bear anchorage preapproval OPA number from OSHPD, preapproval by ICC-ES, or 
preapproval by another agency acceptable to authorities having jurisdiction, showing maximum 
seismic-restraint ratings.  Ratings based on independent testing are preferred to ratings based 
on calculations.  If preapproved ratings are not available, submittals based on independent 
testing are preferred.  Calculations (including combining shear and tensile loads) to support 
seismic-restraint designs must be signed and sealed by a qualified professional engineer. 

D. Comply with NFPA 70. 

1.6 COORDINATION 

A. Coordinate layout and installation of seismic bracing with building structural system and 
architectural features, and with mechanical, fire-protection, electrical, and other building 
features in the vicinity. 

B. Coordinate concrete bases with building structural system. 

PART 2 - PRODUCTS 

2.1 SEISMIC-RESTRAINT DEVICES 

A. Available Manufacturers:  Subject to compliance with requirements, manufacturers offering 
products that may be incorporated into the Work include, but are not limited to, the following: 

1. Amber/Booth Company, Inc. 
2. California Dynamics Corporation. 
3. Cooper B-Line, Inc.; a division of Cooper Industries. 
4. Hilti Inc. 
5. Loos & Co.; Seismic Earthquake Division. 
6. Mason Industries. 
7. TOLCO Incorporated; a brand of NIBCO INC. 
8. Unistrut; Tyco International, Ltd. 

B. General Requirements for Restraint Components:  Rated strengths, features, and application 
requirements shall be as defined in reports by an evaluation service member of ICC-ES. 

1. Structural Safety Factor:  Allowable strength in tension, shear, and pullout force of 
components shall be at least four times the maximum seismic forces to which they will be 
subjected. 

C. Channel Support System:  MFMA-3, shop- or field-fabricated support assembly made of slotted 
steel channels with accessories for attachment to braced component at one end and to building 
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structure at the other end and other matching components and with corrosion-resistant coating; 
and rated in tension, compression, and torsion forces. 

D. Restraint Cables:  ASTM A 603 galvanized-steel cables with end connections made of steel 
assemblies with thimbles, brackets, swivels, and bolts designed for restraining cable service; 
and with a minimum of two clamping bolts for cable engagement. 

E. Hanger Rod Stiffener:  Steel tube or steel slotted-support-system sleeve with internally bolted 
connections to hanger rod.  Do not weld stiffeners to rods. 

F. Bushings for Floor-Mounted Equipment Anchor:  Neoprene bushings designed for rigid 
equipment mountings, and matched to type and size of anchors and studs. 

G. Bushing Assemblies for Wall-Mounted Equipment Anchorage:  Assemblies of neoprene 
elements and steel sleeves designed for rigid equipment mountings, and matched to type and 
size of attachment devices. 

H. Resilient Isolation Washers and Bushings:  One-piece, molded, oil- and water-resistant 
neoprene, with a flat washer face. 

I. Mechanical Anchor:  Drilled-in and stud-wedge or female-wedge type in zinc-coated steel for 
interior applications and stainless steel for exterior applications.  Select anchors with strength 
required for anchor and as tested according to ASTM E 488.  Minimum length of eight times 
diameter. 

J. Adhesive Anchor:  Drilled-in and capsule anchor system containing polyvinyl or urethane 
methacrylate-based resin and accelerator, or injected polymer or hybrid mortar adhesive.  
Provide anchor bolts and hardware with zinc-coated steel for interior applications and stainless 
steel for exterior applications.  Select anchor bolts with strength required for anchor and as 
tested according to ASTM E 488. 

2.2 ANCHORAGE AND STRUCTURAL ATTACHMENT COMPONENTS 

A. Coordinate products in this Article with structural engineer and with Drawings. 

B. Strength:  Defined in reports by ICBO Evaluation Service or another agency acceptable to 
authorities having jurisdiction. 
1. Structural Safety Factor:  Strength in tension and shear of components used shall be at 

least two times the maximum seismic forces to which they will be subjected. 

C. Concrete and Masonry Anchor Bolts and Studs:  Steel-expansion wedge type. 

D. Concrete Inserts:  Steel-channel type. 

E. Through Bolts:  Structural type, hex head, high strength.  Comply with ASTM A 325. 

F. Welding Lugs:  Comply with MSS SP-69, Type 57. 

G. Beam Clamps for Steel Beams and Joists:  Double sided.  Single-sided type is not acceptable. 

H. Bushings for Floor-Mounted Equipment Anchors:  Neoprene units designed for seismically rated 
rigid equipment mountings, and matched to the type and size of anchor bolts and studs used. 
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I. Bushing Assemblies for Wall-Mounted Equipment Anchorage:  Assemblies of neoprene 
elements and steel sleeves designed for seismically rated rigid equipment mountings, and 
matched to the type and size of attachment devices used. 

2.3 FACTORY FINISHES 

A. Finish:  Manufacturer's standard prime-coat finish ready for field painting. 

B. Finish:  Manufacturer's standard paint applied to factory-assembled and -tested equipment 
before shipping. 

1. Powder coating on springs and housings. 
2. All hardware shall be galvanized.   
3. Hot-dipped galvanize metal components for exterior use. 
4. Corrosive Locations: Stainless Steel. 
5. Baked enamel or powder coat for metal components on isolators for interior use. 
6. Color-code or otherwise mark vibration isolation and seismic-control devices to indicate 

capacity range. 

PART 3 - EXECUTION 

3.1 EXAMINATION 

A. Examine areas and equipment to receive vibration isolation and seismic-control devices for 
compliance with requirements for installation tolerances and other conditions affecting 
performance. 

B. Examine roughing-in of reinforcement and cast-in-place anchors to verify actual locations before 
installation. 

C. Proceed with installation only after unsatisfactory conditions have been corrected. 

3.2 APPLICATIONS 

A. Multiple Raceways or Cables:  Secure raceways and cables to trapeze member with clamps 
approved for application by an evaluation service member of ICC-ES. 

B. Hanger Rod Stiffeners:  Install hanger rod stiffeners where indicated or scheduled on Drawings 
to receive them and where required to prevent buckling of hanger rods due to seismic forces. 

C. Strength of Support and Seismic-Restraint Assemblies:  Where not indicated, select sizes of 
components so strength will be adequate to carry present and future static and seismic loads 
within specified loading limits. 

3.3 SEISMIC-RESTRAINT DEVICE INSTALLATION 

A. Equipment and Hanger Restraints: 

1. Install restrained isolators on electrical equipment. 
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2. Install resilient, bolt-isolation washers on equipment anchor bolts where clearance 
between anchor and adjacent surface exceeds 0.125 inch. 

3. Install seismic-restraint devices using methods approved by an evaluation service 
member of ICC-ES providing required submittals for component. 

B. Install bushing assemblies for mounting bolts for wall-mounted equipment, arranged to provide 
resilient media where equipment or equipment-mounting channels are attached to wall. 

C. Attachment to Structure:  If specific attachment is not indicated, anchor bracing to structure at 
flanges of beams, at upper truss chords of bar joists, or at concrete members. 

D. Drilled-in Anchors: 

1. Identify position of reinforcing steel and other embedded items prior to drilling holes for 
anchors.  Do not damage existing reinforcing or embedded items during coring or drilling.  
Notify the structural engineer if reinforcing steel or other embedded items are 
encountered during drilling.  Locate and avoid prestressed tendons, electrical and 
telecommunications conduit, and gas lines. 

2. Do not drill holes in concrete or masonry until concrete, mortar, or grout has achieved full 
design strength. 

3. Wedge Anchors:  Protect threads from damage during anchor installation.  Heavy-duty 
sleeve anchors shall be installed with sleeve fully engaged in the structural element to 
which anchor is to be fastened. 

4. Adhesive Anchors:  Clean holes to remove loose material and drilling dust prior to 
installation of adhesive.  Place adhesive in holes proceeding from the bottom of the hole 
and progressing toward the surface in such a manner as to avoid introduction of air 
pockets in the adhesive. 

5. Set anchors to manufacturer's recommended torque, using a torque wrench. 
6. Install zinc-coated steel anchors for interior and stainless-steel anchors for exterior 

applications. 

3.4 ELECTRICAL EQUIPMENT ANCHORAGE 

A. Anchor rigidly to a single mobile structural element or to a concrete base that is structurally tied 
to a single mobile structural element. 

B. Anchor panelboards, motor-control centers, motor controls, switchboards, switchgear, 
transformers, fused power-circuit devices, transfer switches, busways, battery racks, static 
uninterruptible power units, power conditioners, capacitor units, communication system 
components, and electronic signal processing, control, and distribution units as follows: 
1. Size concrete bases so expansion anchors will be a minimum of 10 bolt diameters from 

the edge of the concrete base. 
2. Concrete Bases for Floor-Mounted Equipment:  Use female expansion anchors and 

install studs and nuts after equipment is positioned. 
3. Bushings for Floor-Mounted Equipment Anchors:  Install to allow for resilient media 

between anchor bolt or stud and mounting hole in concrete. 
4. Anchor Bolt Bushing Assemblies for Wall-Mounted Equipment:  Install to allow for 

resilient media where equipment or equipment-mounting channels are attached to wall. 
5. Torque bolts and nuts on studs to values recommended by equipment manufacturer. 
 

C. STRUCTURAL ATTACHMENTS 
1. Use bolted connections with steel brackets, slotted channel, and slotted-channel fittings 

to spread structural loads and reduce stresses. 
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2. Attachments to New Concrete:  Bolt to channel-type concrete inserts or use expansion 
anchors. 

3. Attachments to Existing Concrete:  Use expansion anchors. 
4. Holes for Expansion Anchors in Concrete:  Drill at locations and to depths that avoid 

reinforcing bars. 
5. Attachments to Solid Concrete Masonry Unit Walls:  Use expansion anchors. 
6. Attachments to Hollow Walls:  Bolt to slotted steel channels fastened to wall with 

expansion anchors. 
7. Attachments to Wood Structural Members:  Install bolts through members. 
8. Attachments to Steel:  Bolt to clamps on flanges of beams or on upper truss chords of bar 

joists. 

3.5 ACCOMMODATION OF DIFFERENTIAL SEISMIC MOTION 

A. Install flexible connections in runs of raceways, cables, wireways, cable trays, and busways 
where they cross seismic joints, where adjacent sections or branches are supported by different 
structural elements, and where they terminate with connection to equipment that is anchored to 
a different structural element from the one supporting them as they approach equipment. 

3.6 FIELD QUALITY CONTROL 

A. Perform tests and inspections. 

B. Remove and replace malfunctioning units and retest as specified above. 

C. Testing:  Test pull-out resistance of seismic anchorage devices. 
1. Provide necessary test equipment required for reliable testing. 
2. Provide evidence of recent calibration of test equipment by a testing agency acceptable 

to authorities having jurisdiction. 
3. Retain subparagraphs below with any paragraph selected above. 
4. Schedule test with Owner, through Architect, before connecting anchorage device to 

restrained component (unless post-connection testing has been approved), and with at 
least seven days' advance notice. 

5. Obtain Architect's approval before transmitting test loads to the structure.  Provide 
temporary load-spreading members. 

6. Edit sampling frequency in subparagraph below to suit Project. 
7. Test at least four of each type and size of installed anchors and fasteners selected by 

Architect. 
8. Test to 90 percent of rated proof load of device. 
9. If a device fails the test, modify all installations of same type and retest until satisfactory 

results are achieved. 
10. Record test results. 

3.7 ADJUSTING 

A. Adjust isolators after isolated equipment is at operating weight. 

B. Adjust limit stops on restrained spring isolators to mount equipment at normal operating height.  
After equipment installation is complete, adjust limit stops so they are out of contact during 
normal operation. 

C. Adjust active height of spring isolators. 
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D. Adjust restraints to permit free movement of equipment within normal mode of operation. 

3.8 ELECTRICAL VIBRATION-CONTROL AND SEISMIC-RESTRAINT DEVICE SCHEDULE 

A. Supported or Suspended Equipment:  

1. Equipment Location: as required. 
2. Pads: 

a. Material:  Neoprene. 
b. Thickness:  ¼ inches. 

3. Isolator Type:  As designated in Part 2. 
4. Component Importance Factor:  Per Structural requirement.. 
5. Component Response Modification Factor:   Per Structural requirement.. 
6. Component Amplification Factor:  Per Structural requirement.. 

END OF SECTION 26 0548 



American Fork City 
Art Dye Sports Park  
Specifications 
 
 

IDENTIFICATION FOR ELECTRICAL SYSTEMS 
 

26 05 53.00 - 1 
 

 

 

SECTION 26 05 53.00 - IDENTIFICATION FOR ELECTRICAL SYSTEMS 

PART 1 - GENERAL 

1.1 RELATED DOCUMENTS 

A. Drawings and general provisions of the Contract, including General and Supplementary 
Conditions and Division 01 Specification Sections, apply to this Section. 

1.2 SUMMARY 

A. Section Includes: 

1. Identification for raceways. 
2. Identification of power and control cables. 
3. Identification for conductors. 
4. Underground-line warning tape. 
5. Warning labels and signs. 
6. Instruction signs. 
7. Equipment identification labels. 
8. Miscellaneous identification products. 

1.3 QUALITY ASSURANCE 

A. Comply with ANSI A13.1 and IEEE C2. 

B. Comply with NFPA 70. 

C. Comply with 29 CFR 1910.144 and 29 CFR 1910.145. 

D. Comply with ANSI Z535.4 for safety signs and labels. 

E. Adhesive-attached labeling materials, including label stocks, laminating adhesives, and inks 
used by label printers, shall comply with UL 969. 

1.4 COORDINATION 

A. Coordinate identification names, abbreviations, colors, and other features with requirements in 
other Sections requiring identification applications, Drawings, Shop Drawings, manufacturer's 
wiring diagrams, and the Operation and Maintenance Manual; and with those required by 
codes, standards, and 29 CFR 1910.145.  Use consistent designations throughout Project. 

B. Coordinate installation of identifying devices with completion of covering and painting of 
surfaces where devices are to be applied. 

C. Coordinate installation of identifying devices with location of access panels and doors. 

D. Install identifying devices before installing acoustical ceilings and similar concealment. 
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PART 2 - PRODUCTS 

2.1 POWER RACEWAY IDENTIFICATION MATERIALS 

A. Comply with ANSI A13.1 for minimum size of letters for legend and for minimum length of color 
field for each raceway size. 

B. Colors for Raceways Carrying Circuits at 600 V or Less (see 3.1F): 

1. Black letters on an orange field. 
2. Legend:  Indicate system or service and voltage. 

C. Colors for Raceways Carrying Circuits at More Than 600 V (see 3.1F): 

1. Black letters on an orange field. 
2. Legend:  "DANGER CONCEALED HIGH VOLTAGE WIRING" with 3-inch-high letters on 

20-inch centers. 

D. Tape and Stencil for Raceways Carrying Circuits More Than 600 V:  4-inch-wide black stripes 
on 10-inch centers diagonally over orange background that extends full length of raceway or 
duct and is 12 inches wide.  Stop stripes at legends. 

E. Metal Tags:  Brass or aluminum, 2 by 2 by 0.05 inch, with stamped legend, punched for use 
with self-locking cable tie fastener. 

2.2 POWER AND CONTROL CABLE IDENTIFICATION MATERIALS 

A. Comply with ANSI A13.1 for minimum size of letters for legend and for minimum length of color 
field for each raceway and cable size. 

B. Snap-Around Labels:  Slit, pretensioned, flexible, preprinted, color-coded acrylic sleeve, with 
diameter sized to suit diameter of raceway or cable it identifies and to stay in place by gripping 
action. 

2.3 CONDUCTOR IDENTIFICATION MATERIALS 

A. Color-Coding Conductor Tape:  Colored, self-adhesive vinyl tape, not less than 3 mils thick by 1 
to 2 inches wide. Conductors in sizes #6 and below shall be color coded with the colored 
insulation.  Larger sizes may be identified with colored tape. 

2.4 WARNING LABELS AND SIGNS 

A. Comply with NFPA 70 and 29 CFR 1910.145. 

B. Self-Adhesive Warning Labels:  Factory-printed, multicolor, pressure-sensitive adhesive labels, 
configured for display on front cover, door, or other access to equipment unless otherwise 
indicated. 

C. Warning label and sign shall include, but are not limited to, the following legends: 
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1. Multiple Power Source Warning:  "DANGER - ELECTRICAL SHOCK HAZARD - 
EQUIPMENT HAS MULTIPLE POWER SOURCES." 

2. Workspace Clearance Warning:  "WARNING - OSHA REGULATION - AREA IN FRONT 
OF ELECTRICAL EQUIPMENT MUST BE KEPT CLEAR FOR:" 
a. Working Voltage 208V: 36 inches. 
b. Working Voltage 480V: 48 inches. 
c. Working Voltage 4160V: 60 inches. 
d. Working Voltage 12,470V: 10 feet. 

2.5 INSTRUCTION SIGNS 

A. Engraved, laminated acrylic or melamine plastic, minimum 1/16 inch thick for signs up to 20 sq. 
inches and 1/8 inch thick for larger sizes. 

1. Engraved legend with black letters on white face. 
2. Punched or drilled for mechanical fasteners. 
3. Framed with mitered acrylic molding and arranged for attachment at applicable 

equipment. 

B. Adhesive Film Label:  Machine printed, in black, by thermal transfer or equivalent process.  
Minimum letter height shall be 3/8 inch. 

2.6 EQUIPMENT IDENTIFICATION LABELS 

A. Engraved, Laminated Acrylic or Melamine Label:  Punched or drilled for screw mounting.  White 
letters on a dark-gray background.  Minimum letter height shall be 3/8 inch. 

2.7 CABLE TIES 

A. Plenum-Rated Cable Ties:  Self extinguishing, UV stabilized, one piece, self locking. 

1. Minimum Width:  3/16 inch. 
2. Tensile Strength at 73 deg F, According to ASTM D 638:  7000 psi. 
3. UL 94 Flame Rating:  94V-0. 
4. Temperature Range:  Minus 50 to plus 284 deg F. 
5. Color:  Black. 

2.8 MISCELLANEOUS IDENTIFICATION PRODUCTS 

A. Paint:  Comply with requirements in Division 09 painting Sections for paint materials and 
application requirements.  Select paint system applicable for surface material and location 
(exterior or interior). 

B. Fasteners for Labels and Signs:  Self-tapping, stainless-steel screws or stainless-steel machine 
screws with nuts and flat and lock washers. 
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PART 3 - EXECUTION 

3.1 INSTALLATION 

A. Verify identity of each item before installing identification products. 

B. Location:  Install identification materials and devices at locations for most convenient viewing 
without interference with operation and maintenance of equipment. 

C. Sequence of Work:  If identification is applied to surfaces that require finish, install identification 
after completing finish work. 

D. Self-Adhesive Identification Products:  Clean surfaces before application, using materials and 
methods recommended by manufacturer of identification device. 

E. Lettering, Colors, and Graphics:  Coordinate names, abbreviations, colors, and other 
designations with corresponding designations in the Contract Documents or with those required 
by codes and standards.  Use consistent designations throughout Project. 

F. Color Banding Raceways and Exposed Cables:  Band exposed and accessible raceways of the 
systems listed below: 
1. Bands:  Pretensioned, wraparound plastic sleeves; colored adhesive tape; or a 

combination of both.  Make each color band 2 inches wide, completely encircling conduit, 
and place adjacent bands of two-color markings in contact, side by side. 

2. Band Locations:  At changes in direction, at penetrations of walls and floors, at 50-foot 
maximum intervals in straight runs, and at 25-foot maximum intervals in congested areas. 

3. Apply the following colors to the systems listed below: 
 

a. Fire-Alarm System:  Red. 
b. Fire-Suppression Supervisory and Control System:  Red and yellow. 
c. Combined Fire-Alarm and Security System:  Red and blue 
d. Security System: Purple 
e. Mechanical and Electrical Supervisory System:  Green and blue. 
f. Telecommunications System:  Blue 
g. Emergency power system: Yellow. 
h. 277/480 volts system: Brown. 
i. 120/208 volts system: Black. 
j. Clocks & Bells: Orange. 
k. Sound System: Green. 
l. Traveler (switch to light or switch to switch) 120 volts: Pink 
m. Traveler (switch to light or switch to switch) 277 volts: Purple 
n. Lighting control and dimmers systems: White. 

G. Attach signs and plastic labels that are not self-adhesive type with mechanical fasteners 
appropriate to the location and substrate. 

H. Cable Ties:  For attaching tags.  Use general-purpose type, except as listed below: 

1. Outdoors:  UV-stabilized nylon. 
2. In Spaces Handling Environmental Air:  Plenum rated. 

I. Underground-Line Warning Tape:  During backfilling of trenches install continuous 
underground-line warning tape directly above line at 6 to 8 inches below finished grade.  Use 
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multiple tapes where width of multiple lines installed in a common trench. Extend metal tape 
cable to inside transformer low voltage enclosure. 

J. Painted Identification:  Comply with requirements in Division 09 painting Sections for surface 
preparation and paint application. 

K. Circuit Identification Labels on Boxes:  Install labels externally. 
1. Exposed Boxes:  Pressure-sensitive, self-adhesive plastic label on cover. 
2. Concealed Boxes:  Plasticized card-stock tags. 
3. Labeling Legend:  Permanent, waterproof listing of panel and circuit number or 

equivalent. 

3.2 IDENTIFICATION SCHEDULE 

A. Concealed Raceways, Duct Banks, More Than 600 V, within Buildings:  Tape and stencil 4-
inch-wide black stripes on 10-inch centers over orange background that extends full length of 
raceway or duct and is 12 inches wide.  Stencil legend "DANGER CONCEALED HIGH 
VOLTAGE WIRING" with 3-inch-high black letters on 20-inch centers.  Stop stripes at legends.  
Apply to the following finished surfaces: 

1. Floor surface directly above conduits running beneath and within 12 inches of a floor that 
is in contact with earth or is framed above unexcavated space. 

2. Wall surfaces directly external to raceways concealed within wall. 
3. Accessible surfaces of concrete envelope around raceways in vertical shafts, exposed in 

the building, or concealed above suspended ceilings. 

B. Accessible Raceways, Armored and Metal-Clad Cables, More Than 600 V:  Snap-around 
labels.  Install labels at 10-foot maximum intervals. 

C. Accessible Raceways, 600 V or Less, for Service, Feeder, and Branch Circuits More Than 30 A, 
and 120 V to ground:  Identify with color conduit.  Install labels at 10-foot maximum intervals. 

D. Accessible Raceways and Cables within Buildings:  Identify the covers of each junction and pull 
box of the following systems with self-adhesive vinyl labels with the wiring system legend and 
system voltage.  System legends shall be as follows: 

1. Emergency Power. 
2. Power. 

E. Power-Circuit Conductor Identification, 600 V or Less:  For conductors in vaults, pull and 
junction boxes, manholes, and handholes, use color-coding conductor tape to identify the 
phase. 

1. Color-Coding for Phase and Voltage Level Identification, 600 V or Less:  Use colors listed 
below for ungrounded service, feeder and branch-circuit conductors. 

a. Color shall be factory applied or field applied for sizes larger than No. 8 AWG. 
b. Colors for 208/120-V Circuits: 

1) Phase A:  Black. 
2) Phase B:  Red. 
3) Phase C:  Blue. 
4) Neutral : White 
5) Ground : Green 
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6) Isolated Ground: White & Green 
7) Control: Violet 

c. Colors for 480/277-V Circuits: 

1) Phase A:  Brown. 
2) Phase B:  Orange. 
3) Phase C:  Yellow. 
4) Neutral:   Gray. 
5) Ground:   Green. 
 

d. Fire Alarm-Circuit Conductor Identification, 600 V or Less:  For conductors in pull 
and junction boxes and enclosures, use factory colored cables and conductors to 
identify the individual circuits.  All conductors shall be stranded.  

F. Field-Applied, Color-Coding Conductor Tape:  Apply in half-lapped turns for a minimum distance 
of 6 inches from terminal points and in boxes where splices or taps are made.  Apply last two 
turns of tape with no tension to prevent possible unwinding.  Locate bands to avoid obscuring 
factory cable markings Factory apply color the entire length of conductors, except the following 
field-applied, color-coding methods may be used instead of factory-coded wire for sizes larger 
than No. 10 AWG: 

a. Colored, pressure-sensitive plastic tape in half-lapped turns for a distance of 6 
inches from terminal points and in boxes where splices or taps are made.  Apply 
last two turns of tape with no tension to prevent possible unwinding.  Use 1-inch- 
wide tape in colors specified.  Adjust tape bands to avoid obscuring cable 
identification markings. 

b. Colored cable ties applied in groups of three ties of specified color to each wire at 
each terminal or splice point starting 3 inches from the terminal and spaced 3 
inches apart.  Apply with a special tool or pliers, tighten to a snug fit, and cut off 
excess length. 

G. Power-Circuit Conductor Identification, More than 600 V:  For conductors in vaults, pull and 
junction boxes, manholes, and handholes, use nonmetallic plastic tag holder with adhesive-
backed phase tags, and a separate tag with the circuit designation. 

H. Install instructional sign including the color-code for grounded and ungrounded conductors 
using adhesive-film-type labels. 

I. Apply identification to conductors as follows: 
1. Conductors to Be Extended in the Future:  Indicate source and circuit numbers. 
2. Multiple Power or Lighting Circuits in the Same Enclosure:  Identify each conductor with 

source, voltage, circuit number, and phase.  Use color-coding to identify circuits' voltage 
and phase. 

3. Multiple Control and Communication Circuits in the Same Enclosure:  Identify each 
conductor by its system and circuit designation.  Use a consistent system of tags, color-
coding, or cable marking tape. 

J. Apply warning, caution, and instruction signs as follows: 
1. Warnings, Cautions, and Instructions:  Install to ensure safe operation and maintenance 

of electrical systems and of items to which they connect.  Install engraved plastic-
laminated instruction signs with approved legend where instructions are needed for 
system or equipment operation.  Install metal-backed butyrate signs for outdoor items. 
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2. Emergency Operation:  Install engraved laminated signs with white legend on red 
background with minimum 3/8-inch- high lettering for emergency instructions on power 
transfer, load shedding, and other emergency operations. 

K. Conductors to Be Extended in the Future:  Attach marker tape to conductors and list source. 

L. Auxiliary Electrical Systems Conductor Identification:  Identify field-installed alarm, control, and 
signal connections. 

1. Identify conductors, cables, and terminals in enclosures and at junctions, terminals, and 
pull points.  Identify by system and circuit designation. 

2. Use system of marker tape designations that is uniform and consistent with system used 
by manufacturer for factory-installed connections. 

3. Coordinate identification with Project Drawings, manufacturer's wiring diagrams, and the 
Operation and Maintenance Manual. 

M. Locations of Underground Lines:  Identify with underground-line warning tape for power, 
lighting, communication, and control wiring and optical fiber cable. 

1. Limit use of underground-line warning tape to direct-buried cables. 
2. Install underground-line warning tape for both direct-buried cables and cables in raceway. 

N. Workspace Indication:  Install floor marking tape to show working clearances in the direction of 
access to live parts.  Workspace shall be as required by NFPA 70 and 29 CFR 1926.403 unless 
otherwise indicated.  Do not install at flush-mounted panelboards and similar equipment in 
finished spaces. 

O. Warning Labels for Indoor Cabinets, Boxes, and Enclosures for Power and Lighting:  Self-
adhesive warning labels. 

1. Comply with 29 CFR 1910.145. 
2. Identify system voltage with black letters on an orange background. 
3. Apply to exterior of door, cover, or other access. 
4. For equipment with multiple power or control sources, apply to door or cover of 

equipment including, but not limited to, the following: 

a. Power transfer switches. 
b. Controls with external control power connections. 

P. Operating Instruction Signs:  Install instruction signs to facilitate proper operation and 
maintenance of electrical systems and items to which they connect.  Install instruction signs with 
approved legend where instructions are needed for system or equipment operation. 

Q. Emergency Operating Instruction Signs:  Install instruction signs with white legend on a red 
background with minimum 3/8-inch-high letters for emergency instructions at equipment used 
for power transfer. 

R. Equipment Identification Labels:  On each unit of equipment, install unique designation label 
that is consistent with wiring diagrams, schedules, and the Operation and Maintenance Manual.  
Apply labels to disconnect switches and protection equipment, central or master units, control 
panels, control stations, terminal cabinets, and racks of each system.  Systems include power, 
lighting, control, communication, signal, monitoring, and alarm systems unless equipment is 
provided with its own identification. 
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1. Labeling Instructions: 

a. Indoor Equipment:  Engraved, laminated acrylic or melamine label.  Unless 
otherwise indicated, provide a single line of text with 1/2-inch-high letters on 1-1/2-
inch-high label; where two lines of text are required, use labels 2 inches high. 

b. Outdoor Equipment:  Engraved, laminated acrylic or melamine label. 
c. Elevated Components:  Increase sizes of labels and letters to those appropriate for 

viewing from the floor. 
d. Unless provided with self-adhesive means of attachment, fasten labels with 

appropriate mechanical fasteners that do not change the NEMA or NRTL rating of 
the enclosure. 

2. Equipment to Be Labeled: 

a. Panelboards:  Typewritten directory of circuits in the location provided by 
panelboard manufacturer.  Panelboard identification shall be self-adhesive, 
engraved label. 

b. Enclosures and electrical cabinets. 
c. Switchgear. 
d. Switchboards. 
e. Transformers:  Label that includes tag designation shown on Drawings for the 

transformer, feeder, and panelboards or equipment supplied by the secondary. 
f. Emergency system boxes and enclosures. 
g. Motor-control centers. 
h. Enclosed switches. 
i. Enclosed circuit breakers. 
j. Enclosed controllers. 
k. Contactors. 
l. Panelboards, electrical cabinets, and enclosures. 
m. Emergency system boxes and enclosures. 
n. Disconnect switches. 
o. Enclosed circuit breakers. 
p. Control devices. 
 

END OF SECTION 26 0553 
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SECTION 26 22 00.00 - LOW-VOLTAGE TRANSFORMERS 

PART 1 - GENERAL 

1.1 RELATED DOCUMENTS 

A. Drawings and general provisions of the Contract, including General and Supplementary 
Conditions and Division 01 Specification Sections, apply to this Section. 

1.2 SUMMARY 

A. This Section includes the following types of dry-type transformers rated 600 V and less, with 
capacities up to 1000 kVA: 
1. Adjust list below to suit Project. 
2. Distribution transformers. 
3. Control and signal transformers. 
4. Buck-boost transformers. 

1.3 SUBMITTALS 

A. Product Data:  Include rated nameplate data, capacities, weights, dimensions, minimum 
clearances, installed devices and features, and performance for each type and size of 
transformer indicated. 

B. Shop Drawings:  Detail equipment assemblies and indicate dimensions, weights, loads, 
required clearances, method of field assembly, components, and location and size of each field 
connection. 
1. Wiring Diagrams:  Power. 

C. Manufacturer Seismic Qualification Certification:  Submit certification that transformers, 
accessories, and components will withstand seismic forces defined in Division 26 Section 
"Vibration and Seismic Controls for Electrical Systems." Include the following: 
1. Basis for Certification:  Indicate whether withstand certification is based on actual test of 

assembled components or on calculation. 
2. The term "withstand" means "the unit will remain in place without separation of any parts 

from the device when subjected to the seismic forces specified and the unit will be fully 
operational after the seismic event." 

3. Dimensioned Outline Drawings of Equipment Unit:  Identify center of gravity and locate 
and describe mounting and anchorage provisions. 

4. Detailed description of equipment anchorage devices on which the certification is based 
and their installation requirements. 

D. Source quality-control test reports. 

E. Operation and Maintenance Data:  For transformers to include in emergency, operation, and 
maintenance manuals. 
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1.4 QUALITY ASSURANCE 

A. Source Limitations:  Obtain each transformer type through one source from a single 
manufacturer. 

B. Electrical Components, Devices, and Accessories:  Listed and labeled as defined in NFPA 70, 
Article 100, by a testing agency acceptable to authorities having jurisdiction, and marked for 
intended use. 

C. Comply with IEEE C57.12.91, "Test Code for Dry-Type Distribution and Power Transformers." 

1.5 DELIVERY, STORAGE, AND HANDLING 

A. Temporary Heating:  Apply temporary heat according to manufacturer's written instructions 
within the enclosure of each ventilated-type unit, throughout periods during which equipment is 
not energized and when transformer is not in a space that is continuously under normal control 
of temperature and humidity. 

1.6 COORDINATION 

A. Coordinate size and location of concrete bases with actual transformer provided.  Cast anchor-
bolt inserts into bases.  Concrete, reinforcement, and formwork requirements are specified in 
Division 03. 

B. Coordinate installation of wall-mounting and structure-hanging supports with actual transformer 
provided. 

PART 2 - PRODUCTS 

2.1 MANUFACTURERS 

A. Manufacturers:  Subject to compliance with requirements, provide products by one of the 
following: 
1. Siemens Energy & Automation, Inc. 
2. Square D; Schneider Electric. 
3. Powersmith. 
4. Federal Pacific. 
5. Eaton 
6. GE 

2.2 GENERAL TRANSFORMER REQUIREMENTS 

A. Description:  Factory-assembled and -tested, air-cooled units for 60-Hz service. 

B. Cores:  Grain-oriented, non-aging silicon steel. 

C. Coils:  Continuous windings without splices except for taps. 
1. Internal Coil Connections:  Brazed or pressure type. 
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2. Coil Material:  Copper. 

2.3 DISTRIBUTION TRANSFORMERS 

A. Comply with NEMA ST 20, and list and label as complying with UL 1561. 

B. Comply with DOE 2016 efficiency mandate. 

C. Provide transformers that are constructed to withstand seismic forces specified in Division 26 
Section "Vibration and Seismic Controls for Electrical Systems." 

D. Cores:  One leg per phase. 

E. Enclosure:   
1. Ventilated, NEMA 250, Type 2. 

a. Core and coil shall be encapsulated within resin compound, sealing out moisture 
and air. 

2. Ventilated. 
a. Type 3R for transformers located outdoors. 
b. Core and coil shall be encapsulated within resin compound, sealing out moisture 

and air. 

F. Transformer Enclosure Finish:  Comply with NEMA 250. 
1. Finish Color:  Gray. 

G. Taps for Transformers Smaller Than 3 kVA:  One 5 percent tap above normal full capacity. 

H. Taps for Transformers 7.5 to 24 kVA:  One 5 percent tap above and one 5 percent tap below 
normal full capacity Two 5 percent taps below rated voltage. 

I. Taps for Transformers 25 kVA and Larger:  Two 2.5 percent taps above and two 2.5 percent 
taps below normal full capacity Two 2.5 percent taps above and four 2.5 percent taps below 
normal full capacity. 

J. Insulation Class:  220 deg C, UL-component-recognized insulation system with a maximum of 
115 deg C rise above 40 deg C ambient temperature. 

K. Energy Efficiency for Transformers Rated 15 kVA and Larger: 
1. Complying with NEMA TP 1, Class 1 efficiency levels. 
2. Tested according to NEMA TP 2. 

L. Wall Brackets:  Manufacturer's standard brackets. 

M. Low-Sound-Level Requirements:  Maximum sound levels, when factory tested according to 
IEEE C57.12.91, as follows: 
1. 9 kVA and Less:  40 dBA. 
2. 30 to 50 kVA:  45 dBA. 
3. 51 to 150 kVA:  50 dBA. 
4. 151 to 300 kVA:  55 dBA. 
5. 301 to 500 kVA:  60 dBA. 
6. 501 to 750 kVA:  62 dBA. 
7. 751 to 1000 kVA:  64 dBA. 
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2.4 IDENTIFICATION DEVICES 

A. Nameplates:  Engraved, laminated-plastic or metal nameplate for each distribution transformer, 
mounted with corrosion-resistant screws.  Nameplates and label products are specified in 
Division 26 Section "Identification for Electrical Systems." 

2.5 SOURCE QUALITY CONTROL 

A. Test and inspect transformers according to IEEE C57.12.91. 

B. Factory Sound-Level Tests:  Conduct sound-level tests on equipment for this Project. 

PART 3 - EXECUTION 

3.1 EXAMINATION 

A. Examine conditions for compliance with enclosure- and ambient-temperature requirements for 
each transformer. 

B. Verify that field measurements are as needed to maintain working clearances required by 
NFPA 70 and manufacturer's written instructions. 

C. Examine walls, floors, roofs, and concrete bases for suitable mounting conditions where 
transformers will be installed. 

D. Verify that ground connections are in place and requirements in Division 26 Section "Grounding 
and Bonding for Electrical Systems" have been met.  Maximum ground resistance shall be 5 
ohms at location of transformer. 

E. Proceed with installation only after unsatisfactory conditions have been corrected. 

3.2 INSTALLATION 

A. Install wall-mounting transformers level and plumb with wall brackets fabricated by transformer 
manufacturer. 
1. Brace wall-mounting transformers as specified in Division 26 Section "Vibration and 

Seismic Controls for Electrical Systems. 

B.  Construct concrete bases and anchor floor-mounting transformers according to manufacturer's 
written instructions, seismic codes applicable to Project, and requirements in Division 26 
Section "Vibration and Seismic Controls for Electrical Systems." 

3.3 CONNECTIONS 

A. Ground equipment according to Division 26 Section "Grounding and Bonding for Electrical 
Systems." 
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B. Connect wiring according to Division 26 Section "Low-Voltage Electrical Power Conductors and 
Cables." 

C. Tighten electrical connectors and terminals according to manufacturer's published torque-
tightening values.  If manufacturer's torque values are not indicated, use those specified in 
UL 486A and UL 486B. 

3.4 FIELD QUALITY CONTROL 

A. Perform tests and inspections and prepare test reports. 
1. Manufacturer's Field Service:  Engage a factory-authorized service representative to 

inspect components, assemblies, and equipment installations, including connections, and 
to assist in testing. 

B. Tests and Inspections: 
1. Perform each visual and mechanical inspection and electrical test stated in NETA 

Acceptance Testing Specification.  Certify compliance with test parameters. 

C. Remove and replace units that do not pass tests or inspections and retest as specified above. 

D. Infrared Scanning:  Two months after Substantial Completion, perform an infrared scan of 
transformer connections. 
1. Use an infrared-scanning device designed to measure temperature or detect significant 

deviations from normal values.  Provide documentation of device calibration. 
2. Perform 2 follow-up infrared scans of transformers, one at 4 months and the other at 11 

months after Substantial Completion. 
3. Prepare a certified report identifying transformer checked and describing results of 

scanning.  Include notation of deficiencies detected, remedial action taken, and scanning 
observations after remedial action. 

E. Test Labeling:  On completion of satisfactory testing of each unit, attach a dated and signed 
"Satisfactory Test" label to tested component. 

3.5 ADJUSTING 

A. Record transformer secondary voltage at each unit for at least 48 hours of typical occupancy 
period.  Adjust transformer taps to provide optimum voltage conditions at secondary terminals.  
Optimum is defined as not exceeding nameplate voltage plus 10 percent and not being lower 
than nameplate voltage minus 3 percent at maximum load conditions.  Submit recording and tap 
settings as test results. 

B. Output Settings Report:  Prepare a written report recording output voltages and tap settings. 

3.6 CLEANING 

A. Vacuum dirt and debris; do not use compressed air to assist in cleaning. 

END OF SECTION 262200 
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SECTION 26 24 16.00 - PANELBOARDS 

PART 1 - GENERAL 

1.1 RELATED DOCUMENTS 

A. Drawings and general provisions of the Contract, including General and Supplementary 
Conditions and Division 01 Specification Sections, apply to this Section. 

1.2 SUMMARY 

A. Section Includes: 

1. Distribution panelboards. 
2. Lighting and appliance branch-circuit panelboards. 

1.3 DEFINITIONS 

A. SVR:  Suppressed voltage rating. 

B. TVSS:  Transient voltage surge suppressor. 

1.4 PERFORMANCE REQUIREMENTS 

A. Seismic Performance:  Panelboards shall withstand the effects of earthquake motions 
determined according to SEI/ASCE 7. 
1. The term "withstand" means "the unit will remain in place without separation of any parts 

from the device when subjected to the seismic forces specified and the unit will be fully 
operational after the seismic event." 

1.5 SUBMITTALS 

A. Product Data:  For each type of panelboard, switching and overcurrent protective device, 
transient voltage suppression device, accessory, and component indicated.  Include dimensions 
and manufacturers' technical data on features, performance, electrical characteristics, ratings, 
and finishes. 

B. Shop Drawings:  For each panelboard and related equipment. 

1. Include dimensioned plans, elevations, sections, and details.  Show tabulations of 
installed devices, equipment features, and ratings. 

2. Detail enclosure types and details for types other than NEMA 250, Type 1. 
3. Detail bus configuration, current, and voltage ratings. 
4. Short-circuit current rating of panelboards and overcurrent protective devices. 
5. Include evidence of NRTL listing for series rating of installed devices. 
6. Detail features, characteristics, ratings, and factory settings of individual overcurrent 

protective devices and auxiliary components. 
7. Include wiring diagrams for power, signal, and control wiring. 
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8. Include time-current coordination curves for each type and rating of overcurrent 
protective device included in panelboards.  Submit on translucent log-log graft paper; 
include selectable ranges for each type of overcurrent protective device. 

C. Qualification Data.   

D. Seismic Qualification Certificates:  Submit certification that panelboards, overcurrent protective 
devices, accessories, and components will withstand seismic forces defined in Division 26 
Section "Vibration and Seismic Controls for Electrical Systems." Include the following: 

1. Basis for Certification:  Indicate whether withstand certification is based on actual test of 
assembled components or on calculation. 

2. Dimensioned Outline Drawings of Equipment Unit:  Identify center of gravity and locate 
and describe mounting and anchorage provisions. 

3. Detailed description of equipment anchorage devices on which the certification is based 
and their installation requirements. 

E. Panelboard Schedules:  For installation in panelboards. Submit final versions after load 
balancing. 

F. Operation and Maintenance Data:  For panelboards and components to include in emergency, 
operation, and maintenance manuals.  In addition to items specified in Division 01 Section 
"Operation and Maintenance Data," include the following: 

1. Manufacturer's written instructions for testing and adjusting overcurrent protective 
devices. 

2. Time-current curves, including selectable ranges for each type of overcurrent protective 
device that allows adjustments. 

1.6 QUALITY ASSURANCE 

A. Source Limitations:  Obtain panelboards, overcurrent protective devices, components, and 
accessories from single source from single manufacturer. 

B. Product Selection for Restricted Space:  Drawings indicate maximum dimensions for 
panelboards including clearances between panelboards and adjacent surfaces and other items.  
Comply with indicated maximum dimensions. 

C. Electrical Components, Devices, and Accessories:  Listed and labeled as defined in NFPA 70, 
by a qualified testing agency, and marked for intended location and application. 

D. Comply with NEMA PB 1. 

E. Comply with NFPA 70. 

1.7 DELIVERY, STORAGE, AND HANDLING 

A. Remove loose packing and flammable materials from inside panelboards. 

B. Handle and prepare panelboards for installation according to NEMA PB 1. 



American Fork City 
Art Dye Sports Park  
Specifications 
 
 

PANELBOARDS 
 

26 24 16.00 - 3 
 

 

 

1.8 PROJECT CONDITIONS 

A. Environmental Limitations: 

1. Do not deliver or install panelboards until spaces are enclosed and weathertight, wet 
work in spaces is complete and dry, work above panelboards is complete, and temporary 
HVAC system is operating and maintaining ambient temperature and humidity conditions 
at occupancy levels during the remainder of the construction period. 

2. Rate equipment for continuous operation under the following conditions unless otherwise 
indicated: 

a. Ambient Temperature:  Not exceeding 23 deg F to plus 104 deg F. 
b. Altitude:  Not exceeding 6600 feet. 

B. Service Conditions:  NEMA PB 1, usual service conditions, as follows: 

1. Ambient temperatures within limits specified. 
2. Altitude not exceeding 6600 feet. 

1.9 COORDINATION 

A. Coordinate layout and installation of panelboards and components with other construction that 
penetrates walls or is supported by them, including electrical and other types of equipment, 
raceways, piping, encumbrances to workspace clearance requirements, and adjacent surfaces.  
Maintain required workspace clearances and required clearances for equipment access doors 
and panels. 

1.10 WARRANTY 

A. Special Warranty:  Manufacturer's standard form in which manufacturer agrees to repair or 
replace transient voltage suppression devices that fail in materials or workmanship within 
specified warranty period. 

1. Warranty Period:  One year from date of Substantial Completion. 

1.11 EXTRA MATERIALS 

A. Furnish extra materials that match products installed and that are packaged with protective 
covering for storage and identified with labels describing contents. 

1. Keys:  Two spare for each type of panelboard cabinet lock. 

2. All panel boards are to be keyed alike. 
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PART 2 - PRODUCTS 

2.1 GENERAL REQUIREMENTS FOR PANELBOARDS 

A. Fabricate and test panelboards according to IEEE 344 to withstand seismic forces defined in 
Division 26 Section "Vibration and Seismic Controls for Electrical Systems." 

B. Manufacturers:  Subject to compliance with requirements, provide products by one of the 
following: 

C. Basis-of-Design Product:  Subject to compliance with requirements, provide product indicated 
on Drawings or comparable product by one of the following: 
1. Siemens Energy & Automation, Inc. 
2. Square D; a brand of Schneider Electric. 
3. General Electric. 
4. Cutler-Hammer. 
5. Eaton 

D. Enclosures:  Flush- and surface As specified on the drawings -mounted cabinets. 

1. Rated for environmental conditions at installed location. 

a. Indoor Dry and Clean Locations:  NEMA 250, Type 1. 
b. Outdoor Locations:  NEMA 250, Type 3R. 
c. Kitchen or Wash-Down Areas:  NEMA 250, Type 4X, stainless steel. 
d. Other Wet or Damp Indoor Locations:  NEMA 250, Type 4. 
e. Indoor Locations Subject to Dust, Falling Dirt, and Dripping Noncorrosive Liquids:  

NEMA 250, Type 12. 

2. Front:  Secured to box with concealed trim clamps.  For surface-mounted fronts, match 
box dimensions; for flush-mounted fronts, overlap box. 

3. Hinged Front Cover:  Entire front trim hinged to box and with standard door within hinged 
trim cover. 

4. Finishes: 

a. Panels and Trim:  Steel factory finished immediately after cleaning and pretreating 
with manufacturer's standard two-coat, baked-on finish consisting of prime coat 
and thermosetting topcoat. 

b. Back Boxes:  Same finish as panels and trim. 

5. Directory Card:  Inside panelboard door, mounted in transparent card holder. 

E. Incoming Mains Location:  As required. 

F. Phase, Neutral, and Ground Buses: 

1. Material:  Hard-drawn copper, 98 percent conductivity. 
2. Equipment Ground Bus:  Adequate for feeder and branch-circuit equipment grounding 

conductors; bonded to box. 

G. Conductor Connectors:  Suitable for use with conductor material and sizes. 

1. Material:  Hard-drawn copper, 98 percent conductivity. 
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2. Main and Neutral Lugs:  Mechanical type. 
3. Ground Lugs and Bus-Configured Terminators:  Mechanical type. 
4. Feed-Through Lugs:  Mechanical type, suitable for use with conductor material.  Locate 

at opposite end of bus from incoming lugs or main device. 
5. Subfeed (Double) Lugs:  Mechanical type suitable for use with conductor material.  

Locate at same end of bus as incoming lugs or main device. 

H. Service Equipment Label:  UL labeled for use as service equipment for panelboards or load 
centers with one or more main service disconnecting and overcurrent protective devices. 

I. Future Devices:  Mounting brackets, bus connections, filler plates, and necessary 
appurtenances required for future installation of devices. 

2.2 PANELBOARD SHORT-CIRCUIT RATING 

A. Panelboard Short-Circuit Current Rating:  Fully rated to interrupt symmetrical short-circuit 
current available at terminals.  
1. Lighting and appliance branch-circuit panelboard Short-Circuit Current Rating:  Rated for 

series-connected system with integral or remote upstream overcurrent protective devices 
and labeled by an UL.  Include size and type of allowable upstream and branch devices, 
listed and labeled for series-connected short-circuit rating by an UL. 

2.3 DISTRIBUTION PANELBOARDS 

A. Panelboards:  NEMA PB 1, power and feeder distribution type. 

B. Doors:  Secured with vault-type latch with tumbler lock; keyed alike. 

1. For doors more than 36 inches high, provide two latches, keyed alike. 

C. Mains:  Circuit breaker or Lugs as shown. 

D. Branch Overcurrent Protective Devices for Circuit-Breaker Frame Sizes 125 A and Smaller:  
Bolt-on circuit breakers. 

E. Branch Overcurrent Protective Devices for Circuit-Breaker Frame Sizes Larger Than 125 A:  
Bolt-on circuit breakers; plug-in circuit breakers where individual positive-locking device requires 
mechanical release for removal. 

2.4 LIGHTING AND APPLIANCE BRANCH-CIRCUIT PANELBOARDS 

A. Panelboards:  NEMA PB 1, lighting and appliance branch-circuit type. 

B. Mains:  As specified on the drawings. 

C. Branch Overcurrent Protective Devices:  Bolt-on circuit breakers, replaceable without disturbing 
adjacent units. 

D. Doors:  Concealed hinges; secured with flush latch with tumbler lock; keyed alike. 
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2.5 DISCONNECTING AND OVERCURRENT PROTECTIVE DEVICES 

A. Molded-Case Circuit Breaker (MCCB):  Comply with UL 489, with interrupting capacity to meet 
available fault currents. 

1. Thermal-Magnetic Circuit Breakers:  Inverse time-current element for low-level overloads, 
and instantaneous magnetic trip element for short circuits.  Adjustable magnetic trip 
setting for circuit-breaker frame sizes 250 A and larger. 

2. Adjustable Instantaneous-Trip Circuit Breakers:  Magnetic trip element with front-
mounted, field-adjustable trip setting. 

3. Electronic trip circuit breakers with rms sensing; field-replaceable rating plug or field-
replicable electronic trip; and the following field-adjustable settings: 
a. Instantaneous trip. 
b. Long- and short-time pickup levels. 
c. Long- and short-time time adjustments. 
d. Ground-fault pickup level, time delay, and I2t response. 

4. Current-Limiting Circuit Breakers:  Frame sizes 400 A and smaller; let-through ratings 
less than NEMA FU 1, RK-5. 

5. GFCI Circuit Breakers:  Single- and two-pole configurations with Class A ground-fault 
protection (6-mA trip). 

6. Ground-Fault Equipment Protection (GFEP) Circuit Breakers:  Class B ground-fault 
protection (30-mA trip). 

7. Arc-Fault Circuit Interrupter (AFCI) Circuit Breakers:  Comply with UL 1699; 120/240-V, 
single-pole configuration. 

8. Molded-Case Circuit-Breaker (MCCB) Features and Accessories: 

a. Standard frame sizes, trip ratings, and number of poles. 
b. Lugs:  Mechanical style, suitable for number, size, trip ratings, and conductor 

materials. 
c. Application Listing:  Appropriate for application; Type SWD for switching 

fluorescent lighting loads; Type HID for feeding fluorescent and high-intensity 
discharge (HID) lighting circuits. 

d. Ground-Fault Protection:  Integrally mounted relay and trip unit with adjustable 
pickup and time-delay settings, push-to-test feature, and ground-fault indicator. 

e. Communication Capability:  Integral communication module with functions and 
features compatible with power monitoring and control system specified in 
Division 26 Section "Electrical Power Monitoring and Control." 

f. Shunt Trip:  120 V trip coil energized from separate circuit, set to trip at 75 percent 
of rated voltage. 

g. Undervoltage Trip:  Set to operate at 35 to 75 percent of rated voltage with field-
adjustable 0.1- to 0.6-second time delay. 

h. Auxiliary Contacts:  Two SPDT switches with "a" and "b" contacts; "a" contacts 
mimic circuit-breaker contacts and "b" contacts operate in reverse of circuit-
breaker contacts. 

i. Alarm Switch:  Single-pole, normally open contact that actuates only when circuit 
breaker trips. 

j. Key Interlock Kit:  Externally mounted to prohibit circuit-breaker operation; key 
shall be removable only when circuit breaker is in off position. 

k. Zone-Selective Interlocking:  Integral with electronic trip unit; for interlocking 
ground-fault protection function with other upstream or downstream devices. 

l. Multipole units enclosed in a single housing or factory assembled to operate as a 
single unit. 

m. Handle Padlocking Device:  Fixed attachment, for locking circuit-breaker handle in 
on or off position. 
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n. Handle Clamp:  Loose attachment, for holding circuit-breaker handle in on position. 

B. Fused Switch:  NEMA KS 1, Type HD; clips to accommodate specified fuses; lockable handle. 

1. Fuses, and Spare-Fuse Cabinet:  Comply with requirements specified in Division 26 
Section "Fuses." 

2. Fused Switch Features and Accessories:  Standard ampere ratings and number of poles. 
3. Auxiliary Contacts:  Two normally open and normally closed contact(s) that operate with 

switch handle operation. 

2.6 ACCESSORY COMPONENTS AND FEATURES 

A. Accessory Set:  Include tools and miscellaneous items required for overcurrent protective 
device test, inspection, maintenance, and operation. 

B. Portable Test Set:  For testing functions of solid-state trip devices without removing from 
panelboard.  Include relay and meter test plugs suitable for testing panelboard meters and 
switchboard class relays. 

PART 3 - EXECUTION 

3.1 EXAMINATION 

A. Receive, inspect, handle, and store panelboards according to NEMA PB 1.1. 

B. Examine panelboards before installation.  Reject panelboards that are damaged or rusted or 
have been subjected to water saturation. 

C. Examine elements and surfaces to receive panelboards for compliance with installation 
tolerances and other conditions affecting performance of the Work. 

D. Proceed with installation only after unsatisfactory conditions have been corrected. 

3.2 INSTALLATION 

A. Install panelboards and accessories according to NEMA PB 1.1. 

B. Equipment Mounting: Fasten enclosures firmly to walls and structural surfraces, ensuring tha 
they are permanently and mechanically anchored. 

C. Temporary Lifting Provisions:  Remove temporary lifting eyes, channels, and brackets and 
temporary blocking of moving parts from panelboards. 

D. Comply with mounting and anchoring requirements specified in Division 26 Section "Vibration 
and Seismic Controls for Electrical Systems." 

E. Mount top of trim 74 inches above finished floor unless otherwise indicated. 

F. Mount panelboard cabinet plumb and rigid without distortion of box.  Mount recessed 
panelboards with fronts uniformly flush with wall finish and mating with back box. 
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G. Install overcurrent protective devices and controllers not already factory installed. 

1. Set field-adjustable, circuit-breaker trip ranges. 

H. Install filler plates in unused spaces. 

I. Stub four 1-inch empty conduits from panelboard into accessible ceiling space or space 
designated to be ceiling space in the future.   

J. Arrange conductors in gutters into groups and bundle and wrap with wire ties after completing 
load balancing. 

K. Comply with NECA 1. 

3.3 IDENTIFICATION 

A. Identify field-installed conductors, interconnecting wiring, and components; provide warning 
signs complying with Division 26 Section "Identification for Electrical Systems." 

B. Create a directory to indicate installed circuit loads after balancing panelboard loads; 
incorporate Owner's final room designations.  Obtain approval before installing.  Use a 
computer or typewriter to create directory; handwritten directories are not acceptable. 

C. Panelboard Nameplates:  Label each panelboard with a nameplate complying with 
requirements for identification specified in Division 26 Section "Identification for Electrical 
Systems." 

D. Device Nameplates:  Label each branch circuit device in distribution panelboards with a 
nameplate complying with requirements for identification specified in Division 26 Section 
"Identification for Electrical Systems." 

3.4 CONNECTIONS 

A. Ground equipment according to Division 26 Section “Grounding and Bonding for Electrical 
System”. 

B. Connect wiring according to Division 26 Section “Low-voltage Electrical Power Conductors and 
Cables”.  

3.5 FIELD QUALITY CONTROL 

A. Testing Agency:  Engage a qualified testing agency to perform tests and inspections. 

B. Manufacturer's Field Service:  Engage a factory-authorized service representative to inspect, 
test, and adjust components, assemblies, and equipment installations, including connections. 

C. Perform tests and inspections. 

1. Manufacturer's Field Service:  Engage a factory-authorized service representative to 
inspect components, assemblies, and equipment installations, including connections, and 
to assist in testing. 
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D. Tests and Inspections: 

1. Perform each visual and mechanical inspection and electrical test stated in NETA 
Acceptance Testing Specification.  Provide a written report to certify compliance with test 
parameters. 

2. Correct malfunctioning units on-site, where possible, and retest to demonstrate 
compliance; otherwise, replace with new units and retest. 

E. Panelboards will be considered defective if they do not pass tests and inspections. 

3.6 ADJUSTING 

A. Adjust moving parts and operable component to function smoothly, and lubricate as 
recommended by manufacturer. 

B. Set field-adjustable circuit-breaker trip ranges as specified in Division 26 Section "Overcurrent 
Protective Device Coordination Study." 

C. Load Balancing:  After Substantial Completion, but not more than 60 days after Final 
Acceptance, measure load balancing and make circuit changes. 

1. Measure as directed during period of normal system loading. 
2. Perform load-balancing circuit changes outside normal occupancy/working schedule of 

the facility and at time directed.  Avoid disrupting critical 24-hour services such as fax 
machines and on-line data processing, computing, transmitting, and receiving equipment. 

3. After circuit changes, recheck loads during normal load period.  Record all load readings 
before and after changes and submit test records. 

4. Tolerance:  Difference exceeding 20 percent between phase loads, within a panelboard, 
is not acceptable.  Rebalance and recheck as necessary to meet this minimum 
requirement. 

3.7 PROTECTION 

A. Temporary Heating:  Apply temporary heat to maintain temperature according to manufacturer's 
written instructions. 

END OF SECTION 26 2416 
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SECTION 26 27 26.00 - WIRING DEVICES 

PART 1 - GENERAL 

1.1 RELATED DOCUMENTS 

A. Drawings and general provisions of the Contract, including General and Supplementary 
Conditions and Division 01 Specification Sections, apply to this Section. 

1.2 SUMMARY 

A. This Section includes the following: 

1. Receptacles, receptacles with integral GFCI, and associated device plates. 
2. Twist-locking receptacles. 
3. Receptacles with integral surge suppression units. 
4. Snap switches and wall-box dimmers. 
5. Wall-switch. 
6. Pendant cord-connector devices. 
7. Cord and plug sets. 
8. Floor service outlets, poke-through assemblies, service poles, and multioutlet 

assemblies. 

1.3 DEFINITIONS 

A. EMI:  Electromagnetic interference. 

B. GFCI:  Ground-fault circuit interrupter. 

C. Pigtail:  Short lead used to connect a device to a branch-circuit conductor. 

D. RFI:  Radio-frequency interference. 

E. TVSS:  Transient voltage surge suppressor. 

F. UTP:  Unshielded twisted pair. 

1.4 SUBMITTALS 

A. Product Data:  For each type of product indicated. Provide a sample of each type of device to 
be used. 

B. Shop Drawings:  List of legends and description of materials and process used for premarking 
wall plates. 

C. Field quality-control test reports. 

D. Operation and Maintenance Data:  For wiring devices to include in all manufacturers' packing 
label warnings and instruction manuals that include labeling conditions. 
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1.5 QUALITY ASSURANCE 

A. Source Limitations:  Obtain each type of wiring device and associated wall plate through one 
source from a single manufacturer.  Insofar as they are available, obtain all wiring devices and 
associated wall plates from a single manufacturer and one source. 

B. Electrical Components, Devices, and Accessories:  Listed and labeled as defined in NFPA 70, 
Article 100, by a testing agency acceptable to authorities having jurisdiction, and marked for 
intended use. 

C. Comply with NFPA 70. 

1.6 COORDINATION 

A. Receptacles for Owner-Furnished Equipment:  Match plug configurations. 

1. Cord and Plug Sets:  Match equipment requirements. 

PART 2 - PRODUCTS 

2.1 MANUFACTURERS 

A. Manufacturers' Names:  Shortened versions (shown in parentheses) of the following 
manufacturers' names are used in other Part 2 articles: 

1. Cooper Wiring Devices; a division of Cooper Industries, Inc. (Cooper). 
2. Hubbell Incorporated; Wiring Device-Kellems (Hubbell). 
3. Leviton Mfg. Company Inc. (Leviton). 
4. Pass & Seymour/Legrand; Wiring Devices & Accessories (Pass & Seymour). 

2.2 STRAIGHT BLADE RECEPTACLES 

A. Convenience Receptacles, 125 V, 20 A: Comply with NEMA WD 1, NEMA WD 6 configuration 
5-20R, and UL 498. 
1. Products:  Subject to compliance with requirements, provide one of the following: 

a. Cooper; (duplex) decor type. 
b. Hubbell; (duplex) décor type. 
c. Leviton; (duplex) décor type. 
d. Pass & Seymour; (duplex) décor type. 

2.3 GFCI RECEPTACLES 

A. General Description:  Straight blade, feed-through type.  Comply with NEMA WD 1, 
NEMA WD 6, UL 498, and UL 943, Class A, and include indicator light that is lighted when 
device is tripped. 

B. Duplex GFCI Convenience Receptacles, 125 V, 20 A: 
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1. Available Products:  Subject to compliance with requirements, products that may be 
incorporated into the Work include, but are not limited to, the following: 

2. Products:  Subject to compliance with requirements, provide one of the following: 

a. Cooper; GF20. 
b. Pass & Seymour; 2084. 

2.4 TWIST-LOCKING RECEPTACLES 

A. Single Convenience Receptacles, 125 V, 20 A:  Comply with NEMA WD 1, NEMA WD 6 
configuration L5-20R, and UL 498. 

1. Available Products:  Subject to compliance with requirements, products that may be 
incorporated into the Work include, but are not limited to, the following: 

2. Products:  Subject to compliance with requirements, provide one of the following: 

a. Cooper; L520R. 
b. Hubbell; HBL2310. 
c. Leviton; 2310. 
d. Pass & Seymour; L520-R. 
 

3. Verify voltage and Amperage. 

2.5 WALL PLATES 

A. Single and combination types to match corresponding wiring devices. 

1. Plate-Securing Screws:  Metal with head color to match plate finish. 
2. Material for Finished Spaces: Stainless steel. 
3. Material for Unfinished Spaces:  Galvanized steel. 
4. Material for Damp Locations:  Cast aluminum with spring-loaded lift cover, and listed and 

labeled for use in "wet locations." 

B. Wet-Location, Weatherproof Cover Plates:   
1. NEMA 250, complying with type 3R weather-resistant, die-cast aluminum with lockable 

cover. 
2. NEMA 3R-in-Use cover, plastic, weather resistant. 

2.6 FLOOR SERVICE FITTINGS 

A. Type:  Modular, flush-type, dual-service units suitable for wiring method used. 

B. Compartments:  Barrier separates power from voice and data communication cabling. 

C. Service Plate:  Rectangular die-cast aluminum with satin finish. 

D. Power Receptacle:  NEMA WD 6 configuration 5-20R, gray finish, unless otherwise indicated. 

E. Voice and Data Communication Outlet:  Blank cover with bushed cable opening. 
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2.7 MULTIOUTLET ASSEMBLIES 

A. Manufacturers:  Subject to compliance with requirements, provide products by one of the 
following: 

1. Hubbell Incorporated; Wiring Device-Kellems. 
2. Wiremold Company (The). 

B. Components of Assemblies:  Products from a single manufacturer designed for use as a 
complete, matching assembly of raceways and receptacles. 

C. Raceway Material:  Aluminum, with standard selected finish. 

D. Wire:  No. 12 AWG. 

E. Provide engraved circuit number for each outlet. 

2.8 FINISHES 

A. Color:  Wiring device catalog numbers in Section Text do not designate device color. 

1. Wiring Devices Connected to Normal Power System:  Gray, unless otherwise indicated or 
required by NFPA 70 or device listing. 

2. Wiring Devices Connected to Emergency Power System:  Red. 
3. TVSS Devices:  Blue. 

PART 3 - EXECUTION 

3.1 INSTALLATION 

A. Comply with NECA 1, including the mounting heights listed in that standard, unless otherwise 
noted. 

B. Coordination with Other Trades: 

1. Take steps to insure that devices and their boxes are protected.  Do not place wall finish 
materials over device boxes and do not cut holes for boxes with routers that are guided 
by riding against outside of the boxes. 

2. Keep outlet boxes free of plaster, drywall joint compound, mortar, cement, concrete, dust, 
paint, and other material that may contaminate the raceway system, conductors, and 
cables. 

3. Install device boxes in brick or block walls so that the cover plate does not cross a joint 
unless the joint is troweled flush with the face of the wall. 

4. Install wiring devices after all wall preparation, including painting, is complete. 

C. Conductors: 

1. Do not strip insulation from conductors until just before they are spliced or terminated on 
devices. 

2. Strip insulation evenly around the conductor using tools designed for the purpose.  Avoid 
scoring or nicking of solid wire or cutting strands from stranded wire. 



American Fork City 
Art Dye Sports Park  
Specifications 
 
 

WIRING DEVICES 
 

26 27 26.00 - 5 
 

 

 

3. The length of free conductors at outlets for devices shall meet provisions of NFPA 70, 
Article 300, without pigtails. 

D. Device Installation: 

1. Replace all devices that have been in temporary use during construction or that show 
signs that they were installed before building finishing operations were complete. 

2. Keep each wiring device in its package or otherwise protected until it is time to connect 
conductors. 

3. Do not remove surface protection, such as plastic film and smudge covers, until the last 
possible moment. 

4. Connect devices to branch circuits using pigtails that are not less than 6 inches in length. 
5. When there is a choice, use side wiring with binding-head screw terminals.  Wrap solid 

conductor tightly clockwise, 2/3 to 3/4 of the way around terminal screw. 
6. Use a torque screwdriver when a torque is recommended or required by the 

manufacturer. 
7. When conductors larger than No. 12 AWG are installed on 15- or 20-A circuits, splice 

No. 12 AWG pigtails for device connections. 
8. Tighten unused terminal screws on the device. 
9. When mounting into metal boxes, remove the fiber or plastic washers used to hold device 

mounting screws in yokes, allowing metal-to-metal contact. 

E. Receptacle Orientation: 

1. Install ground pin of vertically mounted receptacles up, and on horizontally mounted 
receptacles to the right. 

2. Install hospital-grade receptacles in patient-care areas with the ground pin or neutral 
blade at the top. 

F. Device Plates:  Do not use oversized or extra-deep plates.  Repair wall finishes and remount 
outlet boxes when standard device plates do not fit flush or do not cover rough wall opening. 

G. Arrangement of Devices:  Unless otherwise indicated, mount flush, with long dimension vertical 
and with grounding terminal of receptacles on top.  Group adjacent switches under single, 
multigang wall plates. 

H. Adjust locations of floor service outlets and service poles to suit arrangement of partitions and 
furnishings. 

3.2 IDENTIFICATION 

A. Comply with Division 26 Section "Identification for Electrical Systems." 

1. Receptacles:  Identify panelboard and circuit number from which served.  Use engraved 
machine printing with black-filled lettering on face, and durable wire markers or tags 
inside outlet boxes. 

3.3 FIELD QUALITY CONTROL 

A. Perform tests and inspections and prepare test reports. 

1. In healthcare facilities, prepare reports that comply with recommendations in NFPA 99. 
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2. Test Instruments:  Use instruments that comply with UL 1436. 
3. Test Instrument for Convenience Receptacles:  Digital wiring analyzer with digital readout 

or illuminated LED indicators of measurement. 

B. Tests for Convenience Receptacles: 

1. Line Voltage:  Acceptable range is 105 to 132 V. 
2. Percent Voltage Drop under 15-A Load:  A value of 6 percent or higher is not acceptable. 
3. Ground Impedance:  Values of up to 2 ohms are acceptable. 
4. GFCI Trip:  Test for tripping values specified in UL 1436 and UL 943. 
5. Using the test plug, verify that the device and its outlet box are securely mounted. 
6. The tests shall be diagnostic, indicating damaged conductors, high resistance at the 

circuit breaker, poor connections, inadequate fault current path, defective devices, or 
similar problems.  Correct circuit conditions, remove malfunctioning units and replace 
with new ones, and retest as specified above. 

END OF SECTION 26 2726 
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SECTION 26 28 13.00 - FUSES 

PART 1 - GENERAL 

1.1 RELATED DOCUMENTS 

A. Drawings and general provisions of the Contract, including General and Supplementary 
Conditions and Division 01 Specification Sections, apply to this Section. 

1.2 SUMMARY 

A. This Section includes the following: 

1. Cartridge fuses rated 600-V ac and less for use in enclosed switches, and enclosed 
controllers. 

2. Plug fuses rated 125-V ac and less for use in plug-fuse-type enclosed switches and 
fuseholders. 

1.3 SUBMITTALS 

A. Product Data:  For each type of product indicated.  Include construction details, material, 
dimensions, descriptions of individual components, and finishes for spare-fuse cabinets. Include 
the following for each fuse type indicated: 

B. Dimensions and manufacturer's technical data on features, performance, electrical 
characteristics, and ratings. 
1. Let-through current curves for fuses with current-limiting characteristics. 
2. Time-current curves, coordination charts and tables, and related data. 
3. Fuse size for elevator feeders and elevator disconnect switches. 

C. Ambient Temperature Adjustment Information:  If ratings of fuses have been adjusted to 
accommodate ambient temperatures, provide list of fuses with adjusted ratings. 

1. For each fuse having adjusted ratings, include location of fuse, original fuse rating, local 
ambient temperature, and adjusted fuse rating. 

2. Provide manufacturer's technical data on which ambient temperature adjustment 
calculations are based. 

D. Operation and Maintenance Data:  For fuses to include in emergency, operation, and 
maintenance manuals. 

1. In addition to items specified in Division 01 Section "Operation and Maintenance Data," 
include the following: 

a. Let-through current curves for fuses with current-limiting characteristics. 
b. Time-current curves, coordination charts and tables, and related data. 
c. Ambient temperature adjustment information. 
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1.4 QUALITY ASSURANCE 

A. Source Limitations:  Obtain fuses from a single manufacturer. 

B. Electrical Components, Devices, and Accessories:  Listed and labeled as defined in NFPA 70, 
Article 100, by a testing agency acceptable to authorities having jurisdiction, and marked for 
intended use. 

C. Comply with NEMA FU 1. 

D. Comply with NFPA 70. 

1.5 PROJECT CONDITIONS 

A. Where ambient temperature to which fuses are directly exposed is less than 40 deg F or more 
than 100 deg F, apply manufacturer's ambient temperature adjustment factors to fuse ratings. 

1.6 COORDINATION 

A. Coordinate fuse ratings with utilization equipment nameplate limitations of maximum fuse size. 

1.7 EXTRA MATERIALS 

A. Furnish extra materials described below that match products installed and that are packaged 
with protective covering for storage and identified with labels describing contents. 

1. Fuses:  Quantity equal to 5 percent of each fuse type and size, but no fewer than 2 of 
each type and size. 

PART 2 - PRODUCTS 

2.1 MANUFACTURERS 

 

A. Manufacturers:  Subject to compliance with requirements, provide products by one of the 
following: 

1. Cooper Bussmann, Inc. 
2. Ferraz Shawmut, Inc. 
3. Littelfuse, Inc. 

2.2 CARTRIDGE FUSES 

A. NEMA FU 1 class is same as UL class.  Class defines fuse performance category, including 
interrupting rating.  See Editing Instruction No. 2 in the Evaluations. 
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B. Characteristics:  NEMA FU 1, nonrenewable cartridge fuse; class and current rating indicated; 
voltage rating consistent with circuit voltage. 

2.3 SPARE-FUSE CABINET 

A. Characteristics:  Wall-mounted steel unit with full-length, recessed piano-hinged door and key-
coded cam lock and pull. 

1. Size:  Adequate for storage of spare fuses specified with 15  percent spare capacity 
minimum. 

2. Finish:  Gray, baked enamel. 
3. Identification:  "SPARE FUSES" in 1-1/2-inch- high letters on exterior of door. 
4. Fuse Pullers:  For each size of fuse, where applicable and available, from fuse 

manufacturer. 

PART 3 - EXECUTION 

3.1 EXAMINATION 

A. Examine utilization equipment nameplates and installation instructions.  Install fuses of sizes 
and with characteristics appropriate for each piece of equipment. 

B. Evaluate ambient temperatures to determine if fuse rating adjustment factors must be applied to 
fuse ratings. 

C. Proceed with installation only after unsatisfactory conditions have been corrected. 

D. Examine fuses before installation.  Reject fuses that are moisture damaged or physically 
damaged. 

E. Examine holders to receive fuses for compliance with installation tolerances and other 
conditions affecting performance, such as rejection features. 

3.2 FUSE APPLICATIONS 

1. Motor Branch Circuits:  Class RK1, time delay. 
2. Control Circuits:  Class CC, fast acting. 

3.3 INSTALLATION 

A. Install fuses in fusible devices.  Arrange fuses so rating information is readable without 
removing fuse. 

3.4 IDENTIFICATION 

A. Install labels complying with requirements for identification specified in Division 26 Section 
"Identification for Electrical Systems" and indicating fuse replacement information on inside door 
of each fused switch and adjacent to each fuse block, socket, and holder. 
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END OF SECTION 26 2813 
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SECTION 26 28 16.00 - ENCLOSED SWITCHES AND CIRCUIT BREAKERS 

PART 1 - GENERAL 

1.1 RELATED DOCUMENTS 

A. Drawings and general provisions of the Contract, including General and Supplementary 
Conditions and other Division 01 Specification Sections, apply to this Section. 

1.2 SUMMARY 

A. Section Includes: 

1. Fusible switches. 
2. Nonfusible switches. 
3. Receptacle switches. 
4. Shunt trip switches. 
5. Molded-case circuit breakers (MCCBs). 
6. Molded-case switches. 
7. Enclosures. 

1.3 DEFINITIONS 

A. NC:  Normally closed. 

B. NO:  Normally open. 

C. SPDT:  Single pole, double throw. 

1.4 PERFORMANCE REQUIREMENTS 

A. Seismic Performance:  Enclosed switches and circuit breakers shall withstand the effects of 
earthquake motions determined according to ASCE/SEI 7. 

1. The term "withstand" means "the unit will remain in place without separation of any parts 
from the device when subjected to the seismic forces specified and the unit will be fully 
operational after the seismic event." 

1.5 SUBMITTALS 

A. Product Data:  For each type of enclosed switch, circuit breaker, accessory, and component 
indicated.  Include dimensioned elevations, sections, weights, and manufacturers' technical 
data on features, performance, electrical characteristics, ratings, accessories, and finishes. 

1. Enclosure types and details for types other than NEMA 250, Type 1. 
2. Current and voltage ratings. 
3. Short-circuit current ratings (interrupting and withstand, as appropriate). 
4. Include evidence of NRTL listing for series rating of installed devices. 
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5. Detail features, characteristics, ratings, and factory settings of individual overcurrent 
protective devices, accessories, and auxiliary components. 

6. Include time-current coordination curves (average melt) for each type and rating of 
overcurrent protective device; include selectable ranges for each type of overcurrent 
protective device. 

B. Shop Drawings:  For enclosed switches and circuit breakers.  Include plans, elevations, 
sections, details, and attachments to other work. 

1. Wiring Diagrams:  For power, signal, and control wiring. 

C. Qualification Data:  For qualified testing agency. 

D. Seismic Qualification Certificates:  For enclosed switches and circuit breakers, accessories, and 
components, from manufacturer. 

1. Basis for Certification:  Indicate whether withstand certification is based on actual test of 
assembled components or on calculation. 

2. Dimensioned Outline Drawings of Equipment Unit:  Identify center of gravity and locate 
and describe mounting and anchorage provisions. 

3. Detailed description of equipment anchorage devices on which the certification is based 
and their installation requirements. 

E. Field quality-control reports. 

1. Test procedures used. 
2. Test results that comply with requirements. 
3. Results of failed tests and corrective action taken to achieve test results that comply with 

requirements. 

F. Operation and Maintenance Data:  For enclosed switches and circuit breakers to include in 
emergency, operation, and maintenance manuals.  In addition to items specified in Division 01 
Section "Operation and Maintenance Data," include the following: 

1. Manufacturer's written instructions for testing and adjusting enclosed switches and circuit 
breakers. 

2. Time-current coordination curves (average melt) for each type and rating of overcurrent 
protective device; include selectable ranges for each type of overcurrent protective 
device. 

1.6 QUALITY ASSURANCE 

A. Source Limitations:  Obtain enclosed switches and circuit breakers, overcurrent protective 
devices, components, and accessories, within same product category, from single source from 
single manufacturer. 

B. Product Selection for Restricted Space:  Drawings indicate maximum dimensions for enclosed 
switches and circuit breakers, including clearances between enclosures, and adjacent surfaces 
and other items.  Comply with indicated maximum dimensions. 

C. Electrical Components, Devices, and Accessories:  Listed and labeled as defined in NFPA 70, 
by a qualified testing agency, and marked for intended location and application. 
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D. Comply with NFPA 70. 

1.7 PROJECT CONDITIONS 

A. Environmental Limitations:  Rate equipment for continuous operation under the following 
conditions unless otherwise indicated: 

1. Ambient Temperature:  Not less than minus 22 deg F and not exceeding 104 deg F. 
2. Altitude:  Not exceeding 6600 feet. 

B. Interruption of Existing Electric Service:  Do not interrupt electric service to facilities occupied by 
Owner or others unless permitted under the following conditions and then only after arranging to 
provide temporary electric service according to requirements indicated: 

1. Notify Owner no fewer than seven days in advance of proposed interruption of electric 
service. 

2. Indicate method of providing temporary electric service. 
3. Do not proceed with interruption of electric service without Owner's written permission. 
4. Comply with NFPA 70E. 

1.8 COORDINATION 

A. Coordinate layout and installation of switches, circuit breakers, and components with equipment 
served and adjacent surfaces.  Maintain required workspace clearances and required 
clearances for equipment access doors and panels. 

PART 2 - PRODUCTS 

2.1 FUSIBLE SWITCHES 

A. Basis-of-Design Product:  Subject to compliance with requirements, provide comparable 
product by one of the following: 
1. Siemens Energy & Automation, Inc. 
2. Square D; a brand of Schneider Electric. 
3. General Electric Company. 
4. Cuttler-Hammer. 

B. Provide fusible switches with quantity of poles and amperage, as indicated on the drawings.  

C. Type HD, Heavy Duty, Single Throw, 600-V ac, 1200 A and Smaller:  UL 98 and NEMA KS 1, 
horsepower rated, with clips or bolt pads to accommodate specified fuses, lockable handle with 
capability to accept three padlocks, and interlocked with cover in closed position. 

D. Accessories: 

1. Equipment Ground Kit:  Internally mounted and labeled for copper and aluminum ground 
conductors. 

2. Neutral Kit:  Internally mounted; insulated, capable of being grounded and bonded; 
labeled for copper and aluminum neutral conductors. 
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3. Internally mounted; insulated, capable of being grounded and bonded; labeled for copper 
and aluminum neutral conductors. 

4. Class R Fuse Kit:  Provides rejection of other fuse types when Class R fuses are 
specified. 

5. Auxiliary Contact Kit:  Two NO/NC (Form "C") auxiliary contact(s), arranged to activate 
before switch blades open. 

6. Allows use of a hookstick to operate the handle. 
7. Lugs:  Mechanical type, suitable for number, size, and conductor material. 
8. Labeled for use as service equipment. 

2.2 NONFUSIBLE SWITCHES 

A. Basis-of-Design Product:  Subject to compliance with requirements, provide comparable 
product by one of the following: 
1. Siemens Energy & Automation, Inc. 
2. Square D; a brand of Schneider Electric. 

B. Provide fusible switches with quantity of poles and amperage, as indicated on the drawings.  

C. Type HD, Heavy Duty, Single Throw, 600-V ac, 1200 A and Smaller:  UL 98 and NEMA KS 1, 
horsepower rated, lockable handle with capability to accept three padlocks, and interlocked with 
cover in closed position. 

D. Accessories: 

1. Equipment Ground Kit:  Internally mounted and labeled for copper and aluminum ground 
conductors. 

2. Neutral Kit:  Internally mounted; insulated, capable of being grounded and bonded; 
labeled for copper and aluminum neutral conductors. 

3. Mounted; insulated, capable of being grounded and bonded; labeled for copper and 
aluminum neutral conductors. 

4. Auxiliary Contact Kit:  Two NO/NC (Form "C") auxiliary contact(s), arranged to activate 
before switch blades open. 

5. Allows use of a hookstick to operate the handle. 
6. Lugs:  Mechanical type, suitable for number, size, and conductor material. 

2.3 MOLDED-CASE CIRCUIT BREAKERS 

A. Basis-of-Design Product:  Subject to compliance with requirements, provide comparable 
product by one of the following: 
1. Siemens Energy & Automation, Inc. 
2. Square D; a brand of Schneider Electric. 
3. General Electric Company. 
4. Cuttler-Hammer 

B. Show pole quantities and voltage and ampere ratings of MCCBs and switches on Drawings. 

C. General Requirements:  Comply with UL 489, NEMA AB 1, and NEMA AB 3, with interrupting 
capacity to comply with available fault currents. 
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D. Thermal-Magnetic Circuit Breakers:  Inverse time-current element for low-level overloads and 
instantaneous magnetic trip element for short circuits.  Adjustable magnetic trip setting for 
circuit-breaker frame sizes 250 A and larger. 

E. Adjustable, Instantaneous-Trip Circuit Breakers:  Magnetic trip element with front-mounted, 
field-adjustable trip setting. 

F. Electronic Trip Circuit Breakers:  Field-replaceable rating plug, rms sensing, with the following 
field-adjustable settings: 

1. Instantaneous trip. 
2. Long- and short-time pickup levels. 
3. Long- and short-time time adjustments. 
4. Ground-fault pickup level, time delay, and I2t response. 

G. Features and Accessories: 

1. Standard frame sizes, trip ratings, and number of poles. 
2. Lugs:  Mechanical type, suitable for number, size, trip ratings, and conductor material. 
3. Application Listing:  Appropriate for application; Type SWD for switching fluorescent 

lighting loads; Type HID for feeding fluorescent and high-intensity discharge lighting 
circuits. 

4. Shunt Trip:  Trip coil energized from separate circuit, with coil-clearing contact. 
5. Auxiliary Contacts:  Two SPDT switches with "a" and "b" contacts; "a" contacts mimic 

circuit-breaker contacts, "b" contacts operate in reverse of circuit-breaker contacts. 
6. Alarm Switch:  One NO/NC contact that operates only when circuit breaker has tripped. 

2.4 MOLDED-CASE SWITCHES 

A. Basis-of-Design Product:  Subject to compliance with requirements, provide comparable 
product by one of the following: 
1. Siemens Energy & Automation, Inc. 
2. Square D; a brand of Schneider Electric. 
3. General Electric Company. 
4. Cuttler-Hammer 

B. General Requirements:  MCCB with fixed, high-set instantaneous trip only, and short-circuit 
withstand rating equal to equivalent breaker frame size interrupting rating. 

C. Features and Accessories: 

1. Standard frame sizes and number of poles. 
2. Lugs:  Mechanical type, suitable for number, size, trip ratings, and conductor material. 
3. Ground-Fault Protection:  Comply with UL 1053; remote-mounted and powered type with 

mechanical ground-fault indicator; relay with adjustable pickup and time-delay settings, 
push-to-test feature, internal memory, and shunt trip unit; and three-phase, zero-
sequence current transformer/sensor. 

4. Shunt Trip:  Trip coil energized from separate circuit, with coil-clearing contact. 
5. Auxiliary Contacts:  Two SPDT switches with "a" and "b" contacts; "a" contacts mimic 

switch contacts, "b" contacts operate in reverse of switch contacts. 
6. One NO/NC contact that operates only when switch has tripped. 
7. Externally mounted to prohibit switch operation; key shall be removable only when switch 

is in off position. 
8. Integral with ground-fault shunt trip unit; for interlocking ground-fault protection function. 
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9. Provide remote control for on, off, and reset operations. 

2.5 ENCLOSURES 

A. Enclosed Switches and Circuit Breakers:  NEMA AB 1, NEMA KS 1, NEMA 250, and UL 50, to 
comply with environmental conditions at installed location. 

1. Indoor, Dry and Clean Locations:  NEMA 250, Type 1. 
2. Outdoor Locations:  NEMA 250, Type 3R 
3. NEMA 250, Type 4X, stainless steel. 
4. Other Wet or Damp, Indoor Locations:  NEMA 250, Type 4. 
5. Indoor Locations Subject to Dust, Falling Dirt, and Dripping Noncorrosive Liquids:  

NEMA 250, Type 12. 

PART 3 - EXECUTION 

3.1 EXAMINATION 

A. Examine elements and surfaces to receive enclosed switches and circuit breakers for 
compliance with installation tolerances and other conditions affecting performance of the Work. 

B. Proceed with installation only after unsatisfactory conditions have been corrected. 

3.2 INSTALLATION 

A. Install individual wall-mounted switches and circuit breakers with tops at uniform height unless 
otherwise indicated. 

B. Comply with mounting and anchoring requirements specified in Division 26 Section "Vibration 
and Seismic Controls for Electrical Systems." 

C. Temporary Lifting Provisions:  Remove temporary lifting eyes, channels, and brackets and 
temporary blocking of moving parts from enclosures and components. 

D. Install fuses in fusible devices. 

E. Comply with NECA 1. 

3.3 IDENTIFICATION 

A. Comply with requirements in Division 26 Section "Identification for Electrical Systems." 

1. Identify field-installed conductors, interconnecting wiring, and components; provide 
warning signs. 

2. Label each enclosure with engraved metal or laminated-plastic nameplate. 
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3.4 FIELD QUALITY CONTROL 

A. Manufacturer's Field Service:  Engage a factory-authorized service representative to inspect, 
test, and adjust components, assemblies, and equipment installations, including connections. 

B. Perform tests and inspections. 

1. Manufacturer's Field Service:  Engage a factory-authorized service representative to 
inspect components, assemblies, and equipment installations, including connections, and 
to assist in testing. 

C. Tests and Inspections: 

1. Perform each visual and mechanical inspection and electrical test stated in NETA 
Acceptance Testing Specification.  Certify compliance with test parameters. 

2. Correct malfunctioning units on-site, where possible, and retest to demonstrate 
compliance; otherwise, replace with new units and retest. 

3. Test and adjust controls, remote monitoring, and safeties.  Replace damaged and 
malfunctioning controls and equipment. 

D. Enclosed switches and circuit breakers will be considered defective if they do not pass tests and 
inspections. 

E. Prepare test and inspection reports, including a certified report that identifies enclosed switches 
and circuit breakers and that describes scanning results.  Include notation of deficiencies 
detected, remedial action taken, and observations after remedial action. 

3.5 ADJUSTING 

A. Adjust moving parts and operable components to function smoothly, and lubricate as 
recommended by manufacturer. 

B. Set field-adjustable circuit-breaker trip ranges as specified in Division 26 Section "Overcurrent 
Protective Device Coordination Study". 

END OF SECTION 26 2816 
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